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SCHEDULE 31.7 
ADDITIONAL RULES AND REGULATIONS 

 
 

31.7 Additional Rules and Regulations. 
 
 1. SBC-AMERITECH will be responsible for notifying CLEC of any significant 
outages of SBC-AMERITECH’s equipment which could impact any of the services offered 
by CLEC, and provide estimated clearing time for restoration. 
 
 2. SBC-AMERITECH is responsible for coordinating with CLEC to ensure that 
services are installed in accordance with the service request. 
 
 3. SBC-AMERITECH is responsible for testing, if necessary, with CLEC to 
identify and clear a trouble when the trouble has been sectionalized (isolated) to an SBC-
AMERITECH-provided service. 
 
 4. Before beginning delivery, installation, replacement or removal work for 
equipment and/or facilities located within the Collocation space, SBC-AMERITECH shall 
obtain CLEC’s written approval of SBC-AMERITECH’s proposed scheduling of the work in 
order to coordinate use of temporary staging areas and other building facilities.  CLEC may 
request additional information before granting approval and may require scheduling changes. 
SBC-AMERITECH must submit written plans for equipment to be installed in the 
Collocation space prior to commencing installation. 
 
 5. CLEC has the right to inspect SBC-AMERITECH’s completed installation of 
equipment and facilities and to make subsequent and periodic inspections of the customer’s 
equipment and facilities occupying a Collocation space and associated entrance conduit and 
riser space.  If SBC-AMERITECH is found to be in non-compliance with the terms and 
conditions of this Schedule, SBC-AMERITECH must modify its installation to achieve 
compliance.  CLEC will notify SBC-AMERITECH in advance of such inspections, and 
SBC-AMERITECH shall have the right to be present at the time of the inspection. 
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SCHEDULE 31.10 
ADDITIONAL REQUIREMENTS APPLICABLE TO PHYSICAL COLLOCATION 

 
 

31.10 Additional Requirements Applicable to Physical Collocation. 
 

1.  Subject to space limitations and SBC-AMERITECH’s compliance with the 
applicable request process and payment requirements for the space, CLEC shall provide 
space, as requested by SBC-AMERITECH, to meet SBC-AMERITECH’s needs for 
placement of equipment necessary for Interconnection. 
 

2.  CLEC shall provide to SBC-AMERITECH any intraoffice facilities that SBC-
AMERITECH requests and that CLEC provides by tariff or contract to any Carrier. 
 

3.  SBC-AMERITECH may provide basic telephone service with a connection 
jack for the Collocated space. 
 

4.  CLEC shall provide adequate lighting, ventilation, power, heat, air 
conditioning, and other environmental conditions for SBC-AMERITECH’s space and 
equipment.  These environmental conditions shall comply with Bellcore Network 
Equipment-Building System (“NEBS”) standards TR-EOP-000063 or other standards upon 
which the Parties may mutually agree. 
 

5.  CLEC shall provide access, where available, to eyewash stations, shower 
stations, bathrooms, and drinking water within the Collocated facility on a twenty-four (24) 
hours per day, seven (7) days per week basis for SBC-AMERITECH personnel and its 
designated agents. 
 

6.  CLEC shall provide all ingress and egress of fiber cabling to SBC-
AMERITECH Collocated spaces in compliance with SBC-AMERITECH’s request for cable 
diversity.  The specific level of diversity required for each site will be provided in the request 
for Collocation.  SBC-AMERITECH will pay any additional costs incurred by CLEC to meet 
any special diversity requirements of SBC-AMERITECH which are beyond those normally 
provided by CLEC. 
 

7.  CLEC shall provide SBC-AMERITECH with written notice five (5) Business 
Days prior to those instances where CLEC or its subcontractors may be performing non-
emergency work that may affect the Collocated space occupied by SBC-AMERITECH or the 
AC and DC power plants that support SBC-AMERITECH equipment.  CLEC will inform 
SBC-AMERITECH by telephone of any emergency-related activity that CLEC or its 
subcontractors may be performing that may affect the Collocated space occupied by SBC-
AMERITECH or the AC and DC power plants that support SBC-AMERITECH equipment.  
Notification of any emergency-related activity shall be made as soon as practicable after 
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CLEC learns that such emergency activity is necessary and will be subject to the Emergency 
Notification Process agreed upon by the Implementation Team.  To the extent that the 
Emergency Notification Process requires CLEC to incur additional costs, SBC-
AMERITECH shall reimburse CLEC for such costs. 
 

8.  SBC-AMERITECH shall not be required by CLEC to relocate its equipment 
during the Initial Term or any Renewal Term.  If SBC-AMERITECH, at CLEC’s request, 
agrees to relocate its equipment, then CLEC shall reimburse SBC-AMERITECH for any and 
all costs reasonably associated with such relocation. 
 

9.  Should CLEC sell or lease a Central Office or any portion thereof to a third 
person during the Initial Term or any Renewal Term, CLEC shall require such third person to 
comply fully with the applicable terms and conditions of this Agreement as they relate to such 
third person. 
 

10.  Power as referenced in this Schedule 31.10 refers to any electrical power 
source supplied by CLEC for SBC-AMERITECH equipment.  It includes all superstructure, 
infrastructure, and overhead facilities, including cable, cable racks and bus bars.  CLEC will 
supply power to support SBC-AMERITECH equipment at equipment specific DC and AC 
voltages as mutually agreed upon by the Parties.  CLEC shall supply power to SBC-
AMERITECH at parity with that provided by CLEC to itself or to any third person.  If 
CLEC’s performance, availability, or restoration falls below industry standards, CLEC shall 
bring itself into compliance with such industry standards as soon as technologically feasible. 
 

11.  Subject to space limitations and SBC-AMERITECH’s compliance with the 
applicable request process and payment requirements of this Agreement, CLEC shall provide 
power to meet SBC-AMERITECH’s reasonable needs for placement of equipment, 
Interconnection, or provision of service. 
 

12.  Both SBC-AMERITECH’s power equipment and CLEC power equipment 
supporting SBC-AMERITECH’s equipment shall comply with all applicable state and 
industry standards (e.g., Bellcore, NEBS and IEEE) or manufacturer’s equipment power 
requirement specifications for equipment installation, cabling practices, and physical 
equipment layout. 
 

13.  CLEC will provide SBC-AMERITECH with written notification within ten 
(10) Business Days of any scheduled AC or DC power work or related activity in the 
Collocated facility that poses a reasonable risk of cause an outage or any type of power 
disruption to SBC-AMERITECH equipment located in the CLEC facility.  CLEC shall 
provide SBC-AMERITECH prompt notification by telephone of any emergency power 
activity. 
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14.  Power plant alarms shall adhere to Bellcore NEBS standards TR-EOP-
000063. 
 

15.  Cabling shall adhere to Bellcore NEBS standards TR-EOP-000063. 
 

16.  CLEC shall provide Lock Out Tag Out and other electrical safety procedures 
and devices in accordance with OSHA or industry guidelines. 
 

17.  Other than reasonable security restrictions, CLEC shall place no restriction on 
access to the SBC-AMERITECH Collocated space by SBC-AMERITECH’s employees and 
designated agents.  Such space shall be available to SBC-AMERITECH designated agents 
twenty-four (24) hours per day each day of the week.  In no case should any reasonable 
security restrictions be more restrictive than those CLEC places on its own personnel or 
independent contractors. 
 

18.  For each building in which Collocated space is provided and upon request by 
SBC-AMERITECH for that building, CLEC will, at its option, either certify that the building 
complies with all applicable environmental, health and safety regulations or complete an 
Environmental, Health & Safety Questionnaire provided by SBC-AMERITECH.  SBC-
AMERITECH may provide this questionnaire with its request for Collocation and CLEC 
shall return it or the applicable certification to SBC-AMERITECH within ten (10) Business 
Days after CLEC’s receipt thereof. 
 

19.  CLEC power equipment supporting SBC-AMERITECH’s equipment shall: 
 

(a) Provide appropriate Wire Center ground, connected to a ground 
electrode located within the SBC-AMERITECH collocated space, at a 
level above the top of SBC-AMERITECH’s equipment plus or minus 
two (2) feet to the left or right of SBC-AMERITECH’s final request; 
and 

 
(b) Provide feeder capacity and quantity to support the ultimate 

equipment layout for SBC-AMERITECH equipment upon completion 
of the equipment node construction in accordance with SBC-
AMERITECH’s request for Collocation. 

 
20.  CLEC shall within thirty (30) days of the effective date of the First 

Amendment provide to SBC-AMERITECH (i) work restriction guidelines related to any 
restrictions on the manner in which an SBC-AMERITECH contractor can perform work on 
CLEC’s Premises and (ii) a list of CLEC technical guidelines applicable to the collocation of 
equipment in CLEC’s Premises.  SBC-AMERITECH acknowledges that it is responsible to 
order such technical guidelines at its cost and expense.  CLEC will notify SBC-
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AMERITECH in a timely manner of any changes to such work restriction and technical 
guidelines. 


