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ORDER 
 
By the Commission: 
 
 Under Section 3 of the Illinois Gas Pipeline Safety Act ("Act") [220 ILCS 20/3], the 
Illinois Commerce Commission ("Commission") is required to 
 

adopt rules establishing minimum safety standards for the transportation of 
gas and for pipeline facilities. Such rules shall be at least as inclusive, as 
stringent, and compatible with, the minimum safety standards adopted by the 
Secretary of Transportation under the Federal Act. 

 
The Commission has incorporated by reference applicable federal rules at 83 Ill. Adm. 
Code 590, "Minimum Safety Standards for Transportation of Gas and for Gas Pipeline 
Facilities" ("Part 590"). One of the standards incorporated by the Commission is that found 
at 49 CFR §192.465(a) which states: 
 

Each pipeline that is under cathodic protection must be tested at least once 
each calendar year, but with intervals not exceeding 15 months, to determine 
whether the cathodic protection meets the requirements of Sec. 192.463. 
However, if tests at those intervals are impractical for separately protected 
short sections of mains or transmission lines, not in excess of 100 feet (30 
meters), or separately protected service lines, these pipelines may be 
surveyed on a sampling basis. At least 10 percent of these protected 
structures, distributed over the entire system must be surveyed each 
calendar year, with a different 10 percent checked each subsequent year, so 
that the entire system is tested in each 10-year period. 

 
 In a Staff Report dated October 19, 2005, the Staff of the Commission's Pipeline 
Safety Program ("Staff") detailed the Peoples Gas Light and Coke Company ("Peoples 
Gas" or "Company") failure to conduct corrosion control monitoring as mandated by the 



minimum federal safety standards for transportation of natural gas. Peoples is a public 
utility engaged in the conveyance of gas by pipe line (See 220 ILCS 5/3-105) and, as such, 
is subject to the Act in that it is a person who engages in the transportation of gas or who 
owns or operates pipeline facilities. Section 6(a)(1) of the Act requires that every such 
person shall "at all times after the date any applicable safety standard established under 
this Act takes effect comply with the requirements of such standard." 
 
 The Staff Report details the necessity for a corrosion monitoring program and 
examines two methods of reducing the corrosion potential of metal pipe. The Staff Report 
also details the inspections and audits involving Staff. On January 13-15, 2004, a Record 
Audit was performed of Peoples Gas by Staff. The records reviewed indicated that 
Peoples Gas was in apparent non-compliance with 49 CFR §192.465. Staff issued a Utility 
Non-compliance on January 30, 2004 citing that several isolated main sections were not 
tested within the ten year interval required and that several isolated service lines were not 
tested within the ten year interval required. In a letter dated February 23, 2004, Peoples 
responded with information as to how it would correct its non-compliance. 
 
 On March 8-9, 2005, a follow-up Audit of Peoples was performed by Darin R. Burk 
of Staff. The records reviewed indicated that Peoples continued to be in apparent non-
compliance with 49 CFR §192.465. The following issues were noted: 
 

1. Fifty-four (54) isolated service lines due for testing in 2003 had not been 
tested as of March 9, 2005. 

2. One (1) isolated service line due for testing in 2004 that had not been tested 
as of March 9, 2005. 

3. Five (5) isolated segments of main in excess of 100 feet were not tested as 
required in 2003. 

4. Twenty-one (21) Corrosion Control Families requiring annual testing were 
not tested within the fifteen month interval required in 2004. 

5. Four (4) corrosion control families requiring annual testing were not tested in 
2004. 

6. Eighteen (18) corrosion control test points found to have less than adequate 
levels of cathodic protection in 2003 did not receive corrective actions in 
2003 or 2004. 

 
Staff issued an additional Utility Non-compliance to Peoples on April 21, 2005, noting that 
49 CFR §192.465(d) requires each operator to take prompt remedial action to correct any 
deficiencies indicated by the monitoring. In a letter dated May 16, 2005 Peoples Gas 
responded with information as to how it would correct the items listed in the Non-
compliance issued April 21, 2005. 
 
 Peoples Gas has filed with the Commission its Corrosion Control Policy, Operation 
and Maintenance Plan. In Exhibit X on page 12 of 31, Peoples itself requires that remedial 
action be taken and the adequacy of those actions verified within one year. 49 CFR 
§192.13(c) requires: 



 
Each operator shall maintain, modify as appropriate, and follow the plans, 
procedures, and programs that it is required to establish under this part. 

 
This apparent failure to follow its own procedures raises the issue of whether Peoples has 
violated 49 CFR §192.13(c). 
 
 The Staff issued a supplemental Staff Report dated April 10, 2006 on actions taken 
by the Company in response to the noncompliances noted in the 2004 and 2005 audits. 
 
 The Staff Report dated October 19, 2005 presents a sufficient basis to initiate a 
proceeding to determine whether the Company has violated the federal rules incorporated 
by reference in 83 Ill. Adm. Code 590. Section 7(a) of the Act states: 
 

Any person violating paragraph (a) of Section 6 of this Act or any rule or 
order issued under this Act is subject to a civil penalty not to exceed the 
maximum penalties established by Section 60122(a)(1) of Title 49 of the 
United States Code for each day the violation persists. 

 
The maximum penalty established by 49 USC 60122(a)(1) is $100,000 for each violation. 
A separate violation occurs for each day the violation continues. The maximum civil penalty 
under this Section for a related series of violations is $1,000,000. 
 
 The Commission, being fully advised in the premises, is of the opinion and finds 
that: 
 

(1) the Commission has jurisdiction over the subject matter herein and the 
parties hereto; 

 
(2) the Peoples Gas Light and Coke Company is a public utility engaged in the 

conveyance of gas by pipe line and, as such, is subject to the Illinois Gas 
Pipeline Safety Act in that it is a person who engages in the transportation of 
gas or who owns or operates pipeline facilities; 

 
(3) the Peoples Gas Light and Coke Company should be made a respondent to 

this proceeding; 
 
(4) the Commission has incorporated as its rules the federal rules at 49 CFR 

§192.13(c) and 49 CFR §192.465(a) and (d) through its adoption of 83 Ill. 
Adm. Code 590; 

 
(5) the Staff Report dated October 19, 2005 from the Pipeline Safety Program 

provides a basis for the initiation of a proceeding to determine whether 
Peoples has failed to comply with the cathodic protection inspection and 



remediation requirements at 49 CFR §192.465(a) and (d) and the 
requirement in 49 CFR §192.13(c) for Peoples to follow its own procedures; 

 
(6) a proceeding should be initiated pursuant to Section 7 of the Illinois Gas 

Pipeline Safety Act [220 ILCS 20/7] to determine: 
 
(a) whether Peoples has failed to comply with the cathodic protection 

inspection requirements at 49 CFR §192.465(a) in that it has failed to 
conduct corrosion control monitoring as mandated by 49 CFR 
§192.465(a) in 2003 and 2004 and whether Peoples failed to test 
corrosion control segments on an annual and/or ten year testing 
schedule as required; 

 
(b) whether Peoples has failed to comply with the requirement at 49 CFR 

§192.465(d) to take prompt remedial action to correct any 
deficiencies indicated by the monitoring; and 

 
(c) whether Peoples has failed to comply with the requirement at 49 CFR 

§192.13(c) by failing to follow its Corrosion Control Policy, Operation 
and Maintenance Plan requiring that remedial action be taken and the 
adequacy of those actions be verified within one year; 

 
(7) the Staff Reports dated October 19, 2005 and April 10, 2006 should be 

made a part of the record of this proceeding; 
 

 IT IS THEREFORE ORDERED by the Illinois Commerce Commission that a 
proceeding be initiated to determine  
 

(a) whether Peoples has failed to comply with the cathodic protection 
inspection requirements at 49 CFR §192.465(a) in that it has failed to 
conduct corrosion control monitoring as mandated by 49 CFR 
§192.465(a) in 2003 and 2004; 

 
(b) whether Peoples failed to test corrosion control segments on an 

annual and/or ten year testing schedule as required mandated by the 
federal rule incorporated as the Commission's rule, to determine 
whether Peoples has failed to comply with the requirement at 49 CFR 
§192.465(d) to take prompt remedial action to correct any 
deficiencies indicated by the monitoring; 

 
(c) whether Peoples has failed to comply with the requirement at 49 CFR 

§192.13(c) by failing to follow its Corrosion Control Policy, Operation 
and Maintenance Plan requiring that remedial action be taken and the 
adequacy of those actions be verified within one year; and 

 



(d) whether civil penalties should be imposed pursuant to Section 7 of the 
Illinois Gas Pipeline Safety Act. 

 
 IT IS FURTHER ORDERED that the Peoples Gas Light and Coke Company is 
made respondent to this proceeding. 
 
 IT IS FURTHER ORDERED that the Staff Report dated October 19, 2005 and the 
Staff Report dated April 10, 2006 are made a part of the record of this proceeding. 
 
 IT IS FURTHER ORDERED that respondent appear at the offices of the 
Commission at the time and date specified by the Administrative Law Judge assigned to 
this proceeding. 
 
 IT IS FURTHER ORDERED that failure of the respondent to appear as ordered may 
result in findings that the Peoples Gas Light and Coke Company has failed to comply with 
the cathodic protection inspection requirements at 49 CFR §192.465(a) in that it has failed 
to conduct corrosion control monitoring as mandated by 49 CFR §192.465(a) in 2003 and 
2004, that Peoples has failed to test corrosion control segments on an annual and/or ten 
year testing schedule as required, that Peoples has failed to comply with the requirement 
at 49 CFR §192.465(d) to take prompt remedial action to correct any deficiencies 
indicated by the monitoring, and that Peoples has failed to comply with the requirement at 
49 CFR §192.13(c) by failing to follow its Corrosion Control Policy, Operation and 
Maintenance Plan requiring that remedial action be taken and the adequacy of those 
actions be verified within one year and may result in the imposition of civil penalties 
pursuant to Section 7 of the Illinois Gas Pipeline Safety Act. 
 
 IT IS FURTHER ORDERED that this Order is not final; it is not subject to the 
Administrative Review Law. 
 
 By Order of the Commission this 19th day of April, 2006. 
 
 
 
 
 
 (SIGNED) CHARLES E. BOX 
 
 Chairman 
 


