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Introduction  
 
Pursuant to Illinois Administrative Code 411, Union Electric Company, now d/b/a 
AmerenUE (or Company), filed the Company’s 2004 Annual Reliability Report on 
June 1, 2005.  A revised report was subsequently filed on June 21, 2005 to 
include minor corrections.  ICC Staff conducted an assessment of the report and 
performed field inspections over much of 2005.  On March 22, 2006, the Illinois 
Commerce Commission (ICC) approved Staff’s Assessment Report for Calendar 
Year 2004.  
 
In May 2005, all regulatory approvals were received to transfer AmerenUE-Illinois 
assets to AmerenCIPS.  Since this assessment and response period spans a 
time when references to either AmerenUE or AmerenCIPS may have been 
correct, the reader should consider these references interchangeable. 
 
AmerenUE appreciates the opportunity to respond to Staff’s Assessment Report 
for Calendar Year 2004.  The remainder of this document is the Company’s 
response to that document.   
 
 
Summary of ICC Recommendations 
 
Item 1 
AmerenCIPS should examine the outage response procedures used by 
AmerenUE and attempt to reduce the average duration of interruptions to its 
customers.  AmerenUE again listed an extremely high value for CAIDI during the 
2004 calendar year: 278 minutes, or over 4.5 hours.  This value is 2 hours 
greater than the average of the CAIDI values reported by the other eight utilities. 
 
AmerenUE Response 
 
In addition to the regulatory consolidation of AmerenUE-Illinois into AmerenCIPS, 
the Company’s strategy to move to an “Ameren Illinois” approach will provide 
more consistency in policies and processes, as well as more access to additional 
resources.  As previously committed to Staff, the Tap Fusing Program will be 
completed by the end of 2007 for the service territories previously assigned to 
Ameren-UE Illinois.  The above measures should help reduce the duration of 
outages in the future.  AmerenCIPS will continue to monitor outage response 
times to assure all customers receive optimum response when outages occur. 
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Item 2 
AmerenUE only classified four interruptions as being caused by animals.  This is 
the same number classified as being caused by animals in 2003.  This number 
appears to be very low and Staff suggests that Ameren provide additional 
training to their personnel on properly classifying interruption causes. 
 
AmerenUE Response 
AmerenUE’s electric distribution system is predominantly 4 kV.  The 4 kV 
distribution transformers have side-mounted bushings and arrestors and utilize 
insulated wire.  This design reduces the possibility of electrical faults from 
animals such as birds and squirrels, which generally get on top of transformers. 
 
AmerenUE provides feedback to field personnel on correctly coding all outages.  
The Company uses outage history to assess changing conditions and develop 
work plans for reliability improvements.  AmerenUE continually strives for 
consistency and accuracy in correctly coding outages. 
 
 
Item 3 
Staff’s inspection of trees in East St. Louis, Washington Park, Cahokia and Alton 
found AmerenUE’s tree trimming varies significantly from community to 
community.  Staff’s tree trimming inspection found a noticeable decline in 
AmerenUE’s trimming program since the last inspections in 2003.  Staff is 
recommending that Ameren investigate the problem areas noted in the report 
and that they should resolve all existing tree clearance problems as soon as 
possible.   
 
Ameren UE Response 
 
The areas inspected in Alton were on the trim schedule for the 3rd and 4th 
quarters of 2005.  The locations in Cahokia were on the trim schedule for the 4th 
quarter of 2005 and the 1st quarter of 2006.  These areas were at the end of their 
trim cycles.  With one exception, all of the locations listed in attachment “B” are 
fast growing tree species.  Many of the trees are located directly under the 
conductor and are considered cycle buster trees.   
 
Upon review of the locations, all previous trimming cuts were made according to 
ANSI A300 Standards for pruning of trees and shrubs.  All of the trees had been 
trimmed in the previous cycle.  None of the growth that was close to or in contact 
with the conductor posed a threat to service reliability.  There was one tree 
shown in photos O8 and O9 where the growth that was in contact with the 
conductor was over 1-inch in diameter. The conductor at this location is a 
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single-phase 2.4 kV and has good poly coating.  There is no evidence of burning 
on the tree limb or damage to the wire coating.   The owner of the maple tree in 
these photos has given permission for Ameren to remove this tree. 
 
The one exception to the comment on fast growing species is a pin oak 
(photo 05O13) where the main leader is off to the side of the line. This tree did 
not have growth in contact with the conductor.  The growth was approximately 
3-feet below the conductor.  Ameren’s vegetation supervisor will contact the 
owner of this tree to determine if it can be removed.  
 
The remainder of this response section addresses Staff’s comments on 
AmerenUE’s overall tree trimming.  In addition to the specific areas mentioned in 
Alton, all maintenance trimming has been completed.  There is one exception, 
and that is the locust tree at Salu and Elizabeth Streets in Alton.  AmerenUE 
would like to remove this tree but has not been able to find out who owns this 
property.  There is not a home at this location.   The Company will continue to 
pursue this opportunity. 
 
AmerenUE is currently trimming in Cahokia.  This maintenance work also 
includes the Company’s attempt to get removals of several trees that were listed 
in Staff’s inspection report. AmerenUE has permission and will be removing the 
tree shown in photo O4.  Unfortunately, the Company did not receive permission 
to remove the trees in photos O1, O2 and O3.  The current plan is to approach 
these property owners to see if they will allow a growth regulator to be applied to 
these trees.  
 
There are thirteen, 4kV circuits that provide service to Ameren customers in 
Cahokia.  These circuits were last trimmed in June of 2002 and between 
September and December of 2002.  All of these circuits will be completed by the 
end of April 2006.  Upon completion of this work, Cahokia will be on an average 
42-month trim cycle.  
 
The Washington Park substation is scheduled for trimming beginning in the 2nd 
quarter of 2006.  The tree shown in Figure 6 of Attachment B of the ICC Report 
has been trimmed.   
 
Staff also notes in the Assessment a concern with AmerenUE with response to 
NESC 218.  Ameren offers the following in response: 
 
NESC rule 218 (a) (1) and its associated note state the following: 
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“Trees that may interfere with ungrounded supply conductors should be trimmed 
or removed. 
NOTE: Normal tree growth, the combined movement of trees and conductors 
under adverse weather conditions, voltage and sagging of conductors under 
adverse weather conditions are among the factors to be considered in 
determining the extent of trimming required.” 
 
Ameren and the ICC staff agree in principle with the fact that “trees that may 
interfere with ungrounded supply conductors should be trimmed”. Ameren has 
demonstrated this by achieving and maintaining a 4-year tree trimming cycle 
through out its service territory in Illinois.  Ameren and ICC Staff appear to have 
different interpretations of what constitutes “interfere with” as stated in NESC 
218. The different interpretations lead to differing positions as to the extent and 
timing of the trimming to be done in order to be in compliance with NESC 218. 
 
Staff has taken the position that the term “interferes with” means that there can 
be no tree contact with energized conductors at any time.  Staff’s position is 
stated in all of the recommendations in the 2004 reports for all Ameren Illinois 
operating companies: 
 

 “Ameren must assure that all trees in its Illinois service territory are 
trimmed such that there are no contacts with energized primary 
conductors before it returns to trim them again”. 

 
Ameren’s position is that the term “interfere with” refers to the trees’ effect on the 
ability of the energized conductor to perform its intended function, i.e. safely and 
reliably distribute electricity.  Given this definition, it is Ameren’s position, as well 
as several industry experts, that some encroachment of new growth from 
previous trim cycles around energized conductors is not detrimental to the 
intended function of an electrical distribution primary conductor and is not in 
violation of NESC 218.  
 
A study conducted by Environmental Consultants Inc. on the electrical fault 
potential of tree limbs was published on June 25, 2004. The study is titled 
“Species Specific Variation in Impedance as related to Electrical Fault Potential”. 
 
The results of the study provide information on the potential of each tree species 
to cause an interruption when contacted by an energized conductor.  The 
published report is extensive in its data and analyses.  Ameren would offer a few 
of the following excerpts from the studies Executive Summary and General 
Conclusions and Recommendations sections to explain and support Ameren’s 
position with regard to NESC 218: 
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General Conclusion and Recommendations:  
 
“Basically, the incidental branch conductor contacts that develop as a circuit 
“ages” and trees grow back into the cleared area is of low risk to reliability.  Since 
these new contacts do not appreciably affect the risk of an interruption, some 
level of contact can be tolerated. The preventive maintenance cycle period can 
be based on an economically optimal period, rather than strictly on the basis of 
maintaining line clearance.” 
 
“Branch diameter was shown to play a major role in conductivity, with the largest 
branches being much more conductive than small shoots.” 
 
 
Executive summary section: 
 
“This work also suggests that the majorities of tree-to-conductor contacts result in 
high impedance faults of low current, and are relatively low risk to reliability.” 
 
In addition to the ECI study, Ameren has received a report titled “NESC 
requirements and Practical Consideration relative to Vegetation Management 
around Over Head lines”.  This report was provided to Ameren by Clapp 
Research and Associates, P.C.  The report was authored by Mr. Allen Clapp.  
Mr. Clapp is currently president of Clapp Research and Associates and a 
licensed professional engineer.  He is a member of the NESC committee and 
editor of the NESC handbook.  Mr. Clapp has also served as chairman of the 
NESC committee (1984 -1993) and is a member of the following NESC 
subcommittees:  

• Interpretations 
• Coordination 
• Clearances 
• Strengths and Loadings 

 
Mr. Clapp’s report consists of three sections: 

• Review of NESC requirements 
• Discussion 
• Conclusions 

 
Ameren would like to provide the following excerpts from the conclusion section 
as support to our interpretation of the term “interfere with” as used in NESC 218:  
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Conclusions-  
 
It is not practical to prevent all contacts between trees and overhead power line 
conductors.  This fact is intentionally recognized by the National Electrical Safety 
Code in Rule 218.  
 
Contact by leaves or small limbs with energized overhead power line conductors 
does not produce enough conductor heating to significantly damage the strength 
of the conductors. 
  
As indicated by the ECI study and the discussions above, contact by leaves or 
small limbs with energized overhead power line conductors does not produce 
enough current to operate line protection devices and interrupt the reliability of 
the line.  
 
It is not possible, much less practical, to prevent all contacts between trees and 
overhead power line conductors.  However, it is practical to recognize growth 
habits of the local vegetation species and the local climates and to design and 
implement an effective vegetation management program that will limit the 
likelihood of vegetation contact to a level that (a) presents little effect on system 
reliability or conductor strength and (b) does not present a significant fire or 
personal safety hazard. 
 
 
Based upon the conclusions stated in the ECI study and Mr. Allen Clapp’s report, 
Ameren believes that encroachment of new tree growth at the end of a trim cycle 
does not interfere with the intended function of an electrical distribution 
conductor, which is to safely and reliably distribute electricity, and is not in 
violation of NESC 218. 
 
Ameren’s Illinois distribution facilities are on a four-year trimming cycle and 
Ameren is committed to maintaining the four-year trim cycles as per agreement 
with the ICC Staff.  As a result of this achievement, AmerenUE has reduced tree-
caused customer interruptions by 52% over the last four years, excluding major 
event days. 
 
The Company has implemented a “cycle buster” program to minimize the number 
of tree contacts on the system prior to trimming the circuit on the next scheduled 
trim cycle. 
 
Ameren has conveyed to Staff through meetings and written responses that the 
evolution of improved vegetation conditions on the system is a continuous 
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process.  It is Ameren’s expectation that in subsequent cycles more clearance 
will be obtained through the removal of problem trees.  This will lead to further 
reductions in outages due to tree and conductor conflicts.  Ameren will achieve 
this improvement by continuing to work with communities to reduce the hazard 
trees and cycle buster trees through tree replacement programs. 
  
Ameren’s vegetation supervisors will continue to work with industry groups such 
as the International Society of Arboriculture, Utility Arborist Association, Illinois 
Arborist Association and the National Arbor day foundation to educate the 
general public, and particularly Ameren customers, on the “Right Tree Right 
Place Concept”.   Ameren staff actively participates on and attends meetings for 
many of the tree advisory boards and urban forestry councils located in 
communities through out Illinois. 
 
 
 
 
Item 4 
If the 2005 and 2006 spending in AmerenUE Illinois service territory by 
AmerenCIPS remains near the amount listed on Figures 5 and 6, Staff is 
concerned.  Since AmerenUE customers have consistently had very long 
average durations (CAIDI) any reduction in capital and O&M spending cannot 
help this problem. AmerenCIPS should provide adequate capital and O&M 
funding in the AmerenUE Illinois service territory to improve the infrastructure of 
the distribution system. 
 
AmerenUE Response 
In preparing the 2004 Annual Reliability Reports for AmerenCIPS and 
AmerenUE, as well as AmerenIP and AmerenCILCO, the Company provided 
documentation to define parameters for loadings that can be consistently applied 
across all Ameren companies.  The Company realizes this change in loading 
parameters makes past year-to-year comparisons difficult, but believes it will 
provide more consistency in future years, not only on a year-to-year basis but 
also on a company-to-company basis.   
 
AmerenCIPS remains committed to the programs AmerenUE has underway to 
improve reliability in the metro area.  The aggressive tap fusing program is well 
within the implementation phase and will be completed on schedule.  The 
Ameren-wide Circuit Patrol Inspection Program is another example of the 
commitment the Company is investing in to improve reliability.   
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Conclusion 
 
The Division structure Ameren put in place in 2005 in Illinois is one way the 
Company expects to take advantage of the synergies and best practices among 
all the Ameren companies, as well as provide better access to shared resources.  
The previous AmerenUE area in Illinois is in the same Division as much of the 
AmerenIP metro area.  The inclusion of AmerenUE-Illinois into AmerenCIPS 
further solidifies this approach to recognize and gain the greatest efficiencies 
possible. 
 
Ameren continually improves the Vegetation Management Program.  The 
Company feels great progress continues to be made in AmerenUE and other 
territories to improve reliability. 
 
AmerenCIPS remains committed to improving reliability and customer service in 
Illinois. 
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