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Commonwealth Edison Company’s Response to 
People of the State of Illinois’ (“AG”) Data Requests 2.01 - 2.05 

Dated: March 7, ZOOS 

REQUEST NO. AG 2.01: 

On Paragraph 3 of Commonwealth Edison’s (ComEd) Verified Petition, it discusses 
the types of equipment that were damaged due to the storm system: 

A. Please list the underground equipment or other underground materials 
(including, but not limited to, underground lines, wires or other materials) that 
were damaged and/or in need of repair, reconfiguration or other restoration 
due to the August 23,2007 storm front. 

B. Please identify the equipment or other materials (including, but not limited to, 
underground lines, wires or other materials) that were physically and directly 
connected to components of underground lines, wires or other equipment that 
were damaged and/or in need of repair, reconfiguration or other restoration 
due to the August 23,2007 storm front. 

. .  

C. Please list the number of outages, the number of customer interruptions, and 
the number of customer minutes of interruption associated with the damage to 
or failure of each item of underground equipment or material identified in 
subpart (A) to this data request. 

D. Please identify the underground equipment or other underground materials 
(including, but not limited to, underground lines, wires or other materials) in 
the areas affected by the August 23,2007 storm front that were scheduled for 
repair, reconfiguration or other restoration prior to the August 23,2007 storm 
front. 

E. If this information is available in computer- usable spreadsheet or other native 
format, please provide. 

RESPONSE: 

Paragraph 3 of Commonwealth Edison Company’s (“CornEd”) Verified Petition that 
initiated this proceeding states as follows: 

The storm system caused widespread damage to ComEd 
distribution facilities. Wires, switches, poles arms, 
transformers, control gear, arrestors, insulators, vacuum 

ers, disconnect switches, and sectionalizers were 
yed across a broad area. ComEd was required to 
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completely replace approximately 416 poles, 5 13 
transformers (and, in many of those cases, also related 
equipment), and 109 miles of wire. Damage to other 
equipment required thousands of additional repair, 
reconfiguration, and other restoration tasks. _ .  

A. While underground equipment is buried, it is not completely insulated from 
damage resulting from storm conditions. For example, underground equipment 
may fail due to flooding resulting from a storm front. The attached document 
(AG 2.01-Attach 1) is a list of underground equipment (including underground 
lines, wires, etc.) that were damaged as a result of the August 23 storm system. 

Underground equipment that was physically and directly connected to 
underground equipment that was damaged as a result of storm conditions on 
August 23 is also listed on AG 2.01 Attach 1. Overhead equipment may also 
have been physically and directly connected to underground equipment that was 
damaged, but the data required to determine if every such item was physically and 
directly connected to a damaged piece of underground equipment is not readily 
available and a direct field inspection is not practical or reasonable. 

For a list of the number of outages, customer interruptions, and customer minutes 
of interruptions associated with the damage to underground equipment as a result 
of the August 23 Storm System, see AG 2.01-Attach 1, 

See AG 2.01-Attach 2 for a list ofcorrective maintenance items that were open 
prior to the August 23 Storm System for each circuit on which outages occurred 
during the August 23 storm system, and the corresponding prioritization of work. 
There is no other reasonable way to define “area” and provide system-wide data 
of this type. Please note that this data does not indicate that the open corrective 
maintenance items were physically at the outage/damage locations and ComEd 
has no reason to believe that any open item affected any outages resulting from 
the August 23 Storm System. The list (AG 2.01-Attach 2) includes all corrective 
maintenance items. 

Information has been provided in the form requested. 

B. 

C. 

D. 

E. 











. .  


