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I. Introduction 1 

A. Identification of Witnesses 2 

Q. What is your full name and business address? 3 

A. My name is Craig Chesley.  My business address is 3 Lincoln Center, Oakbrook Terrace, 4 

Illinois. 5 

Q. By whom and in what position are you employed? 6 

A. I am Manager, Vegetation Management of Commonwealth Edison Company (“ComEd”). 7 

B. Purpose of Testimony 8 

Q. What are the purposes of your direct testimony? 9 

A. I respond to the testimony and related attachments of Illinois Attorney General (“AG”) 10 

witness George Owens AG Exhibit (“Ex.”) 1.0 regarding ComEd’s vegetation 11 

management activities.  Specifically, I discuss ComEd’s existing vegetation management 12 

policy and the manner in which ComEd works to implement that policy.  I also describe 13 

the status of ComEd’s vegetation management activities immediately prior to the storm 14 

that is the subject of this proceeding.  Finally, I explain why Mr. Owens’ various 15 

conclusions concerning ComEd’s vegetation management activities are without merit.  16 

Q. What are the conclusions of your testimony? 17 

A. ComEd’s scheduled vegetation management activities for its distribution facilities were 18 

in accordance with the established timetable for trimming trees in the time preceding the 19 

February 1, 2011 winter storm(s) (“February 1 Blizzard”) at issue in this proceeding.  I 20 

conclude that ComEd’s distribution-related vegetation management policies meet the 21 

appropriate industry standards, and properly balance the interests of maintaining a 22 
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reliable distribution system with communities’ high value on trees, tree canopy 23 

(overhang), and urban forestry.   24 

I also conclude that Mr. Owens’ claims are without merit.  First, he offers no facts 25 

about the status of ComEd’s vegetation management activities prior to ComEd 26 

experiencing the 2011 winter storms.  Second, he demonstrates a lack of understanding 27 

about ComEd’s vegetation management policies and activities.  Third, he fails to cite to a 28 

single instance where incorrect vegetation management activities caused or exacerbated 29 

an outage as a result of the February 1 Blizzard.  Finally, his claims fail to acknowledge 30 

that high winds were the primary driver of the interruptions relating to the February 1 31 

Blizzard.    32 

C. Background and Qualifications 33 

Q. What are your current duties and responsibilities for ComEd? 34 

A. I am the Manager, Vegetation Management Department, and have been in this position 35 

since 2009.  In this role, I am responsible for providing direction and leadership for a 36 

comprehensive Vegetation Management program. I manage the personnel and activities 37 

of ComEd’s Vegetation Management Department, and ensure the successful 38 

implementation and execution of vegetation-related projects for Distribution and 39 

Transmission.  40 

Q. Prior to your current position, what other positions did you hold at ComEd? 41 

A. I have worked at ComEd for more than 20 years.  My prior positions at ComEd include: 42 

Dresden Instrumentation Department – calibration & maintenance of nuclear reactor 43 

controls; Field Agent – acquiring easements; Engineering Department – Engineering 44 
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Assistant, Engineering Associate; Engineering Supervisor and Senior Engineer; Program 45 

Manager Public Relocation; and Manager, Public Relocation Department.   46 

Q. What is your educational background? 47 

A. I hold a two-year Technical Certificate in Applied Science, Aviation Maintenance from 48 

Lewis University.   49 

II. ComEd’s Current Vegetation Management Policy 50 

Q. AG witness Owens claims that ComEd did not adhere to its vegetation management 51 

policy.  AG Ex. 1.0, Attach A (Part 1), 7:16-20.  Can you provide an overview of 52 

ComEd’s Current Vegetation Management Policy (“Policy”)? 53 

A. Yes.  ComEd’s Vegetation Management Department (“VMD”) manages distribution and 54 

transmission utility line clearance programs that ensure safe and reliable electric service 55 

to our customers, while meeting regulatory and governmental requirements and 56 

commitments.  ComEd’s vegetation management program is designed to minimize power 57 

interruptions and hazards caused by tree branches and other types of vegetation that come 58 

in contact with power lines.  We clear limbs, trees, vines, and other plants away from 59 

power lines to reduce the chance of damage to facilities or equipment.  Distribution 60 

Vegetation Management is comprised of two programs, the Distribution Preventive 61 

Maintenance Program (“DPM Program”) and the Corrective Maintenance Program (“CM 62 

Program”). 63 

Q. Would you please describe the DPM program? 64 
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A. Yes.  The DPM Program is the foundation of ComEd’s vegetation management activities.  65 

The goal of the DPM Program is to assist ComEd in providing safe and reliable electric 66 

service in a cost effective manner.  Pursuant to this program, ComEd clears vegetation 67 

from each distribution circuit of 34kV and below on a four-year cycle.  ComEd utilizes 68 

standards and guidelines consistent with American National Standards Institute 69 

(“ANSI”), National Electric Safety Code (“NESC”) and Occupational Safety and Health 70 

Administration (“OSHA”) rules and regulations.  Those rules and regulations are based 71 

upon arboricultural knowledge of trees and characteristics, including tree species, growth 72 

rate, wood strength, cycle length, proximity to overhead facilities, voltage, and type of 73 

power line construction.  ComEd’s distribution system consists of approximately 35,000 74 

overhead circuit miles.  Thus, our DPM Program clears vegetation from approximately 75 

8,750 overhead circuit miles per year.   76 

Other components of the DPM program include the Mid-Cycle program and 77 

Quality Assurance (“QA”)/Quality Control (“QC”) process.  The Mid-Cycle Program is 78 

designed to reduce vegetation-caused interruptions within the second half of the DPM 79 

trim cycle.  Circuits included in this program are in the second year of their four-year 80 

trim cycle, then selected based upon whether they meet specific reliability performance 81 

criteria over the last four years, such as: System Average Interruption Frequency Index 82 

(“SAIFI”) performance of each circuit each year, as compared to the mean SAIFI 83 

performance of storm and non-storm (all-in) performance.  The mean SAIFI is calculated 84 

for each year.  If the SAIFI of a circuit is greater than the mean, then it meets the annual 85 

threshold and moves on to the next level of review.  Circuits are then selected if the 86 

circuit: (1) meets the all-in annual threshold for two or more years; (2) if the circuit meets 87 
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the non-storm annual threshold for two or more years; or, (3) the circuit meets the non-88 

storm annual threshold for the year following its DPM cyclic trimming.  All 34kV 89 

circuits within the Mid-Cycle year are included without meeting threshold criteria.  The 90 

Mid-Cycle Program follows the same QA/QC process as described previously. 91 

Q. Would you please describe the CM Program? 92 

A. The CM Program addresses emergent and corrective tree trimming and tree removal.  93 

This includes internal and external requests, system reliability enhancement programs, 94 

emergency response (unless managed through the Emergency Response Organization), 95 

capital installation, and new business requests. 96 

Q. Does the Vegetation Management Department operate any differently during the 97 

winter months versus summer months? 98 

A. No.  Our program operates year-round and is staffed to complete the work load planned 99 

for the winter months.  ComEd’s vegetation management policy does not distinguish 100 

between the winter months, or any other season, for that matter.  Just as severe storms 101 

can impact our work plans during the summer and other months, severe winter storms, 102 

such as the February 1 Blizzard, can impact our work plans during the winter months.  103 

Like any severe storm, we develop recovery work plans and monitor our progress until 104 

we are re-aligned with the pre-storm work plan. 105 

Q. When was the Policy developed? 106 

A. In 1993, ComEd contracted with Environmental Consultants, Inc. (“ECI”) to perform a 107 

system analysis and recommendation.  This study included studies on the tree population 108 
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in ComEd’s service territory, interruption causes, tree growth rates, and tree removal 109 

rates.  ComEd used this information to develop the basics of the program that are still in 110 

place today.  ComEd began trimming using the Natural Method, which is still in use 111 

today and was the precursor to the ANSI A300 (Part 1) standards.  The average re-growth 112 

rates of major tree species on the ComEd system was used to develop the recommended 113 

clearance guidelines utilized prior to 1999.  The program prior to 1999 was managed on a 114 

regional basis, with great differences between the regions with respect to the cycle 115 

maintenance interval, clearances obtained, contractor(s) performing the tree work, and 116 

municipal and customer responses.   117 

Subsequent to 1999, ComEd moved to a system-wide four-year trimming cycle.  118 

In 2007, special attention to the performance of 34kV circuits was implemented.  As a 119 

result, ComEd’s VMD began to remove all branches over the 34kV conductors during 120 

their Preventive Maintenance cycle year.   121 

Q. What ComEd personnel have participated in the development of this Policy? 122 

A. Policy statements are developed through the VMD and are approved by the manager, 123 

Vice President, and President of ComEd.  Procedures and Processes are developed by 124 

ComEd’s utility arborist staff utilizing industry best management practices; ANSI, 125 

NESC, and OSHA rules and regulations; as well as nationally-accepted directional 126 

pruning standards recommended by the Tree Care Industry Association, the International 127 

Society of Arborculture, and the National Arbor Day Foundation.  Procedures and 128 

Processes are then approved through the VMD Manager, then routed to affected 129 
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departments for review, challenge and approval utilizing a Utility Functional Area 130 

Manager (“UFAM”) process and placed in Management Model space. 131 

Q. Does ComEd provide the Illinois Commerce Commission (“Commission”) with 132 

information concerning its vegetation management activities?  133 

A. Yes.  ComEd regularly provides the Commission with information about its vegetation 134 

management activities, usually in response to annual data requests received from the 135 

Staff of the Commission.  It is my understanding that the Commission uses this 136 

information, at least in part, to create annual reliability reports. 137 

Q. How does ComEd manage the ongoing oversight of the Policy? 138 

A. ComEd’s VMD maintains standard policies and procedures for vegetation management 139 

work. ComEd utilizes a distribution maintenance database to track work at a circuit level.  140 

We also utilize line clearance professionals and qualified arborists to oversee programs 141 

and inspect 100% of the completed cyclic Preventive Maintenance work through a formal 142 

QC process.  Business Plans are developed and monitored through Key Performance 143 

Indicators related to the following categories: Safety, SAIFI, CAIDI, Schedule, Cost, and 144 

Production.  To ensure that our contractors fully complete the work to meet ComEd 145 

standards, our current contract structures allow us to withhold final contractor pay-out 146 

until completed circuit miles have been QC-approved.  Once we verify that the work has 147 

been completed consistent with our QC standards, our vegetation management database 148 

is updated to reflect that information. 149 
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Q. How does ComEd interact with local governmental entities when vegetation 150 

management activities are scheduled to be conducted in a specific area? 151 

A. ComEd provides notification in compliance with 220 ILCS 5/8-501.1.   Municipalities 152 

are provided with a letter describing our planned vegetation management activities, as 153 

well as a map or list of common addresses that will be affected by these 154 

activities.  ComEd frequently meets with municipal representatives to review planned 155 

work, or to engage in outreach to educate stakeholders on the purpose of ComEd’s 156 

Vegetation Management programs.  In addition, municipalities are provided an Annual 157 

Report, which lists the completed circuits trimmed within their community, along with 158 

identification of the circuits planned for the current year.  Also, ComEd participates each 159 

year in Arbor Day and volunteer events throughout our territory.   160 

III. Status of Vegetation Management Activities During 2011 161 

Q. AG witness Owens claims that ComEd was deficient in its vegetation management 162 

activities in 2011. AG Ex. 1.0, Attach A (Part 1), 14:9-12.  Can you summarize the 163 

status of ComEd’s vegetation management activities prior to experiencing the 164 

February 1 Blizzard, which is the subject of this docket? 165 

A. Yes.  Prior to experiencing the February 1 Blizzard, ComEd’s vegetation management 166 

activities for 2011 were on track, and actually ahead of schedule, for meeting our annual 167 

plans.  As I noted previously, ComEd operates a tree trimming distribution maintenance 168 

database, which tracks work at the circuit level.  ComEd uses this database to verify what 169 

work has been completed, which is what I base my assessment on.   170 
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Q. Did the February 1 Blizzard impact ComEd’s overall vegetation management 171 

activities in 2011? 172 

A. No, it did not.  After the blizzard, we were still ahead of schedule.  The severity of the 173 

blizzard led us to shut down operations for about a week.  During this time, we were able 174 

to assist with emergency situations/interruptions, but we were still ahead of the plan when 175 

we resumed one week later. 176 

IV. Additional Comments Concerning Mr. Owens’ Testimony 177 

Q. Before turning to the specific claims of AG witness Owens concerning ComEd’s 178 

vegetation management activities, do you have any general observations concerning 179 

his testimony on this issue? 180 

A. Yes.  First, Mr. Owens’ claims are based upon a limited review of ComEd’s distribution 181 

system, conducted nearly a year after the February 1 Blizzard. (See response to Data 182 

Request ComEd→AG 2.018, attached as ComEd Ex. 8.01).1  Second, Mr. Owens has 183 

never independently developed a vegetation management plan or related standards for a 184 

utility.  (See response to Data Request ComEd→AG 2.09, attached as ComEd Ex. 8.02).  185 

Third, it appears that Mr. Owens has never been responsible for a utility’s 186 

implementation or ongoing management of a vegetation management plan. (See Ex. 187 

GEO-1, attached to AG Ex. 1.0, as Attachment A (Part 2)).  Fourth, Mr. Owens’ review 188 

of tree trimming on overhead service wires not located on ComEd property or easements 189 

is irrelevant because that is the responsibility of ComEd’s customers, not ComEd.   190 

                                                 
1 See Docket No. 11-0662, AG response to ComEd –> AG data request 1.09 incorporating Data 

Responses from Docket No. 11-0588 into this proceeding. 
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Q. AG Witness Owens claims that ComEd’s tree trimming practices have been 191 

“inconsistent and inadequate to effectively deal with the high density of tree cover 192 

within much of its service territory.” AG Ex. 1.0, Attach A (Part 1) 7:18-20.  Is he 193 

correct? 194 

A. No.  Mr. Owens’ claims are based upon having reviewed only a limited portion of 195 

ComEd’s distribution system.  His testimony demonstrates that he is unfamiliar with 196 

ComEd’s established vegetation management programs.  For example, in response to 197 

Data Request ComEd→AG 2.05, Mr. Owens states that ComEd is on a five-year cycle 198 

based upon his interpretation of ComEd’s response to Staff Data Request OUT 1.01 199 

SUPP_ATTACH 10 (ComEd Ex. 8.03).  However, the reference he points to, and his 200 

statement that ComEd is on a five-year cycle, is simply incorrect.  The information he 201 

cites relates to ComEd’s transmission system, not ComEd’s distribution system, which is 202 

on a four-year cycle.  In addition, as I described previously, ComEd has established 203 

procedures and guidelines to achieve consistent and sufficient clearances under various 204 

operating conditions, taking into consideration tree species, growth rates, temperature, 205 

sag, and sway of conductors while utilizing vegetation management industry best 206 

practices.  Mr. Owens’ claim that a “lack of adequate vegetation management” could be 207 

“easily” determined based on visible mature tree growth is simply untrue and exemplifies 208 

a narrow and uninformed characterization of ComEd’s vegetation management practices. 209 

(See Owens Dir., AG Ex. 1.0, 6:11-15).   210 

Q. AG witness Owens also claims that because ComEd did not consistently maintain 211 

clearances from energized conductors, the “resulting growth aggravated the outages 212 
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experienced during storms last year.” AG Ex. 1.0, Attach A (Part 1), 8:1-4.  How do 213 

you respond? 214 

A. Mr. Owens is wrong.  First, Mr. Owens’ testimony provides no facts concerning the 215 

status of ComEd’s vegetation management activities prior to the onset of the February 1 216 

Blizzard.  In fact, he did not conduct his “field evaluation” until nearly a year later, in 217 

December 2011.  Second, Mr. Owens fails to cite to even one example where alleged 218 

improper vegetation management actions actually resulted in aggravating the outages 219 

experienced due to the storms.  Third, Mr. Owens fails to acknowledge that ComEd 220 

regularly provides the Commission with information concerning its vegetation 221 

management activities.  222 

ComEd operates a four-year cyclic PM Program.  Each overhead circuit is 223 

tracked, scheduled and trimmed on a consistent basis.  We have programs in place to 224 

monitor and ensure the consistent application of our standards.  For example, an 225 

independent third-party performs QC inspections to ensure the finished product meets 226 

ComEd’s standards.  Deficiencies in quality are documented as re-work and tracked 227 

through completion.  Contract tree trimmers are required to complete re-work at their 228 

own cost within 30 days.  ComEd Vegetation Management personnel supervise these 229 

activities in each of the regions within ComEd’s service territory.  It is simply incorrect to 230 

claim that clearances have not been consistently maintained throughout the service 231 

territory.  To be sure, there are instances where some trees that grow faster due to 232 

environmental conditions that may require additional, more frequent service.  In those 233 

instances, ComEd has Vegetation Management Programs in place for targeted, reliability-234 

based performance requirements.   235 
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Q. AG witness Owens suggests that to avoid the impact of falling tree limbs on 236 

energized conductors, the “entire vertical space above energized conductors should 237 

be cleared ….”  AG Ex. 1.0, Attach A (Part 1), 9:2-5.  Is this suggestion realistic? 238 

A. No.  Although ComEd would fully endorse such a practice if it were practical, given that 239 

public has little appetite for this approach, and if ComEd could recover the resulting 240 

costs.  While clearing the entire vertical space above an energized conductor is optimal, it 241 

goes well beyond existing regulations and standards (overhangs are currently removed 242 

above transmission lines; where practical, ComEd also may clear ground-to-sky on 34kV 243 

lines).  ComEd operates in areas and communities that often place a high value on trees, 244 

tree canopy (overhang), and urban forestry.  Distribution lines at the 12kV level and 245 

below frequently pass through residential backyards and streets where the public often 246 

has little or no tolerance for essentially removing all overhang around those power lines.  247 

Indeed, I have experienced, first hand, the concerns and resistance surrounding our tree 248 

trimming activities.  Thus, ComEd must delicately balance reliability with arboricultural 249 

standards and the demands of the numerous communities we serve.  In order to do so, 250 

ComEd relies on utility arborists who use their knowledge of trees, including growth 251 

habits, failure potential, and electrical configurations to assess maintenance programs and 252 

practices.  ComEd’s clearance guidelines take all of these factors into account.   253 

Q. Based on his visual inspection, AG witness Owens claims that ComEd’s vegetation 254 

management activities were not applied in a “consistent and uniform manner” for 255 

primary overhead lines along alleys and residential back property lines. AG Ex. 1.0, 256 

Attach A (Part 1), 9:18-10:6.  How do you respond? 257 
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A. ComEd’s standards for proper vegetation management require the same clearance 258 

measurements regardless of whether our lines are located near easy-access streets, alleys, 259 

or residential back property lines.  ComEd utilizes trained technicians and supervising 260 

arborists that manually climb trees in areas inaccessible to mechanical lift devices.  261 

Additionally, the same QC process applies.  Frankly, given Mr. Owens’ limited “field 262 

inspections,” I find it astonishing that he makes such a sweeping conclusion.  ComEd 263 

operates more than 35,000 overhead circuit miles.  Yet, in looking at less than 10 264 

locations, and without knowing where such locations stand in the trimming cycle, he 265 

determines that ComEd’s vegetation management program is not applied consistently.  266 

Such a conclusion is not reasonable, and is contrary to ComEd’s performance. 267 

Q. Mr. Owens also claims that “the effect of snow causing tree branches to fall and lean 268 

on electric lines during a blizzard is similar in nature to the effect of rain and snow 269 

during a thunderstorm.”  How do you respond? 270 

A. Mr. Owens did not provide any justification or credible basis to support this statement, 271 

therefore, I cannot say whether it is accurate.  Nonetheless, based on my own experience, 272 

some trees, particularly deciduous, will be affected by heavy rains, high winds, and wet, 273 

heavy snow.  While Mr. Piazza addressed the storms’ meteorology in greater detail, high 274 

winds, not heavy snow, were the primary driver of tree damage in the February 1 275 

Blizzard storm and broken limbs resulted in 91% of vegetation-related interruptions. 276 

Q. Based on Mr. Owens’ view that ComEd has not properly maintained vegetation 277 

near primary overhead lines in alleys or back property lines, he states that winds 278 

which impact trees in those areas will result in extensive damage to distribution 279 
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circuits. AG Ex. 1.0, Attach A (Part 1), 10:7-14.  Does he link this statement to 280 

specific outages resulting from the February 1 Blizzard? 281 

A. No.  Even assuming his claim concerning the maintenance of vegetation near primary 282 

overhead lines in alleys or back property lines is correct – and it is not - Mr. Owens’ 283 

testimony fails to cite to even a single incident where such a result occurred during the 284 

February 1 Blizzard.  Severe high winds are likely to have affected trees and wires 285 

regardless of whether they were in alleys, rear lots, or easily accessible streets. 286 

Q. Mr. Owens also opines that ComEd’s inconsistent vegetation management practices 287 

have “resulted in … extensive customer outage periods caused by tree damage to 288 

aerial distribution lines.” AG Ex. 1.0, Attach A (Part 1), 14:9-16.  Does Mr. Owens 289 

link this statement to any outage resulting from the February 1 Blizzard? 290 

A. No.  Not only does Mr. Owens fail to link his claim, in any way, to the February 1 291 

Blizzard, but he fails to cite a single outage that relates to his claim.  In contrast, I have 292 

demonstrated that ComEd does, in fact, have a well-structured and properly supervised 293 

vegetation management program.   294 

Q. Mr. Owens claims that “much of ComEd’s electrical distribution system was not in 295 

compliance with the National Electrical Safety Code when the summer 2011 storms 296 

occurred,” which he argues is also true regarding the February 1 Blizzard. AG Ex. 297 

1.0, Attach A (Part 1), 15:13-15.  Specifically, based on his visual inspections, he 298 

states that ComEd’s distribution circuits are “extensively in violation of the 299 

requirement of NESC Rule 218(A)(1) ….” Id. at 16:3-4.  Are these claims at all 300 

accurate regarding the February 1 Blizzard? 301 
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A. No. 302 

Q. Why not? 303 

A. It is simply not credible for Mr. Owens to claim that “much of ComEd’s electrical 304 

distribution system” was not in compliance with the National Electrical Safety Code 305 

when the either the Summer 2011 Storms or February 1 Blizzard occurred.  AG Ex. 1.0, 306 

Attach A (Part 1), 15:13-15.  ComEd not only monitors its own vegetation management 307 

program but reports to the Commission and its Staff on its execution of the vegetation 308 

management program.  The Commission’s Staff then conducts quality control inspections 309 

and audit to verify ComEd’s reports.  We have consistently been found in compliance 310 

with vegetation management requirements, and we were in compliance in February 2011. 311 

Moreover, Mr. Owens has no basis for making such a claim, apart from its falsity.  312 

He only “inspected” a fraction of ComEd’s 35,000 circuit miles of overhead circuits.  313 

Second, his “inspection” occurred ten months after the February 1 Blizzard; thus, he has 314 

no contemporaneous knowledge of ComEd’s distribution system at the time the storm 315 

occurred.  316 

Finally, the fact that during a storm system a branch or tree contacts a wire does 317 

not demonstrate or imply that an NESC violation ever occurred.  The version of NESC 318 

Rule 218 for Tree Trimming used in Illinois states:  319 

1) Trees that may interfere with ungrounded supply conductors 320 
should be trimmed or removed.   321 

2) Where trimming or removal is not practical, the conductor 322 
should be separated from the tree with suitable materials or devices 323 
to avoid conductor damage by abrasion and grounding of the 324 
circuit through the tree. 325 
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Incidental contact between a tree and distribution conductor, especially during a 326 

storm, does not suggest, let alone demonstrate, that an interfering tree was not properly 327 

trimmed.  328 

Q. Mr. Owens also states that ComEd violated its “stated practice of providing for 10 329 

feet of vegetation clearance ...”  AG Ex. 1.0, Attach A (Part 1), 16:3-8.  Is 10 feet of 330 

clearance ComEd’s standard clearance specification? 331 

A. No.  Nowhere in ComEd’s vegetation management standards (except for side clearance 332 

of 34kV circuits) is there a 10-foot clearance standard.  Nor is that our standard clearance 333 

specification.  While some ComEd personnel may occasionally reference a distance of 10 334 

feet for vegetation clearance as a “rule of thumb” when communicating with the public 335 

about clearance distances, such a distance is neither a ComEd nor NESC rule.  Honestly, 336 

a vegetation management professional should know this from the NESC Rules and the 337 

documents we provided Mr. Owens during discovery.  Notwithstanding, ComEd has its 338 

own defined clearance procedures that it adheres to.  The following table (Table 1) lists 339 

those clearances, which have been submitted to and reviewed by ICC Staff. 340 
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 341 

Q. Does Mr. Owens’ testimony represent knowledgeable system performance 342 

expectations for the extraordinary storm conditions experienced? 343 

A. No.  His testimony does not acknowledge the near-hurricane force winds that occurred 344 

throughout our service territory.  Much of his testimony implies that inconsistency and 345 

lack of a routine maintenance program led to vegetation growth, which, according to him, 346 

was the major contributor to interruptions.  However, as more fully explained in the 347 

Navigant Report, the primary causes of storm-related interruptions were tree limbs that 348 

broke and fell onto power lines due to the extremely high wind conditions.   349 
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Additionally, I would observe that Mr. Owens fails to acknowledge or compare 350 

the performance of ComEd to other peer utilities under similar storm conditions. 351 

Q. Are Mr. Owens’ observations and theories regarding ComEd’s vegetation 352 

management practices consistent with the Commission’s annual reliability report 353 

findings? 354 

A. No.  In every reliability report for the past five years, the Commission has stated that 355 

ComEd is on a four-year program.  For example, in the Commission’s most recent report, 356 

covering 2009, released December 31, 2010, it stated, “[S]taff recommends ComEd 357 

continue to investigate problem areas and modify programs to advance and maintain a 358 

four-year (minimum) tree trimming cycle throughout its service territory that is in 359 

compliance with NESC Rule 218.”  The 2008 and 2009 Reports have also noted 360 

ComEd’s continuing improvement in vegetation management. 361 

V. Conclusion 362 

Q. Does this complete your rebuttal testimony? 363 

A. Yes.  364 


