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I. INTRODUCTION   

This docket involves the request by Commonwealth Edison Company (ComEd) that it be 

relieved of liability to customers for electricity outages that affected literally millions of Illinois 

residents in the summer of 2011.  While the law holds an electric utility liable to its customers 

when there are service interruptions affecting at least 30,000 for at least four hours, the law also 

provides for a waiver of liability if the utility can show that the damage causing the outages was 

“unpreventable.”   The People retained an electrical engineer to inspect ComEd’s facilities to 

assess their condition, and determine whether the condition of the facilities contributed to the 

extent and duration of the interruptions.  

Over a period of seven weeks, from June 8 through July 27, hundreds of thousands of 

households were without electricity at some point, as shown by the following table from Staff 

Exhibit 1.0 at 6.  The third column shows the number of customers, or households, which 

experienced a break in electric service, while the fourth column shows how many households  

were out for at least four hours.  As can be seen by this table, more than half of the outages on 

June 21, July 11 and July 22 lasted at least four hours, and on June 8, June 30 and July 27 

between 39% and 44% of the outages lasted at least four hours.  Each storm affected at least 

30,000 for at least four hours, with close to half a million households being without power for 

more than four hours following the July 11 storm.     



  
Start Date for 
each Storm 

System included 
in ComEd’s 

Petition 

#of unique 
ComEd Outage 

ID’s 

#of ComEd 
customers 

experiencing an 
interruption 

(regardless of 
duration) 

#of ComEd 
customers 

experiencing an 
interruption that 
lasted at least 4-

hours 

Maximum # of 
ComEd 

customers 
experiencing a 4-

hour or more 
interruption 

during the same 
4-hour period 

June 8 1,179 189,263 74,655 34,947 
June 21 2,647 416,288 297,327 236,467 
June 30 667 165,005 71,310 32,327 
July 11 5,324 911,207 627,885 483,816 
July 22 1,189 167,227 88,132 56,223 
July 27 1,702 226,288 100,014 56,856 

    

Representatives of three municipalities offered testimony about the effect of the summer 

outages on their communities and on their experience with ComEd reliability.  Fred Vogt, who 

has served as Director of Public Works for the City of Rolling Meadows for 15 years, testified 

that “Rolling Meadows experienced outages exceeding 4 hours during each of the following 

2011 summer storms:  June 21, 2011, July 11, 2011, July 22-23, 2011, and July 27-28, 2011.  

Some of the outages after the July 11 storm lasted through July 16.”  AG Ex. 4.0 at 4 (lines 55-

57).  He described the effect of the outages on Rolling Meadows as follows:  

Following the July 11 storm we had traffic signals out at 5 locations.  Four (4) of the 
intersections are supplied by the same feeder and have seen multiple outages and 
equipment damage both before and during storms.  City offices fielded hundreds of calls, 
and our 911 center received more than 1,000 calls related to the outages.  During the 
other storms we also had to manage 50 to 100 calls from residents who could not reach 
ComEd.   City management had to interrupt their normal duties repeatedly to address 
outage issues.  We had to deploy people to check on our elderly and infirm to make sure 
that they were safe during the outages. Our police and fire department had to manage 
downed wires that ComEd left unaddressed, and our fire station on Meadow Drive was 
without power for 2 days from July 11 to July 13. We estimate that the storms cost the 
City thousands of dollars in overtime costs and lost productivity during outages to public 
buildings. It is difficult to estimate effects on businesses and residents.  



  
Id. at page 6 (lines 102-113).  While he added that businesses and residents are generally 

understanding about storm outages, they become concerned when there are repeated outages in 

the same areas and the outages drag into several days and when the information they receive 

from the utility is not reliable.  Id. at 7(lines 122-131).  

Similarly, Lake Forest Assistant City Manager Carina Walters described the effect of the 

summer storm outages on Lake Forest as follows:   

Lake Forest experienced widespread and lengthy outages after three 2011 summer 
storms.  The three storms were on June 22, June 30, and July 11. On June 22, 2011, Lake 
Forest had 4,600 residences without power. By June 23, 2011, 2,406 of these residents 
were still without power. The outages that some of the residences experienced went on 
for days, some as long as a week. For example, on June 25, 2011, we still had 61 
residences without power, three full days after the storm. On June 30, 2011, scattered 
residences experience outages, some of which were also days long. For the July 11, 2011 
storm, we don’t have numbers for how many residences were out initially but by July 12, 
there were 1,700 residences still without power. Four days after the storm, on July 15, 
2011, there were still 467 residences without power.  

In addition, our public safety facilities lost power during all three storms.  Our two fire 
stations, police station, and water pumping stations all had to run on generators, some of 
them for days. When we contacted our ComEd liaison about these issues, all he was able 
to tell us was that he was escalating the reports but our public safety facilities were still 
out for days. Our city buildings, such as city hall, also experienced outages during the 
storms too.  

We also had 16 traffic lights without power for a combined total of 856 outage hours. We 
had to send our police officers to man the main routes, Routes 41, 43, and 60. We did not 
have enough officers to send out to all the traffic lights so the public had to do the best 
they could at unstaffed intersections. Overall Lake Forest spent over $180,000 
responding to the storms.  

AG Ex. 3.0 at 5.   

A Highland Park City Councilman, Paul Frank (adopting the pre-filed testimony of 

Highland Park Mayor Nancy Rotering) testified that 80-85% of Highland Park was affected by 

the storm outages, and many of the outages lasted “around 4 days.”  The July 11 storm left 2900 



  
residents without power through the afternoon of July 12.  AG Ex. 4.0 at 5 (lines 61-70).  

Highland Park resident Jane Mordini also filed testimony to inform the Commission that her 

household was without power for 5 days in June, 2011 and for 3-4 days after each of the July, 

2012 storms, in addition to prior outages unrelated to storms.  AG Ex. 5.0 at 4.  She described the 

effect of the outages on her family, which included the need to stay in a hotel during especially 

hot days because of her child’s asthma, and the loss of food as well as exotic fish and animals 

from the family’s fish tank.  Id. at 4.  

Section 16-125 of the Public Utilities Act (PUA) addresses electricity transmission and 

distribution reliability.  It provides that the Commission will “adopt rules and regulations for 

assessing and assuring the reliability of the transmission and distribution systems and facilities 

that are under the Commission's jurisdiction” so it can “assure the reliable delivery of electricity 

to all customers in this State.” 220 ILCS 5/16-125(a).  The General Assembly directed the 

Commission to monitor electric reliability in the state by requiring electric utilities to report each 

year, among other things, the number and duration of outages, historical expenditures on 

reliability and planned expenditures.  Id. at 16-125(b).    

Section 16-125(e) generally provides that an electric utility is responsible for 

compensating customers affected by an interruption that lasts for 4 hours or more when at least 

30,000 customers are affected.  The statute also allows for a waiver of liability if the utility can 

show that the power interruption was due to “(1) Unpreventable damage due to weather events or 

conditions.”  220 ILCS 5/16-125(e)(1).  The full text of Section 16-125(e) reads: 

    (e) In the event that more than either (i) 30,000 (or some other number, but 
only as provided by statute) of the total customers or (ii) 0.8% (or some other 
percentage, but only as provided by statute) of the total customers, whichever is 
less, of an electric utility are subjected to a continuous power interruption of 4 
hours or more that results in the transmission of power at less than 50% of the 
standard voltage, or that results in the total loss of power transmission, the utility 



  
shall be responsible for compensating customers affected by that interruption for 
4 hours or more for all actual damages, which shall not include consequential 
damages, suffered as a result of the power interruption. The utility shall also 
reimburse the affected municipality, county, or other unit of local government in 
which the power interruption has taken place for all emergency and contingency 
expenses incurred by the unit of local government as a result of the interruption. 
A waiver of the requirements of this subsection may be granted by the 
Commission in instances in which the utility can show that the power interruption 
was a result of any one or more of the following causes:   

(1) Unpreventable damage due to weather events or conditions.  
        (2) Customer tampering.  
        (3) Unpreventable damage due to civil or international unrest or animals.   
        (4) Damage to utility equipment or other actions by a party other than the 
utility, its employees, agents, or contractors.    

Loss of revenue and expenses incurred in complying with this subsection may not 
be recovered from ratepayers.    

The issue in this docket is whether ComEd has demonstrated that the damage that 

resulted in the customer outages that affected so many residents following the 2011 summer 

storms could have been prevented by appropriate design, construction, or maintenance 

practices consistent with industry practice.  

II. ARGUMENT   

The People request that the Commission deny ComEd’s request for a waiver and open an 

investigation into ComEd’s investment in storm hardening technology and maintenance.  The 

statute entitles consumers to request compensation for actual damages when at least 30,000 

people have been without service for four hours or more.  While the 2011 storm systems were 

severe, the evidence shows that the number and duration of outages were extreme and were 

exacerbated by ComEd’s design, construction, maintenance, and repair policies.  The number 

and duration of the outages could have been reduced and/or prevented had ComEd adequately 



  
managed the vegetation along its primary lines, installed a sufficient number of automatic 

reclosers on its distribution system, installed fuses as necessary, properly maintained and 

replaced old poles and cross arms; secured all equipment to poles and cross arms; and replaced 

disabled or “blown” lightning arresters so that lightning protection could be maintained.   

The evidence produced in this docket shows that the Commission should monitor 

ComEd’s installation and maintenance of storm hardening equipment and its overall facilities.  

While the waiver request for 2011 must be decided, there will be storms in the future.    

As AG witness and Illinois resident Jane Mordini said, wind, rain and snow are our 

climate, and the electricity distribution system should be able to handle this fact.  AG Ex. 5.0 at 

4.  The People request that at the conclusion of this docket, the Commission open an 

investigation into ComEd’s storm readiness, including vegetation management, and its 

investment, installation and maintenance of storm hardening equipment.  

A.  ComEd’s Interpretation Of Section 16-125(E) Would Make The Law A 
Nullity.   

The rules governing the interpretation and application of statutes are well established and 

require that the Commission apply Section 16-125 to achieve the purposes evident in the 

language of the law.  In a case holding that the Commission has exclusive jurisdiction to 

consider claims under Section 16-125(e) of the PUA, the Court said:    

“It is well settled that the primary objective in construing a statute is to ascertain 
and give effect to the intent of the legislature.   JPMorgan Chase Bank, N.A. v. 
Earth Foods, Inc., 238 Ill.2d 455, 461, 345 Ill.Dec. 644, 939 N.E.2d 487 (2010). 
The plain language of the statute is the most reliable indication of legislative 
intent, and when the language of the statute is clear, it should be applied as 
written without resort to aids or tools of interpretation.   Id.   This court will not 
depart from the plain language of the statute by reading into it exceptions, 
limitations or conditions that conflict with the legislative intent.  Id.”      



  
Sheffler v. Commonwealth Edison Co., 2011  IL 110166 at para. 77; 955 N.E.2d 110 (2011).  The 

Court added:  “A court construing the language of the statute will assume that the legislature did 

not intend to produce an absurd or unjust result.”  Id. at para. 77.   

1. Limiting liability to outages related to a single piece of 
equipment or outage cause would produce an absurd and unjust 
result.    

One of ComEd’s arguments against liability in this case is based upon its interpretation of 

the term “interruption” in Section 16-125(e) of the PUA. ComEd’s interpretation, however, is 

illogical, as shown below,  would, in fact, make the statute a nullity and is therefore an incorrect 

interpretation. Section 16-125(e) of the PUA provides in pertinent part that: 

In the event that more than either (i) 30,000 (or some other number, but only as 
provided by statute) of the total customers ... of an electric utility are subjected to 
a continuous power interruption of 4 hours or more that results in the transmission 
of power at less than 50% of the standard voltage, or that results in the total loss 
of power transmission, the utility shall be responsible for compensating customers 
affected by that interruption for 4 hours or more for all actual damages, which 
shall not include consequential damages, suffered as a result of the power 
interruption. The utility shall also reimburse the affected municipality, county, or 
other unit of local government in which the power interruption has taken place for 
all emergency and contingency expenses incurred by the unit of local government 
as a result of the interruption.  

220 ILCS 5/16-125(e).  

The General Assembly enacted this law to hold electric utilities liable in the event that an 

electric utility fails to provide the reliable service that it has a duty to provide. ComEd would 

have this statute mean that it can only be held liable for damages when “a discrete event, caused 

by the failure of a piece of equipment or directly connected groups of equipment, causes an 

interruption of the flow of electric current and affects a discrete set of customers, and has a 

specific start time and duration to full restoration.” ComEd Ex. 2.0 at 19-20 (italics added). 



  
               Under ComEd’s approach the statute would become toothless because the failure of one 

piece of distribution equipment or directly connected groups of distribution equipment is 

unlikely to cause 30,000 customers to have a loss of power for 4 hours or more. Staff witness 

Rockrohr testified that no outage on “individual primary voltage distribution circuits” could 

interrupt 30,000 people. Staff Ex. 1.0 at 14.  Although a major substation or transmission line 

may cause more people to be out of power, the distribution system, especially the “primary” 

lines and poles that deliver electricity to the end users do not each serve that many people.  

Therefore, ComEd’s interpretation of “interruption” is so limited that it would apply to virtually 

no set of outages resulting from damage to its distribution system.  This result would frustrate 

the plain purpose of Section 16-125(e) to compensate customers for widespread and extended 

outages.  The Commission should reject ComEd’s interpretation of the law as unreasonable and 

as imposing illogical and ultimately fatal limitations on the law.  Essentially, the Company’s 

view results in the General Assembly enacting an illogical and ultimately useless law.  

The only reasonable interpretation of the statute is for the term “interruption” to 

encompass events that are not simply limited to major equipment failures. Indeed, nothing in the 

statute limits liability to specific outage causes or to major equipment failures.  The General 

Assembly could have limited the language of the statute to certain circumstances or types of 

failures, but it did not. ComEd should not be permitted to retroactively read limitations into the 

statute that are neither expressed nor implied by the language of the law. 

Staff witness Rockrohr testified that he believes that Section 16-125 is not limited to 

liability for outages from a single piece of equipment.  He said that “counting customers who are 

simultaneously subjected to a four hour or longer interruption is the most logical and fairest 

method to determine the applicability of Section 16-125(e) of the Act.” Staff Ex. 1.0 at 10.  The 



  
causes of widespread outages such as those affecting 30,000 customers are often weather 

conditions coupled with restoration efforts, although it is not impossible for various causes to 

coalesce and put more than 30,000 customers out of service.  The statute does not link the 

threshold for liability to the cause(s) of the outages, and neither should the Commission.  Rather, 

liability attaches if 30,000 customers are out of service for at least four hours.  ComEd’s attempt 

to limit the reach of the statute by inserting a “cause” condition should be rejected as neither  

contained in the language of the statute nor as consistent with its intent.   

2. The Commission should apply the liability provisions of Section 
16-125(e) once the 30,000 customer, four-hour threshold is met.  

Under Section 16-125(e), electric utility liability for service interruptions is triggered 

when 30,000 customers are out of service for at least four hours.1  The Commission should apply 

these requirements as they are written in the law.  When 30,000 customers have been without 

service for four hours or more, liability attaches unless a waiver is approved.  There is nothing in 

the statute conditioning liability on whether the same group of customers is out of service for the 

same four hour period.  For an individual claimant, once 30,000 customers have been out of 

service for four hours, and the claimant was out of service for four hours, liability under the 

statute attaches. 

The Commission should conclude that under Section 16-125(e) the electric utility is 

liable to a customer for losses related to the service interruption that customer experienced 

provided at least 30,000 customers were affected as part of the same overall service interruption 

and the individual customer was out of service for at least four hours.  If fewer than 30,000 

customers are without service at the inception of the service interruptions, the threshold for 

                                                

 

1   The statute also imposes liability if 0.8% of customers are out of service, if that is less than 30,000.  For ComEd, 
which serves about 3.8 million customers, the 30,000 threshold applies. 



  
liability has not met and a claim would presumably be denied.  However, once the threshold has 

been met, and the claimant has been out of service for at least four hours, it is both unreasonable 

and unworkable to deny the claim because some other customers were returned to service after 

the initial four hour outage.   

The suggestion that there be a moving four hour window is unfair.  While interruptions 

may begin and end at different times, the overall effect on residents and on the community is that 

electric service has been widely interrupted.  Whether customers are out as a result of the initial 

event or as a result of restoration is not relevant to the customer who faces hours of no 

electricity.  Further, regardless of whether customers are taken out of service for extended 

periods of time due to restoration efforts, as opposed to being out due to the initial storm, the 

effect on service reliability and whether they sustain damages is the same.   

A moving four hour window is also unworkable.  Would a claim for compensation be 

subject to an analysis of who else was out of service and when someone else’s service was either 

restored or interrupted?  Customers who seek compensation have losses because they are out of 

service for an extended period of time.2  Which period of their service interruption must match 

other customers’ service interruptions?  And how can a customer possibly know?  The only 

determinative factors in the statute are that there are 30,000 customers out of service for four 

continuous hours. Once that threshold has been met, an individual customer can seek 

compensation provided the customer can show that the customer experienced a four hour 

continuous outage.  Any other construction of the statute is inconsistent with its language and 

unworkable in practice. 

                                                

 

2 The claims before the Commission cite outages of 20 hours, 2960 minutes (about 49 hours), 50 hours and 22 hours.  
See ICC Dockets 11-0537, 11-0780, 11-0786 respectively.   



  
3. The Commission should reject the notion that ComEd is “at risk” 

of major financial loss if the waiver is denied both because there 
is no evidence on the financial impact of liability and because the 
statute intended the utility to absorb the financial consequences 
of widespread and sustained outages.  

ComEd witness Guerra argues in his testimony that Section 16-125(e) “can be imposed 

without any finding of fault” and that the cost of claims “cannot be recovered, regardless of 

prudence or reasonableness.”  ComEd Ex. 1.0 at 10.  He further asserts that allowing claims for 

storm damage “leave ComEd at risk of major financial losses.”  Id. at 11.  These claims misread 

the statute and are unsupported by any evidence in the record.  

Section 16-125(e) contains a waiver provision.  That provision allows an electric utility to 

avoid liability if damage leading to service interruptions was “unpreventable.”  While this does 

not impose a “fault” requirement in the sense of criminal mens rea, it allows the utility to 

demonstrate that its system was properly designed, constructed, and maintained so that it could 

prevent storm damage with existing equipment and technology and maintenance.  If the utility’s 

practices were insufficient and if its system lacked appropriate and available storm hardening 

technology, it cannot be concluded that the utility acted with “prudence and reasonableness.”  

This is a reasonable standard and approach.  Requiring that damage resulting in service 

interruptions was “unpreventable” is more appropriate than imposing a “fault” requirement on an 

electric utility and captures the General Assembly’s concern that electric utility plant be properly 

managed to withstand weather events. 

ComEd witness Guerra also suggests that the utility will be at “risk of major financial 

losses” if it has to compensate its customers for losses.  ComEd Ex. 1.0 at 11.  However, Mr. 

Guerra admitted that ComEd has never paid a claim for service interruptions, and he “would 

have to speculate” on the amount of claims that people are making related to the 2011 summer 



  
storms.  Tr. at 233.  There is insufficient information in the record to conclude that ComEd is at 

“major financial risk” if customers’ claims for spoiled food and other “actual damages”4 are 

allowed.  

B. The Standard Of Review Under Section 16-125 Includes Whether The 
Company’s Distribution Facilities Were Appropriately Designed, 
Constructed and Maintained.   

Section 16-125(e) affirmatively provides that electric utilities “shall be responsible for 

compensating customers affected by that interruption for 4 hours or more for all actual 

damages.”  The utility may request a waiver of liability provided that the utility “can show that 

the power interruption was a result of … (1) unpreventable damage due to weather events or 

conditions.”  220 ILCS 5/16-125(e).  Although there are four potential grounds for waiver, 

ComEd seeks a waiver under subsection (1) for “unpreventable weather damage” only.  See 

ComEd Ex. 1.0 at 2-3.  If the evidence fails to show that the damage leading to customer outages 

was unpreventable, ComEd’s request for a waiver should be denied.   

The basic premise of Section 16-125(e) is that electric utility customers affected by 

widespread5 service interruptions lasting at least four hours are entitled to compensation from the 

utility.  This provision anticipates outages caused by weather while creating an incentive to the 

utility to manage its investments and maintenance practices to assure reliable service even in 

severe weather conditions.  The waiver could have been written to eliminate liability in all severe 
                                                

 

3  The People offered ComEd’s response to AG DR 6.20, which indicates that the formal and informal complaints 
“number in the several thousand.”  Even if there were 10,000 complaints (which is the most that “several thousand” 
could be), and each complaint were for $1,000 (which is very high), the total liability would be $10 million, which is 
.5% of ComEd’s $2 billion revenue requirement. AG Cross Ex. 1 (Tr. at 23 and Tr. at 742, where it is misidentified 
as Cross Ex. 10).  

4  Consequential damages are specifically excluded.  220 ILCS 5/16-125(e).  

5  The statute requires that at least 30,000 customers were subject to a continuous power interruption of 4 hours or 
more.  220 ILSC 5/16-125(e).  



  
weather conditions, but it was not.  Instead, the General Assembly only allowed a waiver if the 

damage due to weather was “unpreventable.”   

Section 16-125(e) has been the law since December, 1997.6  The Commission adopted 

Part 411 rules shortly thereafter, and ComEd (as well as the other electric utilities in the state) 

have been filing reliability reports under the rules for many years.  As directed by the law, “a 

copy of each record shall be filed with the Commission and shall be available for public 

inspection.”  220 ILCS 5/16-125(j).  The Commission has reports dating back to 1998 on its web 

site at:  http://www.icc.illinois.gov/electricity/electricreliability.aspx

  

The reports filed by Commonwealth Edison under Part 411 and maintained by the 

Commission include reports that address the effect of weather on the Company’s reliability.   See 

83 Ill. Admin. Code 400.140. ***  For example, in its 2009, 2010, and 2011 reports, Section H 

(Table of Reliability Indices) ComEd differentiated its reliability reporting by either including or 

excluding weather.  ComEd has reported the results of three reliability indices:  total system, 

“Excluding Certain Storms” (affecting 10,000 customers who experienced interruptions for three 

hours), and excluding “Major Event Days under an IEEE methodology.7   These weather limiting 

reliability measures, however, are not found in the statute. ***  Clearly, the General Assembly 

could have written or amended Section 16-125 to limit liability for weather-related service 

interruptions, but it did not do so.  Instead, the General Assembly required the Commission to 

determine whether the interruptions for which the waiver is sought were “preventable.” 

In assessing whether the damages leading to the millions of electric outages associated 

with the 2011 summer storms, and the 1.26 million customer outages lasting more than four 

                                                

 

6 Section 16-125 was amended in 2009 to add outages affecting .8% of total customers and to require the filing of a 
waiver request within 30 days of a claim for compensation at the Commission in subsection (h).  See PA 95-1027.   
7 Institute of Electrical and Electronic Engineers, Inc., (IEEE) Standard 1366 TM, which ComEd identified as the 
2.5 Beta in its Reports cited in the text. 

http://www.icc.illinois.gov/electricity/electricreliability.aspx


  
hours were “unpreventable” the Commission must determine whether the condition of ComEd’s 

system contributed to either the extreme number of outages or their duration.  ComEd witness 

Guerra suggests that “[i]n general, major weather damage causes outages that are 

unpreventable,” and that it would be unfair to hold the utility responsible for “bad weather.”  

ComEd Ex. 1.0 at 11.  This position would render the language of Section 16-125(e)(1) 

meaningless.  Clearly the General Assembly made a distinction between weather damage and 

“unpreventable” weather damage, as well as outages affecting more or fewer than 30,000 

customers.  It is up to the Commission to apply these distinctions so that (1) customers are 

protected from unnecessarily numerous and lengthy outages and (2) the Company has the 

incentive to properly manage its distribution system to minimize storm related service 

interruptions resulting from weather’s effects on its distribution system. Had the General 

Assembly intended to exclude “bad weather” service interruptions from liability, it could have 

written that exclusion into the law sometime during the fifteen years the law has been in place. 

ComEd presented testimony asserting that its distribution system is designed and 

constructed in accordance with accepted and appropriate standards, including those adopted by 

the Commission.  ComEd Ex. 2.0 at 6.  Further, the Company maintained that “ComEd had 

performed all necessary maintenance of its electric delivery facilities involved in the 

interruptions, including tree trimming, and distribution line and substation inspection, repair, or 

replacement.”  Id. at 13.  Clearly, ComEd believes that its system is up to standards and that none 

of the 2011 outages were preventable.  It offered no defense of the number or duration of the 

2011 storm outages other than to argue that each of the storms was severe. 

Staff witness Rockrohr suggested that the Commission determine whether the storm 

outages could have been prevented by considering the following four factors: 



  
1.  The facilities involved with the interruptions were appropriately designed, 

constructed and maintained.  

2. Whether conditions or events occurred at or near outage locations that exceeded the 
standard to which the utility’s system were appropriately designed, constructed and 
maintained.  

3. The particular outages at issue were caused by damage resulting from the weather 
events or conditions that exceeded appropriate design standards.  

4. The utility’s restoration effort was reasonable and did not contribute to the number or 
length of interruptions.  

Staff Ex. 1.0 at 15-16.  While Staff witness Rockrohr accepted ComEd witnesses’ assertions that 

the ComEd system is appropriately designed, constructed and maintained, he also testified that 

“Staff conducted inspections of various ComEd distribution circuits in June of 2011 and 

discovered deficiencies including those depicted by the photographs that Staff submitted in 

Docket 11-0289.”8  Id. at 18; Tr. at 152.  Mr. Rockrohr did not personally inspect ComEd’s 

facilities in 2011 in connection with his testimony in this docket.  Tr. at 166, 178-179.    

Staff witness Rockrohr conducted discovery about ComEd’s repair history.  He testified 

that ComEd’s responses to discovery showed that it did not repair the deficiencies Staff 

identified in June of 2011 until October, 2011, and that he was “unable to reconcile ComEd’s 

claims that repair or replacement of its facilities were up to date prior to the Summer 2011 Storm 

Systems with the knowledge that ComEd repaired the deficiencies introduced in Docket 11-0289 

in October of 2011, well after the Summer 2011 Storm Systems.”  Id.    

The threshold questions before the Commission are whether ComEd appropriately 

designed, constructed and maintained its distribution system and whether its restoration effort 

                                                

 

8   The People have moved to admit the photographs cited by Mr. Rockrohr as a cross-examination exhibit over the 
objection of ComEd. *** There are four photographs taken in June, 2011 that show (1) a blown lightning arrester 
southwest of DeKalb on June 13, 2011; (2) blown lightning arresters near Buckingham on June 22, 2011; (3) a shell-
rotted pole and bad pole top with loose J bracket in danger of falling (near Somonauk) on June 21, 2011; and (4) 
disconnected or broken cross-arm braces, near Reddick on June 22, 2011.  *** 



  
was reasonable and did not contribute to the number or length of the interruptions.  If ComEd’s 

system was not appropriately designed, constructed and maintained, it cannot be concluded that 

weather conditions were the cause of outages.  Indeed, outages associated with severe weather 

will be more numerous and longer on a deficient system due to outages that could have been 

prevented or shortened had the system been more appropriately designed, constructed and 

maintained.  

C. The People’s Inspection Of ComEd’s Facilities Showed That ComEd’s 
Facilities Were Not Appropriately Designed, Constructed And Maintained.    

ComEd’s witnesses presented testimony that the ComEd system conforms to all 

standards.  At the same time, however, ComEd witnesses Gannon and Mehrtens admitted that 

they meant that it met the standard in effect when the system was built.  Tr. at 414.  As the 

ComEd system has sections that are more than 100 years old,  some of ComEd’s assertions that 

its facilities meet standards do not mean that they are being maintained to current standards.    

In order to evaluate whether the service interruptions and damage following the 2011 

Summer Storms were “unpreventable” under Section 16-125(e), the People retained an electrical 

engineering firm to review ComEd’s written materials and to inspect ComEd’s facilities.  AG 

Ex. 1.0 & 6.0.  Mr. George Owens is the Chief Engineer in the areas of utility and industrial 

electrical power systems for the engineering firm Downes Associates, Inc. with which he has 

been associated since 1974.  Mr. Owens has experience in, among other things, utility power 

systems studies, utility power system design, utility electrical rate studies, system coordination 

studies, electrical power substation and power plant design, utility construction practices, and 

meter and relay system maintenance and repair.  Mr. Owens also serves on several PJM Regional 

Transmission Organization committees and has served as an expert witness before state public 

utility commissions and the Federal Energy Regulatory Commission.  AG Ex. 1.0, GEO-1.   



   
In addition to reviewing discovery material, Mr. Owens performed a field inspection of 

several areas within the Commonwealth Edison service area during the week of December 5, 

2011.  He visited twelve municipalities, and met with numerous public officials.  AG Ex. 1.0 at 

4.  Although the inspection took place several months after the storms, Mr. Owens pointed out 

that most of ComEd’s overhead circuits had been in service for several decades, and that the 

“observed wires, poles, transformers, fuses, and switches had obviously been in service for many 

years before the referenced storms occurred.”  Id. at 5.  As a result of Mr. Owens’ review, he 

identified three factors that he testified contributed to the widespread and extended outages:  (1) 

vegetation management, (2) distribution equipment issues, and (3) use of system modernization 

technologies.  Id. at 7. 

1. The Substantial Vegetation Over-Growth Identified In 
Inspections Shortly After The Storms As Well As Commission 
Reports And ComEd’s Own Witnesses Demonstrate That Tree-
Related Interruptions Were Preventable.  

 

***As ComEd reports to the Commission in its Part 411 filings:  “For most utilities, trees 

are a significant cause of interruptions.  Appropriate tree trimming is critical to avoiding tree 

interference with electrical equipment.”  ComEd Self Assessment for 2010, page G-6;  See also 

ComEd Self Assessment for 2011, page G-6.9  The ICC Assessment of Commonwealth Edison 

Co. Reliability Report and Reliability Performance for Calendar Year 2009, dated December 31, 

2010 at page 15, also noted: 

ComEd experienced a 37 percent reduction in distribution tree related 
interruptions during 2009. Even though Staff notes the significant improvement in 
ComEd’s tree trimming program in recent years from what it once was, problem 
areas still exist as was demonstrated on Wednesday, May 26, 2010, when tree 
contact interrupted service to nearly a thousand customers. This event resulted 
in a momentary outage at Wrigley Field while ComEd equipment automatically 
transferred service to an alternate feed. This caused the field lights to trip (turn) 

                                                

 

9 http://www.icc.illinois.gov/electricity/electricreliability.aspx

  

http://www.icc.illinois.gov/electricity/electricreliability.aspx


  
off. This caused an 18 minute delay of a nationally televised baseball game at 
Wrigley Field due to the time required for the field lights to restrike. Staff 
recommends ComEd continue to investigate problem areas and modify programs 
to advance and maintain a four-year (minimum) tree trimming cycle throughout 
its service territory that is in compliance with NESC Rule 218.   

Staff continues to recommend that, as ComEd makes additional progress in re-
establishing the trim zones and removing dead wood above conductors of its 
distribution circuits, ComEd investigate more ways to address problem trees. 
Problem trees are those under the conductors that are fast-growing candidates 
for removal or hazard21 trees. By addressing problem trees sooner rather than 
later, ComEd can moderate future costs of vegetation management while 
improving reliability. Staff recommends ComEd pursue more opportunities to 
educate customers on the reliability consequences of planting some types of 
vegetation beneath or near ComEd’s distribution equipment.   [21Trees that are 
outside the trim zone but could affect reliability.]  

http://www.icc.illinois.gov/electricity/electricreliability.aspx

 

(italics added).***   

ComEd witness Craig Chesley, Manager of Vegetation Management for ComEd, testified 

that the Company is on a four year tree trimming cycle for its 34kV and below distribution 

circuits.  ComEd Ex. 8.0 at 4.  He also testified that prior to the 2011 summer storms ComEd 

was “on track for meeting our annual [tree trimming] plans,” and that out of 1,306 circuits 

ultimately completed in 2011, 588 (of the planned 590) circuits had been trimmed as of May 31, 

2011.  Id. at 8.  Nevertheless, AG witness Owens found numerous situations where the necessary 

clearances were not consistently maintained and where energized conductors were enveloped in 

trees.  AG Ex. 1.0 at 8.  While Mr. Owens found some primary overhead lines along alleys with 

over-grown trees that could disrupt service, see id. at GEO-6, GEO-8, he noted that overhead 

lines that run along back property lines “showed years of neglect with some areas suggesting a 

virtual abandonment of rights-of-way and related vegetation management.”  Id. at GEO-6.    Mr. 

Owens pointed out the common-sense rule that “[t]rees adjacent to primary electric lines must be 

trimmed enough during each tree trimming cycle to ensure that tree limbs do not grow back 

within such clear zones during the time periods between trimmings.”  Id. at 8-9.  He added that 

the “objective of utility tree trimming is to ensure that minimum clear zones around energized 

http://www.icc.illinois.gov/electricity/electricreliability.aspx


  
conductors are not violated during the time between tree trimmings.  This means that the utility’s 

tree trimming personnel must not only trim to the required minimum clearances, but must also 

trim the additional distances that the various species of trees will be anticipated to grow during 

the interval between tree trimmings.”  Id. at 13.    Indeed, NESC rule 218 simply provides that 

“Trees that may interfere with ungrounded supply conductors should be trimmed or removed.”  

AG Ex. 1.0 at 16.  ***  The rule adds the following:  “NOTE:  Normal tree growth, the 

combined movement of trees and conductors under adverse weather conditions, voltage, and 

sagging of conductors at elevated temperatures are among the factors to be considered in 

determining the extent of trimming required.”  ICC Assessment of Commonwealth Edison Co. 

Reliability Report and Reliablity Performance for Calendar Year 2009, dated December 31, 2010 

at 15. ***  ComEd’s practices do not conform to these necessary standards.  

In response to Mr. Owens, ComEd witness Chesley attached photographs showing 

“before and after” tree trimming.  Included in ComEd Ex. 15.04, which shows a back property 

line before and after tree trimming.  Several of the lines pictured are fully enveloped in trees and 

leaves before trimming (A9423, A9427, F175).  Similarly, ComEd Ex. 15.05 shows manual tree 

trimming, where the trees have again overtaken the lines.  Clearly, there is substantial tree 

growth between trimming cycles that can pose a serious risk to ComEd’s facilities.  Further, 

ComEd witness Kramer, who has been the manager of distribution vegetation management since 

only March, 2010 (Tr. at 498) and is an ISB Certified Arborist, ComEd Ex. 16.0 at 19, testified 

that tree trimming is not done so that clearances are maintained during the four year period 

before the next scheduled trimming.  Tr. at 509.   She further stated that it is not ComEd’s 

vegetation management goal to evaluate the condition of trees that could damage the distribution 

facility, or to anticipate tree contact with conductors and plan except “to a limited extent.” Tr. at 



  
509, 511-512, 522.  This is consistent with the experience described in the Rebuttal Testimony of 

Mr. Vogt of Rolling Meadows, where he pointed out what he believed was a dangerous tree that 

needed to be trimmed.  It was not, and shortly thereafter it fell and took out service for four days.  

AG Ex. 7.0 at 3 (lines 32-37).10 The record shows that ComEd’s four year trimming cycle still 

leaves substantial growth that can damage the distribution system.  The percentage of 

interruptions caused in each storm by trees confirms that good vegetation management is a key 

factor in preventing service interruptions.  

The municipal witnesses also commented on the condition of vegetation in their areas.  

Ms. Walters of Lake Forest concluded that there is a lot more that ComEd should be doing to 

clear out vegetation. She noted that there are rights-of-way where the lines are going through 

trees and shrubbery and where trees should be trimmed further. AG Ex. 3.0 at 4, lines 49-58).11  

Highland Park has areas “where the trees are visibly overgrown and interfering with power 

lines.”  AG Ex. 5.0 at 2 (line 52).  Mr. Vogt of Rolling Meadows testified that: “ComEd does 

tree trimming in Rolling Meadows on a four or five year schedule, according to information 

provided by them to us.  Yet, there are areas of Rolling Meadows that have severely over-grown 

trees, where the circuits are surrounded by tree growth.”  AG Ex. 4.0 at 4 (lines 66-69).  He 

added in rebuttal that:  “There is much inconsistency in the tree and brush trimming performed 

                                                

 

10   Mr. Vogt specifically stated:  “I can tell you of a personal experience, in June 2011, when a ComEd sub-
contractor was trimming tree limbs in my rear yard. I pointed out to the ComEd sub-contractors that there is a large 
willow tree with limbs in close proximity to the primary and secondary power lines, a few lots north of my property, 
and that a year earlier, this tree had a limb take out the power line. The sub-contractor took no action, and a few 
weeks later on July 11, 2011, that willow tree had a large limb take out the power lines and as a result, we were 
without power for four days.”  

11  Ms. Walters stated in full at that citation:  “ComEd has informed us that they do five-year tree trimming cycles. 
However, I have examined some of the premises that ComEd supposedly has trimmed and quite honestly, I think 
there is a lot more that ComEd should be doing to clear out vegetation. In some places there will be a right-of-way 
where the lines are going through trees and shrubbery and when I’ve examined these properties, it is clear there are 
trees that should have been trimmed further. I don’t feel that what ComEd is doing in Lake Forest in terms of 
vegetation management is good enough. For example, one residence had a tree that would sway against a power line 
and spark every time it did so. ComEd responded by slipping a rubber sleeve against the branch that was hitting the 
power line, but they did not trim the branch or otherwise ensure that it would no longer hit the power line.” 



  
by ComEd. In some locations, we are told by ComEd that it will only trim around the primary 

power lines and in other areas, ComEd trims around both primary and secondary lines, and it is 

very unclear what ComEd’s responsibilities are regarding trimming.”  AG Ex. 7.0 at 2 (lines 12-

19).    

ComEd witness Cheryl Maletich quantified the percentage of outages that were tree 

related, including tree contract and broken tree branches and limbs, as follows:  

Storm Date Percentage of Interruptions 
Caused by Trees 

Total Number of Interruptions 

June 8-9, 2011 35% 1,167 
June 21, 2011 54% 2,666 
June 30-July 1, 2011 45% 672 
July 11, 2011 58% 5,330 
July 22-23, 2011 22% 1,183 
July 27-28, 2011 34% 1,695 

 

ComEd Ex. 3.0 at 9.  

In addition to being confirmed by ComEd Exhibits 15.04 and 15.05, and Ms. Kramer’s 

statement that the Company’s trimming practices do not create clearances for the period between 

scheduled trimming, ***the conditions Mr. Owens observed in December, 2011 are consistent 

with the “ICC Assessments” required under Section 16-125(d)12 and filed with the Commission.  

For example, in the ICC Assessment of Commonwealth Edison Co. Reliability Report and 

Reliability Performance for Calendar Year 2008, dated April 15, 2010, the Staff took a series of 

photographs in the fall of 2009.  The report stipulates that “the purpose of Staff’s field 

inspections … [is to] develop a picture of the overall condition of the power delivery 

                                                

 

12 Section 16-125(d) provides:   At least every 3 years, beginning in the year the Commission issues the rules 
required by subsection (a) or the following year if the rules are issued after June 1, the Commission shall assess the 
annual report of each jurisdictional entity and evaluate its reliability performance. The Commission's evaluation 
shall include specific identification of, and recommendations concerning, any potential reliability problems that it 
has identified as a result of its evaluation.   



  
infrastructure in ComEd’s service territory.”  ICC Assessment of Commonwealth Edison Co. 

Reliability Report and Reliability Performance for Calendar Year 2008, dated April 15, 2010 

April 15, 2010 Staff Assessment at 11.  ICC Docket 10-0397, 

http://www.icc.illinois.gov/electricity/electricreliability.aspx.  The Appendix to the April 15, 

2010 report contains 16 pages with references to vegetation overgrowth.13  The Staff concluded 

that:  “Even though Staff notes the significant improvement in ComEd’s tree trimming program 

in recent years from what it once was, the problem areas observed by Staff demonstrate that 

ComEd is still not in full compliance with the requirements of NESC Rule 218 throughout its 

service territory.”  April 15, 2010 Staff Assessment at 12.  *** The Staff witness in this docket, 

however, did not conduct any inspections of ComEd’s facilities in connection with his testimony, 

and did not assess the Company’s vegetation management practices.  Tr. at 178-179.   

   The extent of tree related damage resulting from the 2011 Summer Storms is consistent 

with Mr. Owens’ observations ***as well as the Staff Report discussion showing *** that in 

many areas, ComEd’s vegetation management was deficient.  While there has been significant 

attention to the July 11 storm, tree related outages occurred in all storms, and accounted for 

between 22% and 54% of the service interruptions.    

ComEd witnesses predictably testified that the Company is in compliance with all tree 

trimming and vegetation management requirements.  However, neither Mr. Gannon nor Mr. 

Mehrtens conducted a field inspection to determine whether the standards they claim protect 

ComEd’s facilities are actually implemented.  Tr. at 363.   ComEd witness Kramer did not do an 

investigation of vegetation-related interruptions after the 2011 storms, and she had no specific 

                                                

 

13 ***Appendix photographs from the fall of 2009 showing vegetation issues, listed as page(month/day): pages 
3(9/22), 4(9/22), 5(9/22), 6(9/23), 7(9/28),  8(9/28), 10(9/28), 12(9/30), 13(9/30), 14(10/1), 16(10/13), 19(10/13), 
21(10/14), 22(10/14), 23(10/15), 24(10/15).   Appendix to ICC Assessment of Commonwealth Edison Co. 
Reliability Report and Reliability Performance for Calendar Year 2008, dated April 15, 2010. *** 

http://www.icc.illinois.gov/electricity/electricreliability.aspx


  
recollection of any portions of the ComEd system where there were trees entangling or touching 

primary lines in June, 2011.  Tr. at 503, 516.     

ComEd seeks a waiver of liability for damages experienced by its customers as a result of 

the widespread and extended outages that occurred in the summer of 2011.  The law allows a 

waiver of liability only if weather damage was preventable.  The record shows that 

notwithstanding ComEd’s four year tree trimming and vegetation management policies, 

substantial vegetation problems existed on ComEd’s system.  Mr. Owens’ inspection after the 

storm revealed extensive over-growth that could not have occurred in the few months between 

June and December 5, 2011. ***  Staff reports similarly have found “problem areas” and 

recommended “addressing problem trees sooner rather than later.”  ICC Assessment of 

Commonwealth Edison Co. Reliability Report and Reliability Performance for Calendar Year 

2008, dated April 15, 2010.14  ***  ComEd has not shown that the tree-related interruptions were 

unpreventable.  It failed to offer evidence of either pre or post-storm inspections and conditions 

and its witnesses admitted that over-growth can be substantial prior to the trim year.    

ComEd has not met its burden to show that its vegetation management met industry 

standards and that the number and length of outages could not have been reduced had vegetation 

eliminated the overgrowth identified in the record.  The Commission should deny ComEd’s 

request for a waiver under Section 16-125(e) because a more effective vegetation management 

program that maintains clearances for the full period between trimmings could have prevented a 

portion of the service interruptions resulting from tree contact with ComEd’s facilities. 

                                                

 

14  *** The Executive Summary of the ICC Assessment of Commonwealth Edison Co. Reliability Report and 
Reliability Performance for Calendar Year 2009, dated December 31, 2010 at page i included the statement that:  
“Tree trimming problem areas still exist where ComEd needs to investigate and modify its programs to advance and 
maintain a four-year (minimum) tree trimming cycle that is in compliance with NESC Rule 218.  The perception 
that tree-trimming performance has room for improvement could also be concluded from customer survey results.”   
The photographs from the field assessment conducted in 2010 are redacted from the public version of that report.  
Filed in ICC Docket 11-0512. *** 



  
2. Overloaded and Deteriorated Distribution Poles and Damaged 

Equipment Do Not Conform To Good Utility Practices And 
Standards And Contributed To The Number And Duration Of 
Electric Interruptions.   

ComEd is a well established utility, having been one of the first electric utility companies 

in the state.  It has about 1.4 million distribution poles.  Tr. at 402.  Mr. Owens cited the ICC 

Staff Assessment Report (for 2009) dated December 31, 2010 as noting a median distribution 

wood pole age of 41 years, and his impression that “easily 25% of ComEd’s distribution poles 

are fifty to sixty years old.”  AG Ex. 1.0 at 20. *** According to ComEd’s most recent Self-

Assessment, the median age of its wood poles is about 44 years, with more than 140,000 poles 

more than 60 years old, and another 300,000 between 51 and 60 years old.  ComEd Self 

Assessment, 2011, page G-4.15  *** As wood poles age, they become more susceptible to  

cracking, impact damage, woodpecker and insect damage, lightning strikes and ground level rot.  

AG Ex. 1.0 at 20.   Mr. Owens observed the consequences of this aging infrastructure throughout 

the northwest suburban areas he inspected.    

Mr. Owens documented poles that were cracked, split, leaning or otherwise deteriorated 

as well as equipment that appeared to be exposed or loose.  AG Ex. 1.0, GEO 13.  In addition, he 

observed overhead service drops with insufficient clearance.  AG Exhibit 1.0, GEO-11 contains 

photographs of overloaded poles with telecommunications and electric conductors so low that 

they could be touched by a simple rake or an outstretched arm.  AG Exhibit 1.0 at 18.  The other 

conductors pictured in GEO-11 are closer to buildings than allowed in the NESC Code Section 

232.    

Lightning protection equipment is another key aspect of an electric utility’s infrastructure 

that is available and necessary to prevent excessive storm damage.  There were many lightning 

                                                

 

15 *** The 2011 ComEd Self Assessment identifies 1.374 million distribution poles at page G-4.  *** 



  
strikes during the 2011 summer storms, and lightning protection devices are designed to redirect 

the energy from lightning (as well as internally generated excess energy) to a harmless path.  Tr. 

at 390; AG Ex. 1.0 at 36-38.  While ComEd claims that it has deployed lightning arresters 

throughout its system, it has not kept up the maintenance on them*** as shown by Staff 

photographs of “blown arresters,” meaning arresters where the wire to ground were disconnected 

and loose.16  *** The number of repaired arresters has consistently fallen behind the number of 

arresters requiring maintenance as shown below:  

Requiring Corrective 

Maintenance 

Repaired Remainder 

2009 2,498 1,204   1,294 

2010 2,521 2,405     116 

2011 2,512 1,620      892 

 

Tr. at 397.  Further, it is crucial for the grounding system to be fully operational for the lightning 

protection system to work.  Mr. Owens recommended that due to the high number of lightning 

strikes as well as recent experience with theft of copper wire, ComEd’s grounding system should 

be extensively inspected.17  AG Ex. 1.0 at 39. ComEd witnesses testified that in the last four 

years it completed corrective maintenance on approximately 1,700 broken or stolen grounds.  

                                                

 

16   ***  There are two photographs of blown arresters, taken on June 13, 2011 and June 22, 2011 attached to Mr 
Rockrohr’s testimony in Docket 11-0289,  which is a subject of the people’s Renewed Motion for Admission and 
Motion for Administrative Notice.   Instances of “blown arresters” in the Appendix to the Staff Assessment of 2008 
photographed in 2009 include those on pages 2(9/21/09), 9 (9/29/09), 16 (10/13/09), ICC Assessment of 
Commonwealth Edison Co. Reliability Report and Reliability Performance for Calendar Year 2008, dated April 15, 
2010   . *** 
17 *** The 2009 Staff inspection photographs, in the Appendix to the ICC Assessment of Commonwealth Edison 
Co. Reliability Report and Reliability Performance for Calendar Year 2008, dated April 14, 2010, included issues 
related to grounds on 6 pages: page 2 (9/21/09), 8 (9/28/09), 10 (9/29/09), 16 (10/13/09, 21 (10/14/09) and 27 
(10/15/09).  The photographs in the 2009 Assessment were redacted, although they are available to the Commission 
for review.  ***  



  
ComEd Ex. 14.0 at 9.  Given the need for four grounds in each mile of overhead primary, and 

that there are 31,716 miles of underground lines and 29,142 miles of overhead lines, the number 

of grounds subject to corrective maintenance each year is quite small.   Id. at 8; ComEd Ex. 13.0 

at 29, Table 5.  

Mr. Owens’ observations about old and deteriorated poles, loose equipment, clearance 

violations, lightning protection, and grounding *** are consistent with the photographs in the 

ICC Assessment of Commonwealth Edison Co. Reliability Report and Reliability Performance 

for Calendar Year 2008, dated April 10, 2010, and containing photographs taken in the fall of 

2009.  For example, the report pictured a Split Pole Top at bolts supporting Insulator, a  Bad Pole 

Top, and a  Broken cross arm support at one location (page 5, 9/22/09), Broken cross arm brace 

& bad pole top (page 12, 9/30/09), leaning pole with NESC 279 compliance issue (page 15) and 

Split pole top Bad pole top & loose hardware Loose hardware & bad pole top and Broken cross-

arm brace Both cross-arm braces are disconnected (pin connecting them to pole is missing) (page 

17, 10/13/09.)  There are also instances of clearance and guying issues (pages 13, 15, 26-

27)18*** Notwithstanding ComEd’s pole inspection efforts, multiple examples of damaged poles 

and equipment were evident in the municipalities visited by Mr. Owens.  Poles that carry 

conductors that lack required and standard clearances or are overloaded, broken or that show 

signs of deterioration can be expected to be more vulnerable to storms and wind. When winds 

and rain hit already weak, deteriorated, or loose equipment, storm damage can be expected to be 

greater than it would be if these conditions were remedied.  See Tr. at 199-207.   The damage 

                                                

 

18  *** Photographs of poles, cross arm problems, and loose equipment on poles are found on several pages in the 
Appendix in addition to those cited.  The citation is page (date).  All dates are 2009: 1(9/21), 2 (9/21), 4 (9/22), 
5(9/22), 6(9/23),  7(9/28), 8(9/28), 9(9/29), 10(9/28),  12(9/30), 13(10/1),   14-15(10/1), 16-17(10/13),  19(10/13), 
21(10/14),   22(10/14)(“Hardware failure likely under adverse wind or weather conditions.”), 23(10/15),  24-
27(10/15).  Appendix to the ICC Assessment of Commonwealth Edison Co. Reliability Report and Reliability 
Performance for Calendar Year 2008, dated April 15, 2010  .  



  
resulting from such poorly maintained or deteriorated poles and equipment could have been 

prevented by correcting these deficiencies in accordance with industry standards.   

3. Necessary Fusing And Sectionalizing Equipment Could Have 
Prevented and Reduced The Number And Duration Of The 
Service Interruptions By Containing Damage To A Smaller 
Portion Of The ComEd System.    

Electric service interruptions occur when the flow of electricity is interrupted due to, 

among other things, contact with an uninsulated primary wire.  Tr. at 351-352, 355.  Fusing or 

fault isolation equipment is used to contain an interruption so that an interruption does not extend 

down the circuit or back to the power source and put more customers out of service.  As ComEd 

witness Mehrtens acknowledged, when there is contact with a wire or tap (an extension from the 

primary conductor) that interrupts service, an “outage would extend back towards the power 

source until it hit another fault isolation device.”  Further, a fault isolation device limits the 

impact of an interruption “since a fault on that tap will only cause the fuse to operate and the rest 

of the feeder will remain energized.”  ComEd Ex. 7.0 at 18; Tr. at 375.  By properly 

sectionalizing the system with fuses, reclosers or other fault isolation devices, the reach of 

outages can be minimized.  See AG Ex. 1.0 at 24-25. ComEd uses both fuses, reclosers, and 

switch gear for this “sectionalization.” ComEd Ex. 7.0 at 17.       

AG witness Owens testified that his inspection in 10 municipalities revealed “inadequate 

branch fusing or even totally non-existent branch fusing.”  AG Ex. 1.0 at 24-25.  As a result, 

particularly in areas of heavy forestation or over-growth, “faults” or service interruptions caused 

by temporary tree contact could cascade up the feeder (or wire) and put more customers out of 

service than would be the case if more extensive fault isolating equipment were in place.  While 

ComEd witnesses testified that “ComEd Engineering Standard Practices provide rules for 



  
distribution feeder design and states that all taps are to have a fault isolation device installed,”  

ComEd Ex. 7.0 at 17, Mr. Owens encountered numerous situations where taps on primary wires 

were not fused or otherwise protected with fault isolation devices.  For example, he described a 

senior citizen complex that was out of service despite no evidence of damage to its line because 

of damage on a nearby branch circuit which passed through heavy overgrowth was not fused.  

AG Ex. 1.0 at 25-26 & GEO-19.   If ComEd uniformly and consistently fused three phase and 

single phase branch circuit conductors the number and duration of outages could be significantly 

reduced.  Id. at 26.  

While ComEd witnesses asserted in their pre-filed testimony that all taps should be fused 

under ComEd’s Engineering Standard Practices (ComEd Ex. 7.0 at 17), they backpedaled at the 

hearing and suggested that it is not necessary for all taps to have fault isolation devices to contain 

the effect of interruptions.  Tr. at 454 (redirect).  They also conceded that in fact ComEd’s 

system has unfused or unprotected taps, and inconsistently testified that while they might or 

might not install a fault isolation device, “we have a process in place to rectify it.  So the 

standard is around the system.”  Tr. at 369-370.  More consistent and widespread use of fault 

isolation devices (as intended by ComEd’s Engineering Standard Practices) would prevent 

interruptions from spreading through the system and reduce the number and duration of service 

interruptions.  

Automatic reclosers are another fault isolation technology, developed about fifty years 

ago, to isolate faults on electricity distribution systems.  AG Ex. 1.0 at 28.   These devices detect 

a fault or break in the flow of electricity (possibly as a result of temporary tree contact) and close 

the circuit automatically as a way to check whether the flow of electricity has returned to normal.  

“If the faulted condition proves to be long-term and not momentary, the recloser will 



  
automatically open and de-energize the problem area while preserving the integrity of the first 

half of the circuit by not forcing the circuit breaker located back at the substation to operation.”  

AG Ex. 1.0 at 29.     

ComEd has nearly 5,200 distribution circuits.  Yet, in his three day inspection throughout 

more than twelve municipalities north and northwest of Chicago, Mr. Owens found only one 

pole mounted automatic recloser for protecting 4kV and 12kV overhead lines.  AG Ex. 1.0 at 29.  

ComEd reports that it has only 1,087 main line circuits with reclosers, meaning only about 20% 

of its circuits is protected this way.  See AG Ex. 6.0 at 6-7 & ComEd Ex. 13 at 29 (Table 5).  

This is a very low deployment rate for technology that has been available for several decades.  

The more widespread use of this established technology could have prevented the number and 

duration of the interruptions experienced after the 2011 summer storms by containing the effect 

of temporary tree contact.   

While automatic reclosers can limit the reach of service interruptions, 80% of ComEd’s 

circuits do not have automatic reclosers.  As a result, a significant portion of ComEd’s 

distribution lines have to be manually re-energized in the event of a temporary fault or a 

permanent fault.  Utilities can use manual switches to isolate faults so that service on unaffected 

portions of a circuit or line can be restored.   ComEd has 360,000 single phase disconnect 

devices for this purpose. Tr. at 378 (citing response to AG Data Request 4.20).   This is the most 

basic type of switch.  It opens/closes each line separately using a hook stick device on 4kV or 

12kV lines.  Id. & AG Ex. 1.0 at 27.    

Mr. Owens’ investigation confirmed that ComEd makes extensive use of these simple 

switch devices.  Id.   He saw only two gang operated, pole mounted switches over three days in 

the field.  Id. at 28.  Single phase switch devices require that the operator either climb the pole to 



  
operate the switch or use a bucket truck to access it. ComEd Ex 14.0 at 27; AG Ex. 1.0 at 27 & 

AG Ex. 6.0 at 10.   More advanced switching devices are available, however, and have been in 

use throughout the industry for decades.  For example, for three phase circuits, there are pole-

mounted, gang-operated switches that enable the operator to open and close the switch while 

standing on the ground and to check all three phases in a single operation.  AG Ex. 1.0 at 28.  

When time is of the essence and hundreds of thousands of people are without power, the time 

required to operate single phase devices (as compared to a gang operated, pole mounted 

switches) can add hours to a service interruption.   Id.  While ComEd claims that it does not 

switch three phases together, using single switch devices that require either climbing a pole or 

bringing in a bucket truck clearly slows down the restoration process, particularly when a three 

phase switch could be used to isolate a fault and restore other areas to service, access to a site is 

difficult, or there are competing demands on the time of the restoration crews.      

In addition to manual three phase, pole mounted switches, remotely controlled switches 

have also been available in the industry for about twenty years.  AG Ex. 1.0 at 30.    Mr. Owens 

testified that he would expect 3,000 to 4,000 SCADA controlled load-break switches on 

ComEd’s overhead 4kV and 12kV circuits so that restoration could be managed more quickly 

through available remote technology.  AG Ex. 1.0 at 42.  However, the Company did not identify 

the use of any SCADA controlled load-break switches on these circuits.  Id.  Had ComEd 

implemented this well-established technology, its customers would have experienced few 

outages as lines could be sectionalized, meaning that portions without damage could be returned 

to service while faults requiring repair are isolated and repaired.    

Hundreds of thousands of customers were without service throughout the summer of 

2011.  Had ComEd used well-established and available technology to sectionalize its system and 



  
isolate damaged areas while returning other sections of the circuit to service, fewer people would 

have experienced interruptions of service that lasted more than four hours, and the duration of 

the outages overall would have been reduced.  The Commission should deny ComEd’s request 

for a waiver under Section 16-125(e) because the number and duration of outages could have 

been reduced and prevented had ComEd adequately adopted industry technology that has been 

available for decades. 

D. The Commission Should Deny The Waiver And Initiate An Investigation 
Into ComEd’s Investment and Storm Hardening Plans.   

 

The investigation conducted by Mr. Owens as well as the ICC Assessment of 

Commonwealth Edison Co. Reliability Report and Reliability Performance for Calendar Year 

2009, dated December 31, 2010  and the ICC Assessment of Commonwealth Edison Co. 

Reliability Report and Reliability Performance for Calendar Year 2008, dated April 15, 2010 and 

the Appendix  demonstrate that there are continuing deficiencies in the ComEd system.  These 

deficiencies include failure to extensively install technology that has been available for decades 

and that is designed to limit the number and duration of interruptions when there are faults such 

as tree contract with ComEd’s energized plant.  Lack of fuses, reclosers, SCADA switches, 

functional lightning arresters, as well as the presence of deteriorated poles and loose equipment 

on the poles and overgrowth and other vegetation interfering with ComEd equipment all 

contributed to the numerous and extended outages suffered by customers in the summer of 2011.  

These conditions were preventable, and, if addressed prior to the storms, would have been 

prevented damage that resulted in service interruptions. 

               Section 16-125(e) holds electric utilities responsible to their customers when extensive 

service interruptions result in loss.  The statute does not excuse liability for weather conditions, 



  
although it could have so provided.  Instead liability can be waived by the Commission only if 

the damage resulting from weather conditions was “unpreventable.”  Had ComEd’s system been 

modernized and kept in repair, the extent of the damage would have been reduced.  A waiver is 

not authorized under these circumstances. 

               Following the storms, in November, 2011, the General Assembly amended the PUA to 

add Section 16-108.5.  220 ILCS 5/16-108.5.  This section allows an electing utility such as 

ComEd[1] to commit to invest $2.6 billion dollars in systems upgrades over a 10 year period, 

including $200 million over five years “for reducing the susceptibility of certain circuits to 

storm-related damage.” Id. at 16-108.5(b)((1)(A)(iv).  This $200 million investment is in 

addition to ComEd’s baseline plant additions, because the law specifies that this amount was to 

be incremental to ComEd’s average annual capital spending for calendar years 2008, 2009 and 

2010, as reported in the applicable FERC form 1 16-108.5(b).  220 ILCS 5/16-108.5(b).    

               As a result of the conditions revealed in this docket, the Commission should investigate 

the expenditure of funds for storm-hardening to assure that in the future, Illinois residents are not 

left in the dark for days or weeks due to summer thunderstorms.   ComEd has filed with the 

Commission its “Infrastructure Plan” under Section 16-108.5 and is obligated to update that plan 

annually.  220 ILCS 5/16-108.5(b).   However, the Commission should investigate the nature of 

ComEd’s  baseline annual plant investments.  To date, ComEd has not invested in storm 

hardening technology that could have both reduced the burden of service interruptions on 

consumers and saved the utility and consumers potentially hundreds of millions of dollars in 

restoration costs.  The condition of ComEd’s facilities and the limited adoption of available 

technology demonstrate that without Commission oversight, Illinois residents will remain 

vulnerable to widespread and prolonged storm related service interruptions.  The People request 
                                                

 

[1] See ICC Docket 11-0721. 



  
that the Commission initiate an investigation into ComEd’s storm hardening investment and 

maintenance. 

III. CONCLUSION   

For the foregoing reasons, the People of the State of Illinois request that the Commission 

(1) deny the waiver of liability under Section 16-125(e) of the PUA and (2) initiate an 

investigation into ComEd’s infrastructure and storm hardening investments. 
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LISA MADIGAN, Attorney General  

By: ____________________________  
Susan L. Satter, Senior Assistant Attorney General 
Illinois Attorney General's Office 
Public Utilities Bureau 
100 W. Randolph Street, 11th Floor 
Chicago, Illinois 60601 
Telephone: (312) 814-1104  
Fax: (312) 814-3212       
Email: ssatter@atg.state.il.us

   

August 31, 2012   


