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TRACK CIRCUIT DETAILS (1)
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TRACK CIRCUIT DETAILS (2)
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EXTERNAL & RELAY CONNECTIONS (2)
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POWER CIRCUITS (2)

N12 - RELAY
B7

15

N12 - ATC

N12 - GLC
B9

B12 - RELAY
B3

12

XR

32

B12 – ATC
B4

1

RX -1 RX - 3

2 1 2 12

B12 - GLC
B5

A1B A1T

GLC

DC +

2 AMP 
FUSE GLC

DC -

B8

3

RX -1 RX - 3

4 3 4 11

XR

5 AMP

5 AMP

B T

B T

12V
CELL

+-

12V DC CHARGER BX - 110
NX - 110

GND
(GROUND STUD)

B T

FROM AC 
SOURCE

FLASHER 1 CASE



REVISION 3 REVISION 2 REVISION 1 ORIGINAL

2007-10-02

2007-10-05

NEW INSTALLATION

CIPS ROAD AMEREN NEWTON PLANT NEWTON, IL
DATE

DRAWN

MP–199.5

SHEET                                

Brian Taniguchi

Coy Beaman

North End, Dickinson Yard

COPYRIGHT © 2007 Global Rail Systems, IncPRINTED: CONFIDENTIAL

CHECKED

18 OF 18

TO
CASE

RE

CE

LE

TO EXTERIOR

AC POWER
1

22

BELL +

BELL -

JUNCTION BOX & SIGNAL LIGHTS (2)

R
EC
ELE C
E

R
E

C
ELE


