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Typ: 043007 Ch: Y PLAN MUST NOT BE MODIFIED WITHOUT AFFROVAL OF SIGNAL ENGINEERING
Lz N 1004 MAIN NOTES: STDE D
. 1. USE THE FOLLOWING COLOR CODE:
2) 1 BX220 SEOAKRAR&%E%% 1 GRN - GREEN - SAFETY EQUIPMENT GROUND
g 1| RED WHT - WHITE - CX110 (NEUTRAL)
L 120/240 240 VOLT
& (4) LINX220 | oINGLE PUASE BLK - BLACK - NX220 (L2)
‘ —————{ L2  SINGLE PHasE RED - RED - BX220 (L1) N6BA 250VA
; 1 BLK 3 WIRE
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©) . gég i ; 2. |m= WIRE NUT
I
i 3. MINIMUM WIRE SIZE
(8) NX8 Y i 10 AMP - NO.14 AWG THHN OR THWN SOLID
BLK ! 20 AMP - NO.12 AWG THHN OR THWN SOLID
o y i 30 AMP - NO.10 AWG THHN OR THWN SOLID
WoT 4. GROUND FAULT INTERRUPT (GFCD A
154 154 SW, MUST BE USED ON ALL CIRCUITS SERVING
w T BX1 LBX CONVENIENCE OUTLETS AND ANY EQUIPMENT
FLUORESCENT LIGHT OUTSIDE THE BUNGALOW, RECEPTACLE MOUNTED
RED RED GFCI MAY BE USED INSTEAD OF BREAKER TYPE.
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WoT 5. ISOLATION TRANSFORMER IF INSTALLED.
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M <
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WHT =N o
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204
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Typ: 043007 Chs Y

PLAN MUST NOT BE MODIFIED WITHOUT AFPFPROVAL OF SIGNAL ENGINEERING
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CABLE SHIELDS ARE TO BE WIRED TO GROUND
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SPARE CABLE CONDUCTORS ARE TO BE CONNECTED TO GROUND

CABLE WIRE
WIRE TO EQUIPMENT

WIRE TO EQUIPMENT
CABLE WIRE

vooVI][voov
15— 25— 35— 15— 35— 15— 35— 15— 25— 35— v = CONTACT USED
ANUNIN AN ALIAAA
12 227 32 12\/ 32\/ 12v 32v 12 sz 32-
—~ 22— 32— — — — — —~ 22— 32— = CONTACT NOT USED
AANANI A ALIA AL IAAA] Y
A62-277 AB2-360 AB2-671 AB2-741

12,15, 22, & 25

ARE HD 15A

BURLINGTON NORTHERN SANTA FE RAILWAY

ROOSEVELT ROAD

TERMINAL BOARD LAYOUT
WEST CHICAGO, IL.

DESIGNED 07-23-07
INSTALL XING-MP 10.69 LS
DSD/MAD 'SEQ.* 36434 O O 6 6

v 10.69 si100oF 13

0065010-69x10c_.dgn

July 23, 2007

+




Typ: 043007 Ch: Y PLAN MUST NOT BE MODIFIED WITHOUT AFFROVAL OF SIGNAL ENGINEERING
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Typ: 043007 Chs Y

PLAN MUST NOT BE MODIFIED WITHOUT AFPFPROVAL OF SIGNAL ENGINEERING
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