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ILLINOIS POWER COMPANY 

STARTING NOTICE 

Mt Vernon 

SERVICE AREA - POWER STATION 

TO MANAGER OF (ELECTRIC, GAS) OPERATIONS: 

You are hereby notified that on _____ -'O"'c.,t.,o..,b""e ... r .......... I ... _____ 19..YLat ___________ _ 

The following faci Iities were placed in servi ce at: ____ .J.T.ee"'x"'au;s'--'SuJ!ubL... ______________ _ 

See Attached Sheet 

Don Heltsley 
performed this work. 

CORRECTED ONE LINE DIAGRAM 
Check one: 
~is attached 
Ohas been forwarded 
Dis not required 

Copies to: 

Chief System Supervisor - Decatur 
Manager of Elec. Engineering - Decatur 
Supervisor of Engineering - Decatur 
Substation Maintenance Supervisor 
Service Area Engineer 

~ . SERVICE AREA ENGINEER 

DATE OF REPORT ___ ~D"'e"c .. ewm ... b"'eJ:rC_L.124_, _19 74 

REMARKS 
Give reason or outh'ority (W.O. No.) 
for work. 

1 - W. E. Govro 
1 - S. MeHood 
1 - G. Chester 
1 - S. E. Hamilton 
1 - Joe Bocehiardi 
1 - G. Hornbuckle 
1 - Don Schutte 



" Tl!:J{,\S S UIJ 

Installed - 2 Each - i"lolony Sta. Power SIN 1722830,- 12 rClted volts 7200/12470. 120/240 
Ins sheet iFl04 H.V. BIL 95KV L. V. BIL 30KV 

Installed - 2 Each - t'use mtg. S&L 200 E 15KV SM~4 I> holder Lilt. .1 86052 

1 fstalled - 1 Each ~ 

1\ 
1 Installed - 6 Each -

G. E. Oil IJlast lkt. Bkr. S/I'I 0442A4600.201 Type FKD - 15.5 • 18000 - 4 
Rating 15.5 KV Mal{. 1200A. IJIL 110 KV voltage ratirg factor K 1.29 
inter. time 5 cycles wt. 1950 lbs. oil per tank 60 ga1s.motor charged 
spring mich. i-ILlO-2 Ins. hoolt G. E. 1-97055 ,"iring (liag. 014387375-
0124H1143 0123L1742 - P-2 Parts list G. E. 1-97055 

West. reIllY :>tyle 
direct. unit 120V 
Ins. leaflet 41 -

1875591 Type LR-9 directional overcurrent relay 
overcurrent unit 2-6A. indicator 0.2 - 2A. 
131 

Installed - lEach - Hoffman Relay Cabinet (swinging panel) Cat. IF A-483616 15" X 35" )( 49" 

Installed - 6 t:ach - Lincoln Demand Amp. ;·leter 316 amps. rRnge - one element semi-flush mtg. 
Type AU-2 Cat. # 56035 

Installed - 1 Set - A. B •• SW. Delta~Star T. P. S. T. 61.000 mom. 1200 A cont. Manual 
grnd. oper, Type r·lK~40A Cnt. # 400312 

Installed - 2 Sets - Uisconnect sw. Delta-Star S.P.S.T. 61,000 A. mom. 1200 A.cont. 
Stick oper. Type Bo 2}1 Cat. If 455011-P 

Installed - 1 E/!ch - Load center, Bryant class lTL iF AM260871 120/24Ov. A.C. l25A mains 
10 0 3 wire 

Installed - 1 Each - Outside Safety Sw. 3 wire ~ l~- 2 pole & recept. 

Installed - 6 E.,ch - Ohio Brass L. A. 9KV Cat. tJ 9Ll2HGC009 (G.E.) O.B. Cat. If 43140 
Style IF 632-A865AOl 


