COMPUTER DWG. - DO NOT REVISE MANUALLY
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| ICC Docket No. 06-0706 |
| GENERAL NOTES DR 5 Attach |
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| 4 1. CONTRACTOR SHALL SUPPLY AND INSTALL #4 AND #11 REINFORCEMENT AS SHOWN. |
| eler 2. PIER DIAMETER AND LENGTH ARE THE MINIMUM ALLOWED AND MAY BE INCREASED :
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| o L 1 §'7’2" 3. SUMMIT MFG. WILL PROVIDE THE ANCHOR BOLT CAGES. |
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| P LT — Z < : 4. CONCRETE STRENGTH WILL BE 3500 PSI. AT 7 DAYS |
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: o / ! 5. REINFORCING STEEL WILL BE FROM 60 KSI MATERIAL. |
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| @_} i :_‘(______!___ 6. A MINIMUM COVER OF 4" SHALL BE PROVIDED FOR THE STEEL REINFORCEMENT. :
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| L N \u I ,(M;]g.)mgl BOLDTSA BY)( SUMMIT MFG. 7. BOLT LOCATIONS ARE FOR REFERENCE ONLY. |
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| ) \\ ' //_CL 107 -6" LONG (58" BOLT CIRCLE) 8. SEE SUMMIT MFG. DRAWING FOR ANCHOR CAGE ORIENTATIDN |
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| <|S FOUNDATION INFORMATION FOR POLE |
| © b STRUCTURE |D1AMETER|EMBEDMENT| HEIGHT | g5Cr  NO.OF#11ND.OF #4[VOLUME |
| . — | NO. FEET DEPTH [ABOVE GRD| ~jpcé g | BARS BARS [CU YDS |
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| ~ 3 < 48 66" | 21 6" | 2 -0" 58 18 16 28.9 |
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| FON. DETAIL FOR FOUNDAH%""'QETA“—S |
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| STR. 48, LINE 1606 138KV_LINE 1606 |
| DR WJM CAD WJM  |DATE 4-29-2002 |
| OK CKD SCALE NONE :
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| REVISION STATUS: O-CONSTRUCTION O -RECORD | APP 4-29-2002 E-1606-11.1 |
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