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B

B

B B B BBB

1B 2B 3B 4B 5B 6B 7B

1C 2C 3C 4C 5C 6C 7C

1A
2A 3A 4A 5A 6A 7A

B F

JCT. BOX ON BASE POLE

1

2

3

4

5

6

7

8

9

10

11

12

L R L R

ALL MECHANISMS SHOWN IN THE CLEAR POSITION

CONTACT CLOSED FUNCTION

1B

1F

2

3

4

5

6

7

75-90

0-70

0-86

0-10

82-90

10-90

SPARE

0-10

POWER DOWN

SNUB DOWN

POWER UP

GATE DOWN

GATE CLEAR

BELL

SPARE

SNUB

C

C

C

C

C

C

C

C

C

C

BASE OF POLE

JCT. BOX ON

1

7

4

3

2

8

11

9

C12

10L

10R

1H 

      

      

1F

1B

 1H

      

      

1F

1B

R
RB RN

R
RB RN

1092145

RELAY BOARD. RB

1MCR1 1MCR2

6 VOLT RELAYS IN SERIES

CC

RESISTOR

B

SNUB

SR2
SR1

H

P

   

      

      

HOLD CLEAR

HC4 HC5

HC6

HC3

HC2

HC1

C C

SHORTING

RESISTOR

B

M

GR
ANC

GRN
ANO

VIO
ACOM

RED

ORG
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YEL BLU
MB

B

B

MB

SHR2

DOWNRUN
TEST

CAM SWITCH

SHR1
SHR2

EGM

C1C2

C3C4

C12C11

C5C6

C7C8

C10C9

BLK
2A C4

2B

MBMA

C5

WCH  3597-RB

3

4

5

6

7
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45-90

SNUB
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GATE NORM
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2 0-5 GATE DOWN
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D D D D D D D
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D D D D D D D
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