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GREEN-IN

9

400004

2GCR

10 25 10 PED GATES CIRCUIT REV NAD BJW

SIDE"B"

FAN

SAFETRAN SYSTEM CORP.
LOUISVILLE DIVISION, LOUISVILLE, KY

PLAN SHELF

1 2

T

B

3 4 5 6 7 8

AS INSTALLED

DES. No.

DATE

BY

RED-IN YELLOW-OUT

PROPOSED
              

SIDE"A"

"AA"

B12 BUSS N12 BUSS XB12 BUSS XN12 BUSS

1 2 3

T

B

4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19

DES.

CH.

REVISIONS REGIOND C
PROPOSED COMPLETED

C

D M Y D M Y

SIGNALS AND COMMUNICATIONS
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60"

4209

48"

25011

1)

NOTE:

(NOTE 1)

SSCC3+

40 AMP

CROSSING

CONTROLLER

91190-0111

SOUTHERN   

                 

MATTESON  334     SUB.

MKN

DTB   23 JULY 2010  

         BUNGALOW LAYOUT        

         SIDE "A" & "B"         

           MAIN STREET          

  MATTESON, IL 

  MTS-021.61-02
   

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

8’ X 10’ BUNGALOW                                                                           

20 21 22 23 24 25 26 27 28 29

B12-1 BUSS N12-1 BUSS

1 2

T

B

3 4 5 6 7 8

(NOTE 1)

DENOTES RECTIFIER : (SAFETRAN#  80008A2990006)

(2 TRACK)

HXP-3R2

2 TRACK CHASSIS

P/N T13667-1

(2 TRACK)

HXP-3R2

2 TRACK CHASSIS

P/N T13667-1

(2 TRACK)

HXP-3R2

2 TRACK CHASSIS

P/N T13667-1

(2 TRACK)

HXP-3R2

2 TRACK CHASSIS

P/N T13667-1

UNIT #1 UNIT #2 UNIT #3 UNIT #4 SSCC3+

40 AMP

CROSSING

CONTROLLER

91190-0111

CELLULAR RTU

*

* TO BE SUPPLIED

AND INSTALLED

BY RAILROAD

"BA"

"BB"

"BC"

T

B

1 2 3

5 6

"BE"

HCA-1

HIGHWAY

CROSSING ANALYZER

P/N T13673

 

5

L R

1

2

3

4

6

SIG.#1

SIG.#6

SIG.#7

7

400004 400004 400004 400004 400004 400004 400004 400004 400004 400004 400004 400020 400020

400004 400004

B12 BATTERY

+ -

CELLS Ni. Cd.     AH

XB12 BATTERY

+ -

CELLS Ni. Cd.    AH

1^

1^

7
5
k

^

7
5
k

^

1^

1^

1^

1^

7
5
k

^

1MDR 2-1AXR 3MDR EJEXPR WXPR EJEXPPR WXPPR 3GPR 4GPR WX3GPR EJEX4GPR

21NWPPR 21RWPPR

2-2AXR 2-3AXR EJEXR WXR

400200 400200

AS INSTALLED

DES. No.

DATE

BY

ORANGE-OUT

PROPOSED
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GREEN-IN

10 25 10 PED GATES CIRCUIT REV NAD BJW

SIDE"C"

1

3

5

7

2

4
6

8

9
11

13

15

10

12

14
16

VENT FAN

THERMOSTAT

ERICO EPD

120/240TDFL

SURGE

PROTECTOR

SAFETRAN SYSTEM CORP.
LOUISVILLE DIVISION, LOUISVILLE, KY

NOTES:

1) DENOTES EQUALIZER TYPE:

2) DENOTES LIGHTNING ARRESTER TYPE:

SIDE"D"

ABOVE ENTRY DOOR

240V AC

RECEPTACLE

240V AC

RECEPTACLE

  TRBR 

4

1

7 8 9

5 6

2 3

KUMP

GEMS

INTELLIGENT

POWER OFF

LIGHT

3 AMP

FUSES

POWER OFF INDICATOR LIGHT

REPEATER RELAY JUNCTION BOX.

(REFER TO PS-907 SHT.2A)

3) SURGE PROTECTION SHOULD BE BONDED TO BUNGALOW.

AS INSTALLED

DES. No.

DATE

BY

RED-IN YELLOW-OUT

PROPOSED
              

B12 N12

4

NRS CHARGER

#22290-10

20A

NRS CHARGER

#22400-10

40A

3 3 4

T

B

T

B

XN12

3 4

XB12

4 3

12 1 2

2 1 1 26 6

5 5

5 5

"CA" "CB"

"CC" "CD"

1 1

6 6

115V AC

RECEPTACLE

115V AC

RECEPTACLE/SW

LOAD CENTER

QO116L125G

DES.

CH.

REVISIONS REGIOND C
PROPOSED COMPLETED

C

D M Y D M Y

SIGNALS AND COMMUNICATIONS

HOMEWOOD

ERICO

PIGTAIL
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SOUTHERN   

                 

MATTESON  334     SUB.

MKN

DTB   23 JULY 2010  

         BUNGALOW LAYOUT        

  SIDE "C" & OVER DOOR SIDE "D" 

           MAIN STREET          

  MATTESON, IL 

  MTS-021.61-03
   

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

8’ X 10’ BUNGALOW                                                                           

HEATER

240V

1500W

DAYTON

 

 

48"

(SAFETRAN #4000-44700-001X)

(SAFETRAN #4000-44585-001X)

240V AC

RECEPTACLE

4

NRS CHARGER

#22290-10

20A

3 3 4

T

B

12 1 25 56 6

B12-1 N12-1

"CE" "CF"

4209

TEST

BLOCK#1

TEST

BLOCK#2

#10

21NWPP

#10

N21NWPP

#10

21RWPP

#10

N21RWPP

77

B12-1 BATTERY

+ -

CELLS Ni. Cd.     AH

21NWPPR

3C

3B

3D

250

250

3E

3A

21RWPPR

3C

3B

3D

250

250

3E

3A

DA46R

DA45R

DA44R

DA43R

24V/100W

TRANSF.

(NOTE 4)

4) 24V-100W TRANSFORMER (CN STOCK #02-45-367)

CONT’D ON

CONT’D ON

MP.21.65

MP.21.65

AS INSTALLED

DES. No.

DATE

BY

ORANGE-OUT

PROPOSED
              

R
E

V
I
S

I
O

N
S

N
O

.
D

E
S

C
R

I
P

T
I
O

N

1 2 3 4 5

D
A

T
E

B
Y

2
5
/
1
0
/
1
0

N
A

D

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

P
E

D
 G

A
T

E
S

 C
I
R

C
U

I
T

 R
E

V
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

A
P

P
. 
B

Y

B
J
W

 
 
 

 
 
 

 
 
 

 
 
 



E29

E29

GREEN-IN

GP1-O

#14

#14

GC-8

#14

#14

#14

#14

#14

SP-1 #14

BX24-8

NX24-8

MTSS-8 (FUTURE)

XN12-8

XN12-8B

#6

XB12-8A

XB12-8

#6

#6

#14

GD-8

GOD8 (FUTURE)

#6

COM-8

#6

#6

E31

E31

C11-16C (7#6,9#14) TO GATE (SIG.#8)

C11

GP1-M

1-2-5-6-7-8GP

10 25 10 PED GATES CIRCUIT REV NAD BJW

NOTES:

   

1)

2)

DENOTES LIGHTNING ARRESTER TYPE:

DENOTES EQUALIZER TYPE:

3)

SAFETRAN SYSTEM CORP.
LOUISVILLE DIVISION, LOUISVILLE, KY

4) ENSURE DOUBLE NUTTING OF ALL TERMINALS.

CABLE CONSIST:

DENOTES TWISTED PAIR.

C1-3C#6 TECK 90 U/G TO MAIN SERVICE

AS INSTALLED

DES. No.

DATE

BY

RED-IN YELLOW-OUT

PROPOSED
09-0137       

NOTES:NOTES:NOTES:NOTES:

"DA" "DB"

SIDE "D" (INSIDE)

L LR R

L LR R

1  

2  

3  

4  

5  

6  

7  

8  

9  

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

31 

32 

33 

34 

35 

36 

37 

38 

39 

40 

41 

42 

43 

44 

45 

46 

47 

48 

49 

50 

51 

52 

  1

  2

  3

  4

  5

  6

  7

  8

  9

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

 21

 22

 23

 24

 25

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 38

 39

 40

 41

 42

 43

 44

 45

 46

 47

 48

 49

 50

 51

 52

COM-5

#6

#6

#6

#6

#14

GP1-G

GP1-F

#14

#14

GC-5#14

#14

#14

#14

SP-1#14

#10

SP-1

SP-2

#10

#14

SP-3

SP-4

#14

#14

#14

#14

#14

#6

COM-6

#6

#6

#6

GP1-I

#14

#14

GP1-J

GC-6

#14

#14

#14

#14

#14

SP-1 #14

#6

#6

COM-1

#6

#14

GP1-A#14

#14

GC-1#14

#14

#14

#14

#6

#6

#6

COM-2

GP1-C

#14

GP1-D

#14

GC-2

#14

#14

#14

#14

#14

DENOTES INSULATED TERMINAL5)

#14

GD-1

#6

#6

#6

#6

#6

GD-2

#14

#6

#6

#6

#6

#6

DES.

CH.

REVISIONS REGIOND C
PROPOSED COMPLETED

C

D M Y D M Y

SIGNALS AND COMMUNICATIONS

HOMEWOOD

SOUTHERN   

                 

MATTESON  334    SUB.

MKN

DTB   23 JULY 2010  

    BUNGALOW LAYOUT SIDE "D"    

   LOW IMPEDANCE GROUND PLANE   

           MAIN STREET          

  MATTESON, IL 

  MTS-021.61-04
   

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

8’ X 10’ BUNGALOW                                                                           
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L R

L R

  1

  2

  3

  4

  5

  6

  7

  8

  9

 10

 11

 12

 13

 14

 15

 16

 17

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

#6

"DC"

L LR R

L LR R

1  

2  

3  

4  

5  

6  

7  

8  

9  

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

31 

32 

33 

34 

35 

36 

37 

38 

39 

40 

41 

42 

43 

44 

45 

46 

47 

48 

49 

50 

51 

52 

  1

  2

  3

  4

  5

  6

  7

  8

  9

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

 21

 22

 23

 24

 25

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 38

 39

 40

 41

 42

 43

 44

 45

 46

 47

 48

 49

 50

 51

 52

#6

COM-7

#6

#6

#6

#14

#14

GP1-L

GC-7

#14

#14

#14

#14

SP-1

#14

#14

#6

#6

#6

#6

#6

COM-3

#14

#14

GC-3

#14

#14

#14

#14

#14

#6

COM-4

#6

#14

SP-1 #14

#14

GC-4 #14

#14

#14

GD-3

#14

#6

#6

#6

#6

#6

#14

GD-4

#6

#6

#6

#6

#6

"DD" "DE"

#6

#6

#6  18

 19

 20

 21

 22

 23

 24

 25

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 38

 39

 40

 53

 54

 55

 56

 57

 58

 59

 60

 61

 62

53 

54 

55 

56 

57 

58 

59 

60 

61 

62 

 53

 54

 55

 56

 57

 58

 59

 60

 61

 62

53 

54 

55 

56 

57 

58 

59 

60 

61 

62 

#6

#6

 41

 42

E30

C2-(12)-2SC#6 TW. TO TRACK

(SAFETRAN #4000-44585-001X)

(SAFETRAN #4000-44700-001X)

E30

E4

E3

BX24-5

NX24-5

GOD5 (FUTURE)

MTSS-5 (FUTURE)

E6

E5

BX24-6

NX24-6

MTSS-6 (FUTURE)

E2-18-19

BX24-1

NX24-1

GOD1 (FUTURE)

BELL-1

E8-20-22-29

BX24-2

NX24-2

GOD2 (FUTURE)

BELL-2

XB12-1A

XB12-1

XN12-1

XN12-1B

E1-17-19

XB12-2

XB12-2A

XN12-2B

XN12-2

E7-21-22-29

8R2

8R1

8C2

8C1

8T2

8T1

7T2

7T1

7C2

7C1

4C1

4T2

4T1

3R2

3R1

3T2

3T1

7R2

7R1

6R2

6R1

6C2

5R2

5R1

5T2

5T1

4R2

4R1

4C2

E32

E12

E11

BX24-7

NX24-7

GOD7 (FUTURE)

MTSS-7 (FUTURE)

E14

E13

E32

E10-24-25

BX24-3

NX24-3

GOD3 (FUTURE)

BELL-3

E16-26-28

BX24-4

NX24-4

GOD4 (FUTURE)

XB12-3

XB12-3A

XN12-3B

XN12-3

E9-23-25

XB12-4A

XB12-4

XN12-4

XN12-4B

E15-27-28
6C1

6T2

6T1

C2

#14

XN12-6

XN12-6B

#6

#6

XB12-6A

XB12-6

#6

#6

#14

XN12-5B

XN12-5

#6

#6

XB12-5

XB12-5A

#6

#6

GD-5

#14 #14

GD-6

MTSS-2 (FUTURE)MTSS-1 (FUTURE)

GOD6 (FUTURE)

#14

XN12-7

XN12-7B

#6

#6

XB12-7A

XB12-7

#6

#6

#14

GD-7

#14

#14

MTSS-3 (FUTURE)
MTSS-4 (FUTURE)

BELL-4

C3 C4 C5 C6C7 C8 C9

2R2

2R1

2C2

2C1

2T2

2T1

1R2

1R1

1T2

1T1

N21RWPP

21RWPP

N21NWPP

21NWPP

1-2GOD (FUTURE)

3GP

3-4GOD (FUTURE) 4GP

C10

C3A-3C#6 TO GATE (SIG.#1)

C4A-3C#6 TO GATE (SIG.#2)

C5A-3C#6 TO GATE (SIG.#3)

C6A-3C#6 TO GATE (SIG.#4)

C3A C4A C5A C6A

C10-8C (2#10,6#14) TO MP.21.65

AS INSTALLED

DES. No.

DATE

BY

ORANGE-OUT

PROPOSED
              

#6

E31

E31

C9-16C (7#6,9#14) TO GATE (SIG.#7)

C8-16C (7#6,9#14) TO GATE (SIG.#6)

C7-16C (7#6,9#14) TO GATE (SIG.#5)

C6-16C (7#6,9#14) TO GATE (SIG.#4)

C5-16C (7#6,9#14) TO GATE (SIG.#3)

C4-16C (7#6,9#14) TO GATE (SIG.#2)

C3-16C (7#6,9#14) TO GATE (SIG.#1)

1-2-5-6-7GP

SIDE "A"

SIDE "D"

SIDE "C"

SIDE

"B"

GENERATOR CONNECTOR

ASSEMBLY (MAXIMUM 30A)

LIGHT SW. &

DUPLEX RECEPTACLE

L.I.G.P.

ACCESS

DOOR

L.I.G.P.

BUNGALOW

LAYOUT

POWER OFF

LIGHT

 

 

PLAN

SHELF

(POWER)

TEST BOX

48" BATTERY TRAY

IF REQUIRED

FAN

LOAD CENTER & HEATER

HXP-3R2

R
E
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N
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N

1 2 3 4 5

D
A

T
E

B
Y

2
5
/
1
0
/
1
0

N
A

D

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

 
 
 
 
 
 
 
 

 
 
 

P
E

D
 G

A
T

E
S

 C
I
R

C
U

I
T

 R
E

V
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

A
P

P
. 
B

Y

B
J
W

 
 
 

 
 
 

 
 
 

 
 
 



E29(L2)E29(L2)

GREEN-IN

GOD7-8

BX24-8

NX24-8

1-2-5-6-7-8GP
1-2-5-6-7-8GPK

E31

E31

XN12

GP1-N

GD-8

XB12

XN12

10 25 10 PED GATES CIRCUIT REV NAD BJW

GC-8

SAFETRAN SYSTEM CORP.
LOUISVILLE DIVISION, LOUISVILLE, KY

AS INSTALLED

DES. No.

DATE

BY

RED-IN YELLOW-OUT

PROPOSED
09-0137       

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

32

33

34

35

36

37

38

39

40

41

42

43

44

45

46

47

48

49

50

51

52

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

32

33

34

35

36

37

38

39

40

41

42

43

44

45

46

47

48

49

50

51

52

"DA""DB"

SIDE "D" (OUTSIDE)

2"X 3"

PANDUIT

2"X 3"

PANDUIT

XN12

XN12

XB12

GC-1

XN12

XB12

GP1-E

GC-5
GC-6

XN12

XN12

XB12

GD-2K

XN12

XB12

GC-7
GC-6

GD-1K

GP1-B
GP1-E

GC-2

XN12 XN12

DES.

CH.

REVISIONS REGIOND C
PROPOSED COMPLETED
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SIGNALS AND COMMUNICATIONS
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SOUTHERN   

                 

MATTESON  334    SUB.

MKN

DTB   23 JULY 2010  

    BUNGALOW LAYOUT SIDE "D"    

   LOW IMPEDANCE GROUND PLANE   

           MAIN STREET          

  MATTESON, IL 
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SAFETRAN SYSTEM CORP.
LOUISVILLE DIVISION, LOUISVILLE, KY
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AS INSTALLED

DES. No.

DATE

BY

RED-IN YELLOW-OUT

PROPOSED
              

DENOTES TWISTED PAIR.
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2)
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ALL WIRING     AWG UNLESS OTHERWISE NOTED.
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SOUTHERN   

                 

MATTESON  334     SUB.

MKN

DTB   23 JULY 2010  

         HXP-3R2  UNIT#1        

    TRACKS 1 & 2 CONNECTIONS    

           MAIN STREET          

  MATTESON, IL 

  MTS-021.61-06
   

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

8’ X 10’ BUNGALOW                                                                           

#10

1T2

#10

1T1

#10

1R2

#10

1R1

B
1

2

N
1
2

#10

2R1

#10

2R2

#10

2T1

#10

2T2

CONT’D

ON

SHT. 8

AX

ISL1

NISL1

M/S

CONT’D

ON

SHT. 14

#10

2C1

#10

2C2

N1MDR

1MDR

NAX

CONT’D

ON

SHT. 12

CONT’D

ON

SHT. 16
ISL1

NISL1

DC40R

DC39R

DC42R

DC41R

A
A

6
B

A
A

1
B

DC34R

DC33R

DC38R

DC37R

41

STBY IND

TC1-1

R1-1

37

T1-1

7

MS-2

MS-1

RS485-

2

RS485+

4 6

1 3 5

CWE1

T2-1

TC2-1

10

ISL1

OFF

CWE2

38

ON

CWE1-

CWE1+

9

R2-1

ISL1-

12

ISL1+

8 11

CWE2+

CWE2-

14 16

N12

18

B12

13 15 17

AX1-

AX1+

ISL2

39

AUX MD
TC1-2

27

TC2-2

30

MDR-

MDR+

ISL2-

ISL2+

AUX-

20

AUX+

22 24

19 21 23

T1-2

26

R1-2

T2-2

29

R2-2

25 28

AX2

40

AX1 AX3

AX2-

AX2+

32 34

AX3-

36

AX3+

31 33 35

TRACK 1 DISABLE TRACK 2 DISABLE

MF 156 Hz

IF 8.0 KHz

HXP-3R2 UNIT #1

1MDR

3C

3B

3D

3E

3A

DC36R

DC35R


	mts-021.61-01
	mts-021.61-02
	mts-021.61-03
	mts-021.61-04
	mts-021.61-05
	mts-021.61-06
	mts-021.61-07
	mts-021.61-08
	mts-021.61-09
	mts-021.61-10
	mts-021.61-11
	mts-021.61-12
	mts-021.61-13
	mts-021.61-14
	mts-021.61-15
	mts-021.61-16
	mts-021.61-17
	mts-021.61-18
	mts-021.61-19
	mts-021.61-20
	mts-021.61-21
	mts-021.61-22
	mts-021.61-23
	mts-021.61-24
	mts-021.61-25
	mts-021.61-26

