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2010 Distribution Loss Summary (MWh)

Class Class Peak
Load 

Factor
Energy 

Delivered D Losses
2010 Loss 

Factor
SF 6,916 0.37          22,465,375 1,621,086 7.22%
MF 1,433 0.39          4,893,211 376,094 7.69%
SF_SH 235 0.37          770,243 63,870 8.29%
MF_SH 534 0.35          1,614,607 143,421 8.88%
WH 135 0.47          554,342 41,711 7.52%
0-100 kW 2,528 0.54          11,984,277 847,054 7.07%
100-400 kW 2,173 0.57          10,796,583 742,763 6.88%
400-1,000 kW 1,787 0.61          9,520,245 613,155 6.44%
> 1-10 MW 2,374 0.67          13,834,984 833,234 6.02%
> 10 MW 296 0.72          1,881,119 113,173 6.02%
HV Load w_losses 646 0.76          4,321,249 33,731 0.78%
HV DLF=0 206 0.43          774,539 0 0.00%
Railroad 132 0.44          510,174 15,175 2.97%
Fixture-Included and 
Dusk to Dawn Lighting 172 0.47          711,954 76,330 10.72%
Gen Lighting 15 1.00          135,307 12,770 9.44%
Muni 719 0.54          3,416,605 35,265 1.03%
Primary Voltage 1,147 0.71          7,133,215 294,948 4.13%
Total Deliveries 19,820 0.55          95,318,030 5,863,780 6.15%

T Losses 2,392,568 2.51%

Total Losses 8.66%
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SF Load Loss
No Load 

Loss MF Load Loss
No Load 

Loss SF_SH
Load 
Loss

No Load 
Loss MF_SH

Load 
Loss

No Load 
Loss

(kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (kwh) (mwh) (mwh)
1/1/2010 Hour1 2,947,134 113.37 94.25 595,250 24.84 20.18 176,938 16.41 2.36 401,490 40.04 5.70
1/1/2010 Hour2 2,770,306 100.17 94.25 544,805 20.81 20.18 178,639 16.73 2.36 386,914 37.18 5.70
8/12/2010 Hour1 3,654,446 174.32 94.25 1,008,898 71.36 20.18 56,427 1.67 2.36 131,180 4.27 5.70
8/12/2010 Hour2 3,359,733 147.34 94.25 948,364 63.05 20.18 53,025 1.47 2.36 120,580 3.61 5.70
8/12/2010 Hour3 2,986,429 116.41 94.25 897,919 56.53 20.18 49,338 1.28 2.36 112,629 3.15 5.70
8/12/2010 Hour4 2,868,544 107.40 94.25 877,741 54.01 20.18 46,219 1.12 2.36 112,629 3.15 5.70
8/12/2010 Hour5 2,750,659 98.76 94.25 857,563 51.56 20.18 44,518 1.04 2.36 111,304 3.08 5.70
8/12/2010 Hour6 2,731,011 97.35 94.25 847,474 50.35 20.18 49,055 1.26 2.36 111,304 3.08 5.70
8/12/2010 Hour7 2,731,011 97.35 94.25 827,296 47.98 20.18 55,577 1.62 2.36 123,230 3.77 5.70
8/12/2010 Hour8 3,084,667 124.20 94.25 897,919 56.53 20.18 61,248 1.97 2.36 148,406 5.47 5.70
8/12/2010 Hour9 3,575,856 166.90 94.25 887,830 55.26 20.18 66,352 2.31 2.36 148,406 5.47 5.70
8/12/2010 Hour10 4,184,931 228.60 94.25 938,275 61.72 20.18 73,157 2.81 2.36 160,331 6.38 5.70
8/12/2010 Hour11 4,852,948 307.40 94.25 1,018,987 72.80 20.18 76,843 3.10 2.36 168,281 7.03 5.70
8/12/2010 Hour12 5,363,784 375.53 94.25 1,059,343 78.68 20.18 87,335 4.00 2.36 165,631 6.81 5.70
8/12/2010 Hour13 5,737,088 429.62 94.25 1,190,500 99.36 20.18 92,722 4.51 2.36 172,256 7.37 5.70
8/12/2010 Hour14 6,110,392 487.34 94.25 1,230,856 106.21 20.18 96,975 4.93 2.36 173,581 7.48 5.70
8/12/2010 Hour15 6,444,400 542.08 94.25 1,190,500 99.36 20.18 98,393 5.08 2.36 177,557 7.83 5.70
8/12/2010 Hour16 6,719,466 589.34 94.25 1,251,034 109.72 20.18 101,796 5.43 2.36 172,256 7.37 5.70
8/12/2010 Hour17 6,778,409 599.73 94.25 1,341,834 126.23 20.18 108,034 6.12 2.36 182,857 8.30 5.70
8/12/2010 Hour18 6,915,942 624.31 94.25 1,432,635 143.89 20.18 114,272 6.85 2.36 190,807 9.04 5.70
8/12/2010 Hour19 6,719,466 589.34 94.25 1,382,190 133.94 20.18 112,287 6.61 2.36 190,807 9.04 5.70
8/12/2010 Hour20 6,247,925 509.53 94.25 1,271,212 113.29 20.18 104,064 5.68 2.36 188,157 8.79 5.70
8/12/2010 Hour21 5,972,859 465.65 94.25 1,311,568 120.60 20.18 105,766 5.86 2.36 184,182 8.43 5.70
8/12/2010 Hour22 5,638,850 415.03 94.25 1,281,301 115.10 20.18 94,991 4.73 2.36 181,532 8.18 5.70
8/12/2010 Hour23 4,951,185 319.97 94.25 1,180,411 97.69 20.18 82,231 3.54 2.36 168,281 7.03 5.70
8/12/2010 Hour24 4,322,464 243.87 94.25 1,180,411 97.69 20.18 70,605 2.61 2.36 149,731 5.57 5.70
12/31/2010 Hour23 2,652,421 91.83 94.25 524,627 19.30 20.18 85,917 3.87 2.36 168,281 7.03 5.70
12/31/2010 Hour24 2,475,593 79.99 94.25 494,360 17.13 20.18 85,917 3.87 2.36 149,731 5.57 5.70

Total 22,465,375,382    855,191              825,664    4,893,210,777    213,201    176,760    770,242,992 45,519    20,706    1,614,607,280 98,816    49,894    
Maximum 6,915,942             624                     94              1,432,635            144           20             234,783 29           2             533,995 71           6             
Load Fact 0.37                      0.39                     0.37                 0.35                    

Final Adjustment 824,781 796,304 205,619 170,475 43,900 19,970 95,302 48,119

Note:  Hourly data for the entire 2010 are available in the electronic copy of this work paper. December 6, 2011
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A B

1/1/2010 Hour1
1/1/2010 Hour2
8/12/2010 Hour1
8/12/2010 Hour2
8/12/2010 Hour3
8/12/2010 Hour4
8/12/2010 Hour5
8/12/2010 Hour6
8/12/2010 Hour7
8/12/2010 Hour8
8/12/2010 Hour9
8/12/2010 Hour10
8/12/2010 Hour11
8/12/2010 Hour12
8/12/2010 Hour13
8/12/2010 Hour14
8/12/2010 Hour15
8/12/2010 Hour16
8/12/2010 Hour17
8/12/2010 Hour18
8/12/2010 Hour19
8/12/2010 Hour20
8/12/2010 Hour21
8/12/2010 Hour22
8/12/2010 Hour23
8/12/2010 Hour24
12/31/2010 Hour23
12/31/2010 Hour24

Total
Maximum
Load Fact

Final Adjustment

O P Q R S T U V W X Y Z

WH
Load 
Loss

No Load 
Loss 0-100 kW Load Loss

No Load 
Loss 100-400 kW Load Loss

No Load 
Loss 400-1,000 kW Load Loss

No Load 
Loss

(mwh) (mwh) (kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (kwh) (mwh) (mwh)
61,496 2.60 1.94 1,164,207 42.85 37.16 1,000,471 35.48 30.69 854,120 26.74 27.20
62,122 2.65 1.94 1,140,696 41.13 37.16 987,870 34.60 30.69 843,674 26.09 27.20
57,102 2.24 1.94 1,350,652 57.67 37.16 1,155,310 47.32 30.69 1,149,701 48.45 27.20
55,221 2.10 1.94 1,298,558 53.31 37.16 1,111,547 43.80 30.69 1,099,567 44.31 27.20
54,593 2.05 1.94 1,257,655 50.00 37.16 1,082,567 41.55 30.69 1,069,068 41.89 27.20
52,710 1.91 1.94 1,262,749 50.41 37.16 1,079,720 41.33 30.69 1,049,463 40.37 27.20
53,338 1.96 1.94 1,254,543 49.75 37.16 1,121,686 44.60 30.69 1,050,575 40.45 27.20
54,593 2.05 1.94 1,287,268 52.38 37.16 1,249,863 55.38 30.69 1,104,346 44.70 27.20
53,965 2.00 1.94 1,416,192 63.40 37.16 1,458,686 75.43 30.69 1,227,873 55.26 27.20
68,399 3.22 1.94 1,762,700 98.22 37.16 1,698,505 102.27 30.69 1,387,769 70.59 27.20
84,085 4.86 1.94 2,023,285 129.41 37.16 1,867,627 123.66 30.69 1,523,250 85.04 27.20

101,028 7.01 1.94 2,233,713 157.73 37.16 1,994,200 140.99 30.69 1,613,967 95.47 27.20
118,598 9.67 1.94 2,380,859 179.20 37.16 2,074,069 152.50 30.69 1,689,175 104.58 27.20
118,598 9.67 1.94 2,443,126 188.69 37.16 2,110,548 157.92 30.69 1,736,935 110.58 27.20
119,227 9.77 1.94 2,478,861 194.25 37.16 2,122,935 159.78 30.69 1,750,325 112.29 27.20
126,756 11.04 1.94 2,516,701 200.23 37.16 2,141,157 162.53 30.69 1,759,069 113.41 27.20
129,267 11.48 1.94 2,527,994 202.03 37.16 2,114,768 158.55 30.69 1,771,515 115.02 27.20
125,501 10.82 1.94 2,505,577 198.46 37.16 2,044,457 148.18 30.69 1,749,581 112.19 27.20
120,481 9.98 1.94 2,381,898 179.35 37.16 1,944,320 134.02 30.69 1,709,086 107.06 27.20
106,676 7.82 1.94 2,213,416 154.88 37.16 1,834,640 119.33 30.69 1,653,879 100.26 27.20

91,616 5.77 1.94 2,067,225 135.10 37.16 1,731,497 106.29 30.69 1,585,685 92.16 27.20
76,556 4.03 1.94 1,973,015 123.06 37.16 1,662,595 98.00 30.69 1,504,829 83.00 27.20
73,419 3.70 1.94 1,921,784 116.75 37.16 1,618,272 92.84 30.69 1,448,416 76.89 27.20
67,771 3.16 1.94 1,768,508 98.87 37.16 1,498,680 79.63 30.69 1,408,438 72.71 27.20
60,868 2.55 1.94 1,560,055 76.94 37.16 1,346,322 64.26 30.69 1,332,236 65.05 27.20
58,986 2.39 1.94 1,404,787 62.39 37.16 1,235,368 54.10 30.69 1,216,574 54.25 27.20
52,710 1.91 1.94 1,093,555 37.80 37.16 901,214 28.79 30.69 759,919 21.17 27.20
52,710 1.91 1.94 1,073,168 36.41 37.16 870,417 26.86 30.69 723,817 19.20 27.20

554,341,959 26,282   16,966 11,984,276,529 552,732    325,554    10,796,583,201 501,268    268,881   9,520,245,473 397,523       238,240   
134,913 13          2           2,528,174 202           37             2,172,849 167            31            1,786,739 117               27            

0.47                 0.54                        0.57                        0.61                       
25,348 16,363 533,077 313,977 483,444 259,320 383,387 229,768

Note:  Hourly data for the entire 2010 are available in the electronic copy of this work paper. December 6, 2011
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A B

1/1/2010 Hour1
1/1/2010 Hour2
8/12/2010 Hour1
8/12/2010 Hour2
8/12/2010 Hour3
8/12/2010 Hour4
8/12/2010 Hour5
8/12/2010 Hour6
8/12/2010 Hour7
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8/12/2010 Hour9
8/12/2010 Hour10
8/12/2010 Hour11
8/12/2010 Hour12
8/12/2010 Hour13
8/12/2010 Hour14
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Total
Maximum
Load Fact

Final Adjustment

AA AB AC AD AE AF AG AH AI AJ AK

> 1-10 MW Load Loss
No Load 

Loss > 10 MW Load Loss
No Load 

Loss HV Load w_losses HV DLF=0 HV >= 69 kV Load Loss
No Load 

Loss
(kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (mwh) (mwh)

1,290,472 34.77 44.55 189,117 5.89 5.64 327,434 51,164 378,598 0.84 2.07
1,290,049 34.74 44.55 185,137 5.65 5.64 438,796 61,138 499,934 1.50 2.07
1,646,152 56.57 44.55 232,822 8.93 5.64 395,674 42,855 438,529 1.22 2.07
1,612,364 54.27 44.55 229,090 8.65 5.64 520,161 51,235 571,396 2.11 2.07
1,593,286 53.00 44.55 223,808 8.25 5.64 522,773 50,446 573,219 2.13 2.07
1,597,184 53.26 44.55 223,762 8.25 5.64 524,137 50,962 575,099 2.14 2.07
1,677,431 58.74 44.55 230,142 8.73 5.64 527,949 49,965 577,914 2.18 2.07
1,834,912 70.29 44.55 240,808 9.56 5.64 527,434 50,244 577,678 2.17 2.07
2,005,430 83.96 44.55 253,551 10.59 5.64 539,051 52,105 591,156 2.27 2.07
2,149,225 96.44 44.55 266,405 11.70 5.64 579,248 53,420 632,668 2.62 2.07
2,241,923 104.93 44.55 279,331 12.86 5.64 594,261 53,982 648,243 2.76 2.07
2,300,359 110.47 44.55 287,263 13.60 5.64 606,537 54,114 660,651 2.87 2.07
2,345,250 114.83 44.55 292,339 14.08 5.64 610,946 48,946 659,892 2.91 2.07
2,356,177 115.90 44.55 294,978 14.34 5.64 604,610 51,463 656,073 2.85 2.07
2,360,157 116.29 44.55 295,784 14.42 5.64 612,375 51,776 664,151 2.93 2.07
2,363,182 116.59 44.55 296,270 14.46 5.64 607,403 48,079 655,482 2.88 2.07
2,344,299 114.74 44.55 295,182 14.36 5.64 614,733 52,809 667,542 2.95 2.07
2,307,649 111.18 44.55 292,365 14.09 5.64 609,968 51,237 661,205 2.90 2.07
2,271,911 107.76 44.55 288,649 13.73 5.64 595,153 53,792 648,945 2.77 2.07
2,206,114 101.61 44.55 280,758 12.99 5.64 575,183 52,594 627,777 2.58 2.07
2,076,049 89.98 44.55 269,051 11.93 5.64 582,340 53,102 635,442 2.65 2.07
1,989,459 82.63 44.55 258,119 10.98 5.64 587,479 51,222 638,701 2.69 2.07
1,924,983 77.36 44.55 253,647 10.60 5.64 583,514 49,776 633,290 2.66 2.07
1,830,268 69.94 44.55 248,555 10.18 5.64 575,948 48,686 624,634 2.59 2.07
1,733,751 62.75 44.55 241,338 9.60 5.64 593,085 47,101 640,186 2.75 2.07
1,670,894 58.29 44.55 233,410 8.98 5.64 602,090 48,214 650,304 2.83 2.07

988,319 20.39 44.55 146,009 3.51 5.64 439,189 145,956 585,145 1.51 2.07
977,777 19.96 44.55 143,251 3.38 5.64 435,479 128,153 563,632 1.48 2.07

13,834,984,383 473,657     390,298   1,881,119,392 67,898      49,448    4,321,248,950 774,539,114 5,095,788,064 16,807      18,168   
2,373,505 118            45            296,270 14             6             646,025 206,378 778,548 3                2            

0.67                       0.72                      0.76                      0.43                      0.75                      
456,814 376,420 65,483 47,690 16,209 17,522

Note:  Hourly data for the entire 2010 are available in the electronic copy of this work paper. December 6, 2011



Commonwealth Edison Company

CC Docket No. 11-0721
Work Paper to Study Report #7B

Tab: Final
Page 5 of 10

1
2
3
4

5355
5356
5357
5358
5359
5360
5361
5362
5363
5364
5365
5366
5367
5368
5369
5370
5371
5372
5373
5374
5375
5376
5377
5378
8761
8762
8763
8764
8765
8766
8767
8768

A B

1/1/2010 Hour1
1/1/2010 Hour2
8/12/2010 Hour1
8/12/2010 Hour2
8/12/2010 Hour3
8/12/2010 Hour4
8/12/2010 Hour5
8/12/2010 Hour6
8/12/2010 Hour7
8/12/2010 Hour8
8/12/2010 Hour9
8/12/2010 Hour10
8/12/2010 Hour11
8/12/2010 Hour12
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Load Fact

Final Adjustment

AL AM AN AO AP AQ AR AS AT AU AV AW AX

Railroad
Load 
Loss

No Load 
Loss

Fixture-Included 
and Dusk to Dawn 

Lighting Load Loss
No Load 

Loss Gen Lighting
Load 
Loss

No Load 
Loss Muni

Load 
Loss

No Load 
Loss Primary Voltage

(kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (kwh) (mwh) (mwh) (mwh) (mwh)
81,784 2.60 0.27 171,886 14.38 2.44 15,446 1.29 0.22 339,595 2.15 1.18 592,726
76,331 2.26 0.27 171,886 14.38 2.44 15,446 1.29 0.22 323,240 1.95 1.18 597,673
40,185 0.63 0.27 171,886 14.38 2.44 15,446 1.29 0.22 440,726 3.63 1.18 999,490
37,259 0.54 0.27 171,886 14.38 2.44 15,446 1.29 0.22 416,553 3.24 1.18 988,643
31,207 0.38 0.27 171,886 14.38 2.44 15,446 1.29 0.22 403,375 3.04 1.18 958,478
32,155 0.40 0.27 171,886 14.38 2.44 15,446 1.29 0.22 399,076 2.98 1.18 945,958
41,347 0.66 0.27 171,886 14.38 2.44 15,446 1.29 0.22 413,952 3.20 1.18 966,259
57,891 1.30 0.27 85,944 3.60 2.44 15,446 1.29 0.22 443,131 3.67 1.18 1,010,423
76,772 2.29 0.27 0 0.00 2.44 15,446 1.29 0.22 493,770 4.56 1.18 1,055,753
99,561 3.85 0.27 0 0.00 2.44 15,446 1.29 0.22 548,776 5.63 1.18 1,112,419

103,401 4.16 0.27 0 0.00 2.44 15,446 1.29 0.22 580,419 6.29 1.18 1,125,154
87,312 2.96 0.27 0 0.00 2.44 15,446 1.29 0.22 630,610 7.43 1.18 1,133,648
67,619 1.78 0.27 0 0.00 2.44 15,446 1.29 0.22 666,623 8.30 1.18 1,133,933
63,588 1.57 0.27 0 0.00 2.44 15,446 1.29 0.22 683,847 8.74 1.18 1,122,001
65,332 1.66 0.27 0 0.00 2.44 15,446 1.29 0.22 697,663 9.09 1.18 1,127,225
65,828 1.68 0.27 0 0.00 2.44 15,446 1.29 0.22 710,551 9.43 1.18 1,113,662
71,969 2.01 0.27 0 0.00 2.44 15,446 1.29 0.22 718,782 9.65 1.18 1,103,350
81,881 2.61 0.27 0 0.00 2.44 15,446 1.29 0.22 716,902 9.60 1.18 1,074,870
95,389 3.54 0.27 0 0.00 2.44 15,446 1.29 0.22 705,806 9.31 1.18 1,057,826

105,403 4.32 0.27 0 0.00 2.44 15,446 1.29 0.22 693,327 8.98 1.18 1,026,060
88,532 3.05 0.27 0 0.00 2.44 15,446 1.29 0.22 667,241 8.32 1.18 1,027,552
69,211 1.86 0.27 142,666 9.91 2.44 15,446 1.29 0.22 655,029 8.02 1.18 1,039,134
54,970 1.17 0.27 171,886 14.38 2.44 15,446 1.29 0.22 644,052 7.75 1.18 1,031,702
52,153 1.06 0.27 171,886 14.38 2.44 15,446 1.29 0.22 584,083 6.37 1.18 1,029,163
51,444 1.03 0.27 171,886 14.38 2.44 15,446 1.29 0.22 523,850 5.13 1.18 1,020,257
46,159 0.83 0.27 171,886 14.38 2.44 15,446 1.29 0.22 476,895 4.25 1.18 1,009,033
55,170 1.18 0.27 171,886 14.38 2.44 15,446 1.29 0.22 331,180 2.05 1.18 614,880
53,019 1.09 0.27 171,886 14.38 2.44 15,446 1.29 0.22 313,098 1.83 1.18 604,956

510,173,894 13,349    2,385    711,953,682 57,779    21,365    135,306,960 11,321   1,920    3,416,605,047    26,187    10,378    7,133,214,889
132,194 7             0           171,886 14.4 2.4 15,446 1.3 0.2 718,782              10           1             1,147,465

0.44                 0.47                      1.00                 0.54 0.71                   
12,874 2,300 55,724 20,605 10,918 1,852 25,255 10,009

Note:  Hourly data for the entire 2010 are available in the electronic copy of this work paper. December 6, 2011
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8/12/2010 Hour21
8/12/2010 Hour22
8/12/2010 Hour23
8/12/2010 Hour24
12/31/2010 Hour23
12/31/2010 Hour24

Total
Maximum
Load Fact

Final Adjustment

AY AZ BA BB BC BD BE BF BG BH

Load Loss
No Load 

Loss Total Deliveries D Losses T Losses

Total 
(Sales+Dloss+ 

Tloss) Zone
(mwh) (mwh) (mwh) (mwh) (mwh) (mwh) (mwh)

14.93 6.19 10,261 661 11,075
15.18 6.19 10,075 638 10,752
42.45 6.19 12,549 818 14,526
41.53 6.19 12,089 767 13,656
39.04 6.19 11,481 716 12,986
38.03 6.19 11,310 702 12,634
39.68 6.19 11,339 702 12,584
43.38 6.19 11,701 724 13,089
47.36 6.19 12,386 781 13,904
52.59 6.19 13,934 919 15,362
53.80 6.19 15,171 1,041 16,841
54.61 6.19 16,415 1,176 18,154
54.64 6.19 17,561 1,316 19,360
53.50 6.19 18,277 1,412 20,244
54.00 6.19 18,890 1,499 20,909
52.70 6.19 19,376 1,574 21,453
51.73 6.19 19,671 1,620 21,789
49.10 6.19 19,820 1,654 21,914
47.55 6.19 19,651 1,639 21,881
44.74 6.19 19,417 1,625 21,527
44.87 6.19 18,660 1,522 20,869
45.89 6.19 17,836 1,391 20,062
45.23 6.19 17,366 1,333 19,742
45.01 6.19 16,496 1,230 18,874
44.23 6.19 15,080 1,060 17,328
43.27 6.19 13,913 939 15,787
16.07 6.19 9,147 554 10,042
15.55 6.19 8,769 532 9,631

Annual T Loss
2.31%

251,618      54,204    95,318,030 6,079,979 2,392,568 103,790,577 103,574,378      0.9979
56               6             19,820 1,654 21,914                

0.55                     0.54 
242,671 52,277 5,863,780 103,574,378 0.964

Note:  Hourly data for the entire 2010 are available in the electronic copy of this work paper. December 6, 2011
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Class loads coincident with system peak by system element (MW)
Hour 16 8/12/2010
Element SF MF SF_SH MF_SH WH 0-100 kW 100-400 kW400-1,000 k> 1-10 MW > 10 MW HV Load w_losRailroad Fixture-Incl Gen LightinMuni Primary Vo Total
HV ESS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 610.0 0.0 0.0 0.0 93.2 0.0 703.2
138-69 TSS 278.9 52.5 4.2 7.2 5.2 104.0 81.8 70.0 86.5 11.0 51.2 4.0 7.1 0.6 0.0 21.5 785.8
138-34 TSS 1142.3 200.2 17.3 27.6 21.3 425.9 408.9 349.9 576.9 73.1 0.0 2.5 29.2 2.6 243.7 644.9 4166.4
34KV LINES 1142.3 200.2 17.3 27.6 21.3 425.9 408.9 349.9 576.9 73.1 0.0 2.5 29.2 2.6 243.7 644.9 4166.4
34-12KV DC 873.5 162.6 12.2 22.4 16.3 325.7 204.4 105.0 0.0 0.0 0.0 2.5 22.3 2.0 0.0 0.0 1749.0
34-4KV DC 268.8 37.5 5.1 5.2 5.0 100.2 102.2 17.5 0.0 0.0 0.0 0.0 6.9 0.6 0.0 0.0 549.0
34KV ESS 0.0 0.0 0.0 0.0 0.0 0.0 102.2 227.4 576.9 73.1 0.0 0.0 0.0 0.0 35.8 644.9 1660.4
138/69-12 TDC 5577.2 1050.9 84.5 144.7 104.2 2079.6 1635.6 1399.7 1730.7 219.3 0.0 79.4 142.7 12.8 0.0 429.9 14691.1
12KV LINES 336.0 62.6 5.1 8.6 6.3 175.4 163.6 192.5 807.7 102.3 0.0 69.6 17.2 1.5 0.0 0.0 1948.2
12KV FDR 5241.2 963.3 79.4 132.6 91.6 1779.0 1369.8 1119.7 923.1 116.9 0.0 9.8 122.0 11.0 0.0 429.9 12389.4
12-4KV DC 336.0 62.6 5.1 8.6 6.3 125.3 61.3 0.0 0.0 0.0 0.0 0.0 8.6 0.8 0.0 0.0 614.5
12KV ESS 0.0 0.0 0.0 0.0 0.0 0.0 204.4 437.4 1730.7 219.3 0.0 0.0 0.0 0.0 0.0 0.0 2591.9
ACNW FDR 0.0 25.0 0.0 3.4 6.3 125.3 102.2 87.5 0.0 0.0 0.0 0.0 3.4 0.3 0.0 0.0 353.5
ACNW TRANF 0.0 25.0 0.0 3.4 6.3 125.3 102.2 87.5 0.0 0.0 0.0 0.0 3.4 0.3 0.0 0.0 353.5
ACNW SEC 0.0 25.0 0.0 3.4 6.3 125.3 102.2 87.5 0.0 0.0 0.0 0.0 3.4 0.3 0.0 0.0 353.5
4KV FDR 604.8 100.1 10.2 13.8 11.3 225.5 163.6 17.5 0.0 0.0 0.0 0.0 15.5 1.4 0.0 0.0 1163.5
LINE TRANF 6719.5 1226.0 101.8 168.8 119.2 2380.3 1635.6 997.3 0.0 0.0 0.0 0.0 168.4 15.1 0.0 0.0 13532.0
480V DRYTR 0.0 125.1 0.0 17.2 6.3 50.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 198.7
SEC / SERVICE 6719.5 1251.0 101.8 172.3 125.5 1753.9 1022.2 699.8 115.4 14.6 0.0 0.0 154.7 13.9 0.0 0.0 12144.6

dusk to dawn class uses 2200 hour class peak

Losses By Element, Unadjusted - loads include losses of downstream elements plus class loads (MW)

Element
Sq El load 

code=1
Sq class 
code=2 I^2 R Loss

Core 
Losses

Total 
Losses

Allocated 
Class load

Element 
Load

% Loss cls 
load

I^2 R loss / 
load

Core loss / 
load

HV ESS 0.6 3.1 3.1 2.3 5.4 703.2 703.2 0.77 0.004 0.003
138-69 TSS 1.2 1.2 1.5 2.6 785.8 785.8 0.34 0.001 0.002
138-34 TSS 21.3 21.3 12.3 33.6 4166.4 4328.5 0.81 0.005 0.003
34KV LINES 127.1 127.1 0.0 127.1 4166.4 4201.4 3.05 0.031 0.000
34-12KV DC 6.2 6.2 7.8 14.1 1749.0 1749.0 0.81 0.004 0.004
34-4KV DC 2.1 2.1 3.5 5.6 549.0 549.0 1.01 0.004 0.006
34KV ESS 8.8 7.9 7.9 7.5 15.4 1660.4 1660.4 0.93 0.005 0.005
138/69-12 TDC 110.9 110.9 45.6 156.5 14691.1 15900.1 1.07 0.008 0.003
12KV LINES 39.2 39.2 0.0 39.2 1948.2 1954.3 2.01 0.020 0.000
12KV FDR 520.7 520.7 0.0 520.7 12389.4 12699.4 4.20 0.042 0.000
12-4KV DC 2.8 2.8 3.3 6.0 614.5 614.5 0.98 0.005 0.005
12KV ESS 3.1 20.2 20.2 52.0 72.1 2591.9 2591.9 2.78 0.008 0.020
ACNW FDR 3.0 3.0 0.0 3.0 353.5 362.2 0.84 0.008 0.000
ACNW TRANF 0.6 0.6 6.3 6.9 353.5 355.2 1.96 0.002 0.018
ACNW SEC 1.8 1.8 0.0 1.8 353.5 353.5 0.50 0.005 0.000
4KV FDR 58.2 58.2 0.0 58.2 1163.5 1163.5 5.00 0.050 0.000
LINE TRANF 80.4 177.8 177.8 132.2 310.0 13532.0 13774.9 2.29 0.013 0.010
480V DRYTR 1.0 2.4 2.4 4.0 6.4 198.7 198.7 3.20 0.012 0.020
SEC / SERVICE 242.9 227.3 242.9 0.0 242.9 12144.6 12144.6 2.00 0.020 0.000
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% Peak T 
Loss

Peak T 
Losses

T Losses 1.96% 429.5

Losses By Class, Unadjusted
Class SF MF SF_SH MF_SH WH 0-100 kW 100-400 kW400-1,000 k> 1-10 MW > 10 MW HV Load w_losRailroad Fixture-Incl Gen LightinMuni Primary Vo Total
I**2 R Loss D 568.8 105.9 8.7 14.6 10.4 191.5 143.0 108.3 107.3 13.6 2.8 2.5 13.9 1.2 9.3 47.4 1335.3
Core Losses D 94.3 20.2 1.4 2.8 1.9 37.2 30.7 27.2 44.6 5.6 2.1 0.3 2.4 0.2 1.2 6.2 278.2
Total Losses D 663.0 126.1 10.1 17.4 12.4 228.7 173.7 135.5 151.9 19.2 4.9 2.8 16.3 1.5 10.5 53.6 1613.5
Load 6719.5 1251.0 101.8 172.3 125.5 2505.6 2044.5 1749.6 2307.6 292.4 610.0 81.9 0.0 15.4 716.9 1074.9 19768.7
% Loss D (load) 9.9 10.1 9.9 10.1 9.9 9.1 8.5 7.7 6.6 6.6 0.8 3.4 9.5 1.5 5.0 8.2

Residual Losses Zone Load Class Load HV DLF=0 I^2 R Loss Core Loss T Loss
48.2 21914.4 19768.7 54.4 1335.3 278.2 429.5

Losses By Class, Adjusted to Allocate Zone Load at peak hour
Class SF MF SF_SH MF_SH WH 0-100 kW 100-400 kW400-1,000 k> 1-10 MW > 10 MW HV Load w_losRailroad Fixture-Incl Gen LightinMuni Primary Vo Total
I**2 R Loss D 589.3 109.7 9.0 15.1 10.8 198.5 148.2 112.2 111.2 14.1 2.9 2.6 14.4 1.3 9.6 49.1 1383.6
Core Losses D 94.3 20.2 1.4 2.8 1.9 37.2 30.7 27.2 44.6 5.6 2.1 0.3 2.4 0.2 1.2 6.2 278.2
Total Losses D 683.6 129.9 10.4 17.9 12.8 235.6 178.9 139.4 155.7 19.7 5.0 2.9 16.8 1.5 10.8 55.3 1661.8
Load 6719.5 1251.0 101.8 172.3 125.5 2505.6 2044.5 1749.6 2307.6 292.4 610.0 81.9 0.0 15.4 716.9 1074.9 19768.7
% Loss D (load) 10.2 10.4 10.2 10.4 10.2 9.4 8.7 8.0 6.7 6.7 0.8 3.5 0.0 9.8 1.5 5.1 8.4

Residual Losses Zone Load Class Load HV DLF=0 I^2 R Loss Core Loss T Loss
0.0 21914.4 19768.7 54.4 1383.6 278.2 429.5

Adjusted loads and losses for space heat classes
Class SF_SH MF_SH
I**2 R Loss D 14.8 31.0
Core Losses D 2.4 5.7
Total Losses D 17.2 36.7
Load 168.3 353.1
Loads and losses for space heating classes based on the average of the Coinc and NC peaks
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Class profiles grossed up to include Free Service and ComEd company Use

Element losses at nameplate load for transformers or at system peak for lines

System Element NP MVA Core loss% I2R loss% basemva Loss Code Code type I2R loss proportional to:
HV ESS 3800 0.06 0.47 3800 2 1 square of the sum of the load
138-69 TSS 2106 0.07 0.4 2106 1 2 sum of the squares of the load
138-34 TSS 6163 0.2 0.7 6163 1
34KV LINES 0 0 3 4166 1
34-12KV DC 3918 0.2 0.8 3918 1
34-4KV DC 1156 0.3 0.8 1156 1
34KV ESS 2493 0.3 0.8 2493 2
138/69-12 TDC 22800 0.2 1 22800 1
12KV LINES 0 0 2 1948 1
12KV FDR 0 0 4 12389 1
12-4KV DC 1085 0.3 0.8 1085 1
12KV ESS 17329 0.3 0.8 17329 2
ACNW FDR 0 0 0.8 353 1
ACNW TRANF 2106 0.3 1 2106 1
ACNW SEC 0 0 0.5 353 1
4KV FDR 0 0 5 1164 1
LINE TRANF 33052 0.4 1.4 33052 2
480V DRYTR 568 0.7 1.4 568 2
SEC / SERVICE 0 0 2 12145 1

Percent of Class Load Through System Elements

System Element SF MF SF_SH MF_SH WH 0-100 kW
100-400 

kW
400-1,000 

kW
> 1-10 
MW > 10 MW

HV Load 
w_losses Railroad

Fixture-
Included 
and Dusk 
to Dawn 
Lighting

Gen 
Lighting Muni

Primary 
Voltage

A HV ESS 0 0 0 0 0 0 0 0 0 0 100 0 0 0 13 0
B 138-69 TSS 4 4 4 4 4 4 4 4 4 4 8 5 4 4 0 2
C 138-34 TSS 17 16 17 16 17 17 20 20 25 25 0 3 17 17 34 60
D 34KV LINES 17 16 17 16 17 17 20 20 25 25 0 3 17 17 34 60
E 34-12KV DC 13 13 12 13 13 13 10 6 0 0 0 3 13 13 0 0
F 34-4KV DC 4 3 5 3 4 4 5 1 0 0 0 0 4 4 0 0
G 34KV ESS 0 0 0 0 0 0 5 13 25 25 0 0 0 0 5 60
H 138/69-12 TDC 83 84 83 84 83 83 80 80 75 75 0 97 83 83 0 40
I 12KV LINES 5 5 5 5 5 7 8 11 35 35 0 85 10 10 0 0
J 12KV FDR 78 77 78 77 73 71 67 64 40 40 0 12 71 71 0 40
K 12-4KV DC 5 5 5 5 5 5 3 0 0 0 0 0 5 5 0 0
L 12KV ESS 0 0 0 0 0 0 10 25 75 75 0 0 0 0 0 0
M ACNW FDR 0 2 0 2 5 5 5 5 0 0 0 0 2 2 0 0
N ACNW TRANF 0 2 0 2 5 5 5 5 0 0 0 0 2 2 0 0
O ACNW SEC 0 2 0 2 5 5 5 5 0 0 0 0 2 2 0 0
P 4KV FDR 9 8 10 8 9 9 8 1 0 0 0 0 9 9 0 0
Q LINE TRANF 100 98 100 98 95 95 80 57 0 0 0 0 98 98 0 0
R 480V DRYTR 0 10 0 10 5 2 0 0 0 0 0 0 0 0 0 0
S SEC / SERVICE 100 100 100 100 100 70 50 40 5 5 0 0 90 90 0 0
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Class Load (MW) SF MF SF_SH MF_SH WH 0-100 kW
100-400 

kW
400-1,000 

kW
> 1-10 
MW > 10 MW

HV Load 
w_losses Railroad

Fixture-
Included 
and Dusk 
to Dawn 
Lighting

Gen 
Lighting Muni

Primary 
Voltage Zone

Coincident Peak 6719.5 1251.0 101.8 172.3 125.5 2505.6 2044.5 1749.6 2307.6 292.4 610.0 81.9 0.0 15.4 716.9 1074.9 21914.4
Non-Conic Peak 6915.9 1432.6 234.8 534.0 134.9 2528.2 2172.8 1786.7 2373.5 296.3 646.0 132.2 171.9 15.4 718.8 1147.5

Dusk to dawn peak based on 2200 hours
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