
Bloomington Area

Substation Transformer Capacities

***Substations***

Transformer

Transformer Normal 

Rating, MVA

Transformer Emergency 

Rating, MVA

345-138 kV

Rising 1 400 448

Sidney 1 560 560

2 560 560

138-69 kV

Bondville 1 121 145

Mira 1 114 143

North Champaign 3 114 146

North Champaign 4 120 143

SW Campus 1 129 152

SW Campus 3 112 147

***Transformer Capacity***
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