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Year Growth (MVA) Proposed Work

Average Feeder 
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Loading (MVA)

New TSS 
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2014 2.4

Install 138-34 kV New TSS along L1808/L1811 
ROW near Farrell with one 40 MVA transformer; 
one 34 kV line going south to proposed Veterans 
site; at Veterans site install two 34-12.5 kV DC 
transformers; 12 kV fdr work 7.0 14.0 14.0 30

2015 1.6
Install new 34-12.5 kV transformer at New TSS with 
new 12.5 kV feeder going south 7.8 5.2 15.6 15.6 30

2016 1.7 Extend existing feeders to load center 5.8 5.8 17.3 17.3 30
2017 1.7 Extend existing feeders to load center 6.3 6.3 19.0 19.0 30
2018 1.9 Extend existing feeders to load center 6.9 6.9 20.9 20.9 30

2019 1.9

Install one 34KV line from New TSS to Veterans 
site; Install 34-12.5 kV transformer at Veterans site 
and 12 kV fdr work 7.6 5.7 11.4 22.8 30

2020 1.9 Extend existing feeders to load center 6.2 6.2 12.4 24.7 30
2021 1.8 Extend existing feeders to load center 6.6 6.6 13.3 26.5 30

2022 1.6
Install 34-12.5 kV transformer at Veterans site and 
install conduit there and on Cedar south to Bruce 7.0 5.6 14.1 28.1 30

2023 1.4 Extend existing feeders to load center 5.9 5.9 14.8 29.5 30

2024 1.3

Install second 40 MVA 138/34 kV transformer & 2 
138 kV circuit breakers at New TSS; Extend 
existing feeders to load center 6.2 6.2 15.4 30.8 67

2025 1.2 Extend existing feeders to load center 6.4 6.4 16.0 32.0 67
2026 1.0 Extend existing feeders to load center 6.6 6.6 16.5 33.0 67
2027 0.9 Extend existing feeders to load center 6.8 6.8 17.0 33.9 67
2028 0.7 Extend existing feeders to load center 6.9 6.9 17.3 34.6 67

2029 0.5
Install new 34-12.5 kV transformer at Veterans site; 
12 kV feeder work 7.0 5.9 17.6 35.1 67

2030 0.4 Extend existing feeders to load center 6.0 6.0 17.8 35.5 67

34 kV Alternative Plan - 50% of Long-Term Growth Scenario


