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    PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS(R)E     THU, MAR 28 2013  10:49 
2010 SRS, ERAG/MMWG BS CASE LB 2021 SUMMER PEAK CASE, FINAL 
W/IRP WO/MT ZN W/3RD ORNA -- L/O CLNTN-BKW+LTHM-ORENA 345 KV 
                      OUTPUT FOR AREA 357 [AMIL        ] 
BRANCH LOADINGS ABOVE  95.0 % OF RATING SET B (MVA FOR TRANSFORMERS, CURRENT FOR NON-TRANSFORMER BRANCHES): 
 
X--------- FROM BUS ----------X X---------- TO BUS -----------X 
  BUS# X-- NAME --X BASKV  AREA   BUS# X-- NAME --X BASKV  AREA CKT LOADING  RATING PERCENT 
348853 4ADM NORTH  138.00*  357 348870 4CATERPILLAR138.00   357  1    536.4   478.0   112.2 
348864 4N 27TH ST  138.00   357 348870 4CATERPILLAR138.00*  357  1    523.9   478.0   109.6 

 


