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      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  16:28 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects Out of Service 
 2021 SUMMER PEAK CASE, FINAL 
                       OUTPUT FOR AREA 357 [AMIL        ] 
 SUBSYSTEM LOADING CHECK (INCLUDED: LINES; BREAKERS AND SWITCHES; TRANSFORMERS) (EXCLUDED: NONE) 
 LOADINGS ABOVE  95.0 % OF RATING SET B (MVA FOR TRANSFORMERS, CURRENT FOR NON-TRANSFORMER BRANCHES): 
 
 X--------- FROM BUS ----------X X---------- TO BUS -----------X 
   BUS# X-- NAME --X BASKV  AREA   BUS# X-- NAME --X BASKV  AREA CKT LOADING  RATING PERCENT 
 348851 7OREANA     345.00*  357 348852 4OREANA     138.00   357  1    469.9   448.0   104.9 
 348851 7OREANA     345.00*  357 348852 4OREANA     138.00   357  2    477.4   448.0   106.6 
 348852 4OREANA     138.00   357 348853 4ADM NORTH  138.00*  357  1    480.0   477.0   100.6 
 348853 4ADM NORTH  138.00*  357 348870 4CATERPILLAR138.00   357  1    582.8   478.0   121.9 
 348863 4N DECATUR E138.00*  357 348877 4COUNTY HY20138.00   357  1    158.6   161.0    98.5 
 348864 4N 27TH ST  138.00   357 348870 4CATERPILLAR138.00*  357  1    570.5   478.0   119.3 
 348882 7RISING     345.00*  357 348883 4RISING     138.00   357  1    648.1   560.0   115.7 
 348896 4CHAMPGN JCT138.00*  357 348897 4MAHOMET    138.00   357  1    205.6   202.0   101.8 
 
 
      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  16:32 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects In-Service 
 2021 SUMMER PEAK CASE, FINAL 
                       OUTPUT FOR AREA 357 [AMIL        ] 
 SUBSYSTEM LOADING CHECK (INCLUDED: LINES; BREAKERS AND SWITCHES; TRANSFORMERS) (EXCLUDED: NONE) 
 LOADINGS ABOVE  95.0 % OF RATING SET B (MVA FOR TRANSFORMERS, CURRENT FOR NON-TRANSFORMER BRANCHES): 
 
 X--------- FROM BUS ----------X X---------- TO BUS -----------X 
   BUS# X-- NAME --X BASKV  AREA   BUS# X-- NAME --X BASKV  AREA CKT LOADING  RATING PERCENT 
 348853 4ADM NORTH  138.00*  357 348870 4CATERPILLAR138.00   357  1    502.2   478.0   105.1 
 348863 4N DECATUR E138.00*  357 348877 4COUNTY HY20138.00   357  1    153.0   161.0    95.0 
 348864 4N 27TH ST  138.00   357 348870 4CATERPILLAR138.00*  357  1    490.1   478.0   102.5 
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      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  16:44 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects Out of Service 
 2021 SUMMER PEAK CASE, FINAL 
 
 BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 347756 4MOWEAQUA   138.00  357 0.9330 128.75    348842 4SCLINTON TP138.00  357 0.9405 129.78 
 348852 4OREANA     138.00  357 0.8819 121.70    348853 4ADM NORTH  138.00  357 0.8821 121.73 
 348862 4N DECATUR W138.00  357 0.9097 125.54    348863 4N DECATUR E138.00  357 0.9023 124.52 
 348864 4N 27TH ST  138.00  357 0.8947 123.46    348865 4DECATUR JCT138.00  357 0.9020 124.48 
 348866 4E MAIN ST  138.00  357 0.9011 124.35    348867 4ROUTE 51   138.00  357 0.9010 124.34 
 348868 4ROUTE 51 TP138.00  357 0.9014 124.40    348869 4MOWEAQUA TP138.00  357 0.9358 129.14 
 348870 4CATERPILLAR138.00  357 0.8862 122.29    348871 4FARIESPRKWY138.00  357 0.8815 121.64 
 348872 4MT ZION 121138.00  357 0.8887 122.64    348873 4MT ZION PPG138.00  357 0.8925 123.17 
 348876 4CLINTN RT54138.00  357 0.9444 130.32    348877 4COUNTY HY20138.00  357 0.9103 125.62 

      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  16:49 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects In-Service 
 2021 SUMMER PEAK CASE, FINAL 
 
  BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 
                                            * NONE * 
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City of Decatur 
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City of Decatur 

Contingency 1: 
OREA-ADMN-1610 
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      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  17:35 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects Out of Service 
 2021 SUMMER PEAK CASE, FINAL 
 
 BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 347756 4MOWEAQUA   138.00  357 0.9366 129.25    348842 4SCLINTON TP138.00  357 0.9439 130.26 
 348853 4ADM NORTH  138.00  357 0.8880 122.54    348862 4N DECATUR W138.00  357 0.9144 126.19 
 348863 4N DECATUR E138.00  357 0.9078 125.28    348864 4N 27TH ST  138.00  357 0.9001 124.22 
 348865 4DECATUR JCT138.00  357 0.9070 125.16    348866 4E MAIN ST  138.00  357 0.9060 125.03 
 348867 4ROUTE 51   138.00  357 0.9059 125.02    348868 4ROUTE 51 TP138.00  357 0.9063 125.07 
 348869 4MOWEAQUA TP138.00  357 0.9394 129.63    348870 4CATERPILLAR138.00  357 0.8919 123.08 
 348871 4FARIESPRKWY138.00  357 0.8873 122.45    348872 4MT ZION 121138.00  357 0.8941 123.39 
 348873 4MT ZION PPG138.00  357 0.8978 123.89    348876 4CLINTN RT54138.00  357 0.9477 130.78 
 348877 4COUNTY HY20138.00  357 0.9152 126.30 

      PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS®E      WED, OCT 24 2012  17:35 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY  Illinois Rivers Projects In-Service 
 2021 SUMMER PEAK CASE, FINAL 
 
 BUSES WITH VOLTAGE LESS THAN 0.9500: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 
                                            * NONE * 
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