
Wildwood / Gages Lake Gas Main Replacement 

A study was completed to determine the effects of replacing size for size approximately 22,000’ 
of 4” MP and 2”MP gas main in the Wildwood / Gages Lake area. 

The gas main in the Gages Lake area is predominantly steel installed in the 50’s and 60’s and has 
a history of leaks and corrosion related maintenance work.  The area is fully developed and we 
do not anticipate any future growth or additional gas loads.

The study (Existing Conditions) reflects stable pressures in the 37 to 39 PSIG range prior to 
replacing the steel gas. The study (Proposed Conditions) shows little change replacing the 
existing steel with size for size plastic.  
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