
 

 

TABLE I 

 

2021 Shoulder Load Double Contingencies without MVP-16 

Overloads > 112% on MidAmerican Facilities > 100 kV 

 

 

 

Overloaded 

Line 

Line 

Loading 

(MVA) 

Line 

Loading 

(% ) 

Outaged 

Lines/Transformers 

Oak Grove - 

Mercer 161 kV 330 158 

Nelson - Sub H471 345 kV & 

Cordova - Nelson 345 kV 

Oak Grove - 

Mercer 161 kV 255 123 

Nelson - P20 345 kV line & 

Nelson 345-138 kV transformer 2M 

Oak Grove - 

Mercer 161 kV 251 121 

Nelson - Sub P20 345 kV & 

Cordova - Nelson 345 kV 

Oak Grove - 

Mercer 161 kV 251 121 

Nelson - Lee County 345 kV & 

Nelson - P20 345 kV 

Oak Grove - 

Mercer 161 kV 250 120 

Nelson - Sub H471 345 kV & 

Nelson - P20 345 kV 

Oak Grove - 

Mercer 161 kV 239 115 

Palmyra Tap - Sub T 345 kV & 

Palmyra Tap - Adair 345 kV 

Oak Grove - 

Mercer 161 kV 236 113 

Nelson-P20 345 kV &  

Nelson 345-138 kV transformer 4M  
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