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                        MidAmerican Exhibit 11.4N 

                               2021 Shoulder Load 

     Double Contingency Overloads Mitigated by MVP-16* 

                            Clean Line In-Service 

          Gateway Project Not In-Service 

          MidAmerican Facilities >100 kV 

 

Overloaded Line 

Line 

Loading 

(MVA) 

Line 

Loading 

(%) Outaged Lines/Transformers 

Oak Grove-Mercer 161 kV 324 156 

Nelson-Sub H471 345 kV & 

Cordova-Nelson 345 kV  

Oak Grove-Mercer 161 kV 324 156 

Quad Cities-Sub H471 & 

Cordova-Nelson 345 kV 

Oak Grove-Mercer 161 kV 221 106 

Nelson-P20 345 kV & Nelson 

345-138 kV transformer 2M 

Oak Grove-Mercer 161 kV 225 108 

Nelson-P20 345 kV  & Cordova-

Nelson 345 kV 

Oak Grove-Mercer 161 kV 236 114 

Nelson-Lee County 345 kV & 

Nelson-P20 345 kV 

Oak Grove-Mercer 161 kV 224 108 

Nelson-Sub H471 345 kV & 

Nelson-P20 345 kV  

Oak Grove-Mercer 161 kV 218 105 

Palmyra Tap-Sub T 345 kV & 

Palmyra Tap-Adair 345 kV 

Oak Grove-Mercer 161 kV 225 108 

Nelson-Sub H471 345 kV & 

Electric Junction-P20 345 kV 

Oak Grove-Mercer 161 kV 216 104 

Kewanee-Bishop 138 kV & 

Kewanee 138 kV Bus Tie  

Oak Grove-Mercer 161 kV 212 102 

Electric Jct.-Wayne 345 kV & 

Electric Jct.-P20 345 kV 

*Overloads on Mercer-Galesburg 161 kV line and Galesburg 161-138 kV    

transformers not shown 

 

 

  


