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TRANSMITTER AND RECEIVER LEADS

NOTES:

ALL TRACK WIRES 2C. #6

INSULATED 1 TWIST PER FT.

LENGTHS SHOULD NOT EXCEED MANUFACTURES

RECOMMENDATION.

WIRE TO BE #6 AWG FLEX OR LARGER.

REFER TO UP STANDARD DWG. FOR BUNGALOW

GROUNDING.

= TWISTED WIRES

ALL BUNGALOW WIRING TO BE #16 AWG FLEX

UNLESS OTHERWISE SPECIFIED EXCEPT ALL GROUND

CABLE TABULATION

TO BE SEPARATED BY AT LEAST 12" IN TRENCH,

 W(S) E(N) 

AS A 120V TO 240V ADAPTER.

FOR 240V TO 240V IS PROVIDED AS WELL

PORTABLE GENERATOR EXTENSION CORD

SIGNAL DESIGN

THE OFFICE OF

AUTHORITY FROM 

MADE WITHOUT

ARE NOT TO BE

MODIFICATIONS

CIRCUIT

TO BE VERIFIED BY FIELD
OFFSET AND ISLAND DISTANCES 

DAX A OFFSET=    '

DAX WARNING TIME = 26 SECONDS

642 NBS
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2229' 25+5+1 (C.T.) SEC. @ 49 M.P.H.
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SHANGHI LANE

(M.P. 128.66)

S      SW.
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    ATB   
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AT 
  
  
 B

CABLE #1 7C#14 U.G.B.T. HOUSE TO MP. 128.66 

Modification Level

Q.A. Last Level Checked

Last Level Mod This Typical

Last Level by Designer

Changed From Typical?

Rev

DU

DU

DU

Y

01.24.11 4K REMOTE.1

W/1400' DTL

525 NBS   

NBS
970

DAX A TO SHANGHI LANE

5,718' E(N)T

1
T
1
/

E
(N
)T

B

1
T
2
/

E
(N
)T

N

INSULATED JOINTS.

TRANSPOSED ACROSS ALL

ENSURE TRACK POLARITY IS= 

6) REMOVE BATTERY/TRACK DRIVER AT M.P. 127.46

5) REMOVE EXISTING RING-10/DIODE CIRCUIT LOCATED AT SWITCH

4) INSTALL NEW METER SERVICE

3) REMOVE EXISTING FOULING JUMPERS IN FOULING SECTION OF SIDING TRACK

2) REUSE EXISTING SWCC AND INSULATED JOINTS

- (1) TAB 884 RELAY

- (1) TAB 882 RELAY

- 1100' OF 7C#14 CABLE

- (1) TAB 586 DCSP

- (6) TAB 380 ARRESTORS

- (4) TAB 582 ARRESTORS

- (2) TAB 583 EQUALIZERS

- (1) TAB 706 CHOKE 

- (3) TAB 90 RESISTORS

- (1) TAB 970 TBES

1) ORDER AND INSTALL (NOT SHOWN ON THIS SHEET)
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SIGNAL DESIGN

THE OFFICE OF

AUTHORITY FROM 
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ARE NOT TO BE

MODIFICATIONS
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RECT.

+
#10

B12-X
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B+
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    WH    
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    RED   

X

W

Y

G
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JCT. BOX WITH
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 AUX. 
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 A 

SOURCE
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 TO

    GND   

#12 BK

#12 BK GFI
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#12 GR GND

#12 WH

  HOUSE   

  LIGHTS  

INSTRUMENT

HOUSE

WIRE SIZE TO BE DETERMINED

BY ELECTRICAL DEPT.

GENERAL ELECTRIC

#9L15ECB001

AT METER LOOP *

NOTE:

ALL SPLICES TO BE

IN JCT. BOXES OR

DEVICE HOUSINGS

15A

100A

SQUARE D
Q0116L125G

BREAKER BOX

30A

   

   

20A
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MAIN BREAKER = Q02100
AUX. GEN. BREAKER = Q0230
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INTERLOCKER

P/N PK4DTIM4LAL

(DO NOT SUBSTITUTE)
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L1 
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GND

L2 

579

GFI

30A

15A

#6 TO PRIME  
GROUND  
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TDFL

#12 GR 
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#12 WH 
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TO 
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POK-N12

 A 

 B 

SHT.3
CONNECTS
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"Mf" FREQUENCY (HZ)
WIRE LENGTH (FEET)
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A80465

22.15"

M11
MODULE

TRANSFER

DUAL TRACK CASE

8
0
4
0
3

A80468

TEMPLATE - 4A

NOTE:

APPLY TO 6 TRACK WIRE APPLICATION.

TABLE SHOWN. THE RECEIVER

EACH TRANSMITTER TO RAIL WIRE FROM

XMT1 AND XMT2 MUST NOT EXCEED THE

 MAXIMUM LENGTH SPECIFIED IN THE 

WIRE 

LENGTH IS NOT CRITICAL. DOES NOT

V
A

C
A

N
T

V
A

C
A

N
T

SHT 1
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N2853-2866DAX

2853-2866DAX

Modification Level

Q.A. Last Level Checked
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Last Level by Designer
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Rev
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