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Dale Printed: Dec 3. 2001 
Time Printed: 8:00.20 AM 
LlNEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Line Number: 6101 
Work Order: Work Order Date: 
Description: HENNEPIN - COMMONWEALTH EDISON - 138KV SPUR - LINE 6 

Runs From: 
Runs To: 
Structure t - First: 
Structure # . Lasl: 
Number of Structures: 
Dlslance In Miles: 
Structure Configuration: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Conductor ~ Tension: ' 

Conductor ~ Temperature "C 
Conductor ~ Clearance Date: 
Conductor - Date in Service: 
Shield Wire - Size: 
Shield Wire -Tension: 
Shield Wire. Dale in Service: 
Ruling Span. Feet: 
Insulator Tangenl No. MFR. 8 cat no.: 
Insulator Tangenl ANSI rating (LBS): 
Insulator Dead-End No. MFR. &cat no.: 
InsuIaIor Dead-End ANSI rating (LBS): 
Owning Company: 

Page: I 
Date Approved: 

Slatus: Record 
KV Rating: 138.0 

6101 
HENNEPIN PWR. STA 
C. E. CO. STR. 497 

9 
0.65 

1211 511 965 
LASALLE 
795 ACSR 45l7 
8850 
70 

ZWCCL I a 3 (1) 

05/21/1975 
12/15/1965 
38" E.H.S. STEEL 
5500 
12/15/1965 
550 
8 -143756 
15000 
8 - 143775 
25000 

Foolnoles: 
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Oat0 Printed 7/16/98 
Time Prlnted: 8:49:49 AM 
LINEDATA.QRP 

Line Number: 1302 
Work Order: 
Descrlpllon: UNION ELECTRIC 

ILLINOIS POWER COMPANY 
ON.LINE LINE DATA SHEET System 

Llne Data Sheet 

Work Order Date: 
DUPO FERRY ROAD- 138KV LINE 1302 

1302 
UE-138KV LINE ISTR. 501 
DUPO FERRY RO. 
1 
4 
'4 

0.19 
I-WC CL H2 111 
0812011981 
BELLEVILLE 

Runs From: 
Runs To: 
Structure I .  First: 
Structure W .  Last: 
Number of Structures: 
Distance in Miles: 
Structure Canfigbration: 
Date in Service: 
Service Area: 
Conductor. Sire: 1272 SAC 61 STR. 
Conductor - Tension: 6000 
Conductor. Tempereture OC: 93 
Conductor - Clearance Dale: 08/20/1983 
Conductor. Data In Service: 0812011981 
Shield Wlre . SIZE: 316 AW 
Shield Wire . Tension: 2800 
Shield Wire . Date in Service: 0812011981 
Ruling Span . Feet: 200 
Insulator Tangent No. MFR. & cat no.: 8 -143756 
Insulator Tangent ANSI rating ILBSI: 15000 
Insulator 0ead.End No. MFR. & cat no. 8 - 143756 
Insulator Dead-End ANSI rating tLBSI: 15000 
Owning Company: 

Page: 1 
Oate Approved: 

status: Record 
KV Rating: 138.0 

Footnotes: 
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Dale PAnled: 7/15/88 
Time Printed 8:50:04 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET System 

Llne Data Sheet 

Llne Number: 1306 
Work Order: Work Order Date: 
Dercrlptlon: C.I.P.S.-JACKSONVILLE INDUSTRIAL PARK. 138KV LINE 1 

Runs From: 
Runs To: 
Structure U . First: 
Structure X -Last: 
Number of Structures: 
Distance in Miles: 
Structure Contiauration: 
Date in Service: 
Service Area: 
Conductor. Site: 

1306 
L1612, STR 723 
STR. 669A 

0 
0.00 

JACKSONVILLE 
350 HEDC 19 

Conductor . Tension: 0 
Conductor - Temperature "C: 0 
Conductor . Clearance Date: 
Conductor - Date In Service: 
Shield Wire. Size: 
Shield Wlre . Tension: 0 
Shield Wire .Date in Service: 
Ruling Span - Feet: 0 
Insulator Tangent No. MFR. E cat no.: 0. 
insulator Tangent ANSI rating ILBSI: 0 
Insulator Dead-End No. MFR. & cat no. 0 .  
Insulator Dead.End ANSI rating ILBSI: 0 
Owning Company: CENTRAL ILLINOIS PUBLIC SERVICE 

1306 
STR. 669A 
PAWNEE 

0 
40.17 

JACKSONVILLE 
350 HEDC 19 
0 
0 

Foolnotes: 

0 

0 
0. 
0 
0. 
n 

1306 
STR. 669A 
STR. 46 
1 

46 
46 
3.33 
wc CL 1 121 
0511 31974 
JACKSONVILLE 
477 ACSR 3017 
6000 
125 
05/13/1974 
05/13/1974 

3382 
0511 3/1974 
400 
8 -143756 
15000 

3n6 AW 

E .  143756 
t mnn 

CENTRAL ILLINOIS PUBLIC SERVICE c 

Page: 1 
Date Approved 

Status: Record 
KV Rating: 138.0 

1306 
STR. 46 
JACKSONViLLE IND. PARK SUB 
46 
68 
22 
1.34 
wc CL 1 (31 
05/13/1974 
JACKSONVILLE 
477 ACSR 3017 
6000 
125 
05/13/1974 
05/13/1974 
3#6 AW 
3382 
05/13/1974 
400 
1-143380 
2800 
E .  143756 
15000 
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Date Prlnted Dec 1. 1999 
Time Prlnted 11:24:09 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Llne Data Sheet 

Llne Number: 1313 
Work Order: Work Order Dele: 
Deserlptlon: NORTH DECATUR . CLINTON RT. 54 - 138KV LINE 1313 

Runs From: 
Runs To: 
Structure # . Firsk 
Structure # - Last: 
Number of Structures: 
Distance in Miles: 
Structure Configuralion: 
Date in Service: 
Service Area: 
Conductor - Size: 
Conductor -Tension: 
Conductor - Temperature 'C: 
Conductor. Clearance Date: 
Conductor - Date in Service: 
Weld Wlre . Size: 
Shield Wire. Tenslon: 
Shield Wire. Date In Service: 
Rullng Span - F e e t :  
Insulator Iongent No. MFR. & c a t  no.: 
Insulator Tangent ANSI rating (LBS): 
Insulator Dead-End No. MFR. & cat no 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1313 
CLINTON RT. 54 
SOUTH CLINTON 
I63 
173A 
12 #4 
1.56 
RITERCONLEY ( I )  #3 
06/01 I1926 
DECATUR 
336.4 ACSR 3017 
0 111 
125 
061 151 1996 
08/14/1947 
ALCOAFOSW #2 
5 4 w  
01/01/1994 
0 # I  
9-PiNCO LIOM) 
7 5 w  
I O  - PlNCO LIOM) 
75w 

1313 
SOUTH CLINTON 
FORSYTH 
I74 
272A 
101 
14.64 
RlTER CONLEY (1) 
06/01 I 1  926 
DECATUR 
336.4 ACSR 3017 
0 #5 
I25 
06/15/1996 
08/16/1967 
ALCOA FOSW 
5400 
01/01 I1994 
o n5 
9-PINCO L1060 
7500 
IO-PINCO L1060 
7500 

1313 
FORSYTH 
STR. 586, L1346 
2720 
586 
21 
I .38 
RlTER CONLEY ( I )  
06/01 11926 
DECATUR 
336.4 ACSR 3017 
0 #6 
125 
06/01 11995 
0811 411 947 
ALCOA FOSW 
5400 
01/01/1994 
0 #6 
9 -PiNCO L1060 
7 5 w  
I O -  PlNCO L1060 
7.503 

Page: 1 
Approved: Oec 1.1999 

Slalus: Record 
KV Rating: 138.0 

1313 
STR. 586. L1346 
N. DECATUR SUB. 
586 
604 
19 
2.48 
BLAW KNOX (2) U8 
05/15/1949 
DECATUR 
336.4 ACSR 3017 U7 
0 #6 
125 
06/01 /I995 
0511 511949 
ALCOAFOSW #2 
5 m  
01/01/1994 
0 16 
1 1  -PINCO L1060 
7 5 w  

Footnotes: 11 
02 
13 TWR FILE NUMBERS 75079. 
n4 
n5 
16 
117 

STR. 195 THRU 201 (E, SIDE) = 66761 B 649 FEET, STR. 194 THRU 243 (W. SIDE) = 7337U Q 708 FEET, BASED ON FIELD MEASUREMENTS. 
ALCOA FIBER.OPTIC SHIELD WIRE, 0.551' DIA.:24 SINGLE.MOOE FIBERS. 

69KV DOUBLE CIRCUITTOWERS MODIFIED FOR SINGLE CIRCUIT 138KV. SEE HUGHES BROS DWG. ClSlO.FL (IPC FILE 882-500). 
FIELD MEASUREMENTS GENERALLY SUPPORT DESIGN TENSION OF APP. 700011 AND RULING SPAN OF APP. 685 FT. 
NO FIELD MEASUREMENTS AVAILABLE. DESIGN TENSiON IS ABOUT 70001. 
STR. 604 - N. DECATUR SUB 1272. ACSR. 4517. 

18 P 41589 IP FILE n882.415. 

I I  -PlNCOLIOM) 
7 5 w  



; 
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Dale Prlnled 7/15/98 
Tlme Prlnled 10:4015 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
0N.LINE LINE DATASHEET Splem 

Line Data Sheet 

Llns Number: 1322 
Work Order: Work Order Dale: 
De8crlpllon: MT. VERNON 42ND ST.. WEST FRANKFORT. 130KV LINE 13 

Runs From: 
Runs To: 
jtwcture I - Flrst: 
Structure W . Loft: 
Number of Structures: 
Dlstance In Mlles: 
Structure Conflgurollon: 
Date In Servlce: 

:onductor. Size: 
Eonductor. Tenslon: 
Eonductor - Temperature "C: 
2onductor - Clearance Dote: 
Eonductor - Dote In SeNlce: 
jhleld Wlie - %e: 
jhleld Wlre . lenslon: 
jhleld Wire - Date In Servlce: 
Wring Span ~ Feet: 
nSUlator Tangent No. MFR. & cot no.: 
nsulotor Tangent ANSI ratlng (LBS): 
nsulator De&-End No. MFR. & cat no 
nsulotor Dead-End ANSI rdlng (LBS): 
3wnlng Company: 

%NlCB Area: 

1322 
MT. VERNON 42D SI. SUB 
STR. 763 
17 
I 
17 
1.19 
I-WCCL 1 ( I )  
I212811973 
MT. VERNON 
795 ACSR 4517 
7m 
125 
12/2811973 
1212811973 
3Y6 AW 
3055 
12/28/1973 
350 
8-143756 
15wO 
8 - 143775 
2 m  

1322 
SIR. 763 
N.W. BENTON 

0 
23.71 
-2 

MI. VERNON 
350MCM CU-I9 
7250 
0 

318'CW E.H.S. 
5930 

0 
0. 
0 '  
0 -  
0 
CENTRAL ILLINOIS PUBLIC SERVICE CO 

'oolnoles' X I  
12 
x3 

MAXIMUM DESIGN TENSION IS 700 LBS BETWEEN STR 57 AND SUBSTATION BUS 
RULING SPAN IS 50 FT. BETWEEN STR 57 AND SUBSTATION BUS. 
MAXIMUM DESIGN TENSION IS 900 LBS BETWEEN STR 57 AND SUBSTATION BUS 

Page: 1 
Dale Approved: 

slat",: Record 
KV Rallng: 138.0 
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Date Printed: Sep 19. 2001 
Time Printed: 3:36:40 PM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Line Number: 1326 
Work Order: Work Order Date: 
Description: SOUTH BLOOMINGTON . RAAB ROAD SW. STA. 138KV LINE 13 

Runs From: 
Runs To: 
Structure #. First: 
Slruclure # . Last: 
Number of Structures: 
Distance In Miles: 
Structure Configuration: 
Date in Service: 
Service Area: 
Conductor ~ Size: 
Conductor - Tension: 
Conductor -Temperature 'C: 
Conductor - Clearance Oafe: 
Conductor - Date in Service: 
Shield Wire - Size: 
Shield Wire .Tension: 
Shield Wire. Date in Service: 
Ruling Span ~ Feet: 
Insulator Tangent No. MFR. 8 cat no.: 
Insulator Tangent ANSI raling (LBS): 
lnsulalor Dead-End No. MFR. 8 cat no.: 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1326 
S.  BLOOMINGTON 
TWR. 512. L1364 
541A 
512 
53 

1326 
TWR. 512, L1352 
WASHINTON ST. SUB 
30A 
31 
2 

6700 
125 
10/30/1998 
1013011998 
7X.120 AW 
0 
01/07/1986 
400 
10.143775 
15000 
10- 143775 
15000 

9000 
125 
10/30/1998 

7X.120AW 
4286 
07/01/1986 
550 
10-143756 
15000 
10.143756 
15000 

io/30/199a 

Status: 
KV Rating: 

1326 
WASHINGTON ST. SUE #2 
STR. 44 
32 
44 
13 
1 4 0  . .  . 
2-WC, FR CL 1, H1. H2. H4 (1) 
03/01/1987 
BLOOMINGTON 
477 ACSR 3017 
9000 
125 
03/0 1/1987 
03/03/1951 
7#7 AW 
5576 
03/01/1987 
600 
10 -143756 
15000 
10.143775 
25000 

Page: 1 
Date Approved: Sep 19. 2001 

Record 
138.0 

1326 
STR. 44 
STR. 64 
45 
64 
20 
1 2fi 
1-wc CL 1 (3) 
08/01/1987 
BLOOMINGTON 
477 ACSR 30/7 
6000 
125 

08/01/1987 
3#6 AW 
3000 
08/01/1987 
400 
1-143388 
2800 
10- 1437% 
25000 

owoi/i9a7 

Footnotes: # I  

#2 

TUBULAR STEEL STRS. 512A. 513A. 515A. 516A. 517A. 518A. 520A. 521A. 522.522A. 523A. 524A. 525A. 527A, 528A. 529A. 530A. 531A, 532A. 
533A. 534A. 535,537 538.539A. 540A ~ DATE IN SERVICE 10130198. 
TWO 12 KV CIRCUITS fNSTALLE0 AS AN UNDERBUILD TO STR. 32.33. AND 34.12 KV ClRCUiTS ON ALUMINUM SPAR ARMS. T-2 - 336 4 ACSR CONDUCTOR 
AT L. DESIGN TENSION OF 7300 LBS. INSTALLED 5/97. 



Dale Prlnted: Sep 19, 2001 
Time Printed: 3:36:40 PM 
LINEDATA.C!RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Llne Number: 1326 
Work Order: 
Descriptlon: 

Work Order Date: 
SOUTH BLOOMINGTON . RAAB ROAD SW. STA. 138KV LINE 13 

Runs From: 
Runs To: 
Structure # ~ First 
Structure # ~ Last: 
Number of Slruclures: 
Distance in Miles: 
Structure Configuration: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Conductor. Tension: 
Conductor ~ Temperature ‘C: 
Conductor - Clearance Dale: 
Conductor - Date in Service: 
Shleld Wire - Size: 
Shield Wire. Tension: 
Shield Wire. Date in Service: 
Ruling Span. Feet: 
Insulator Tangent No. MFR. &cat no.: 
Insulator Tangent ANSI raling (LBS): 
Insulator Dead-End No. MFR. 8 cat no.: 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1326 
STR. 64 
NORMAL RABB RD. SW. STA 
65 

65 
1.12 
2-WC CL 183 (4) . .  
03/03/195 1 
BLOOMINGTON 

9000 
93 
04/22/1969 

477 ACSR 3017 

03/03/1951 

5576 
10120/1993 

7n7 DL1 

0 
10 -PINCO L1060 
15000 
10-PINCOL1060 
15000 

Page: 2 
Dale Approved: Sep 19.2001 

Status: Record 
KV Rating: 138.0 

Footnotes: 
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Dale Prlnled 7/15/98 
Tlme Prlnled 104040 AM 
LINEDATA.QRP 

Llnm Number: 1338 
Work Order: 
Dsscrlptlon: MT. VERNON 42ND. ST. SPUR. 138KV LINE. 1336 

!uns From: 
!uns To: 
~tructure P - Flrst: 
,tructure # - Last: 
lumber of Structures: 
)klance In Miles: 
;lruCture Conflgurotlon: 
)ote In Service: 
eNfce &eo: 
:onductor ~ She: 
:onductor - Tenslon: 
:anductor. Iernperoture "C: 
:onductor. Clearance Dole: 
:onductor. Date In Setvlce: 
hleld Wlre .SIZE: 
hleld Wlre . Ienslon: 
ihleld Wlre .Dote In Servlce: 

1336 
W. MI. VERNON SUB. 
STR. 759A 

MI. VERNON 
V54 ACSR 4517 
0 
0 

3/8'CW E.H.S 
5930 

!unng span. Feet: 0 
isulator Tangent No. MFR. & cot no.: 0. 
isulator Tangent ANSI ratlng (LBS): 0 
isulotor Dead-End No. MFR. & cot no 0. 
isulotor Deod-End ANSI rollng (LBS): 0 
)wnlng Company: CENTRAL ILLINOIS PUBLIC SERVICE CO 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET Syslem 

Llne Data Sheel 

Work Order Dale: 

1336 
WEST M I  VERNON 
SIR. 759A 

0 
2.97 
(2) 84 0) 

MI. VERNON 
954 ACSR 4517 
0 
0 

310" CW E.H.S. 
5930 

0 
0 -  
0 
0 -  
0 

1336 
SIR. 759A 
MI. VERNON 42D SI. SUB 
1 
15 
I5  
0.99 
I-WCCL 1 ( I )  
06/16/1V71 
MT. VERNON 
795 ACSR 4517 
75w 
125 
06/16/1971 
06/16/1971 
3U6 AW 
3055 
06/16/197l . .  
350 
8-143756 
15wO 
8 - I43775 
25wO 

Page: 1 
Dale Approved 

status: Record 
KV Ratlng: 138.0 

:odnoles: 



ICUSTDW# O*HEDI 

TURRIS CDAL 
SMSTATION 

LATHAU 
SUBSTAT ION 

STR 4 8 2  TO LATHAU 
L A M S V I L L E  WIPCO 115.411 LIS66 

STR I 7 4  
132.831 L 1 3 4 2 0  

J i31.961 scmp 
INTERSTATE 
SUBSTATION 

150.341 

d A 
BMIDEN N . I L L I O P O L I S  

SUBSTATION SUBSTATION 
133.011 132.95 I 

CDNFICURATION 

. .  

I O  141 

Tr'' 



Dab Prinled Jan 15. 2002 
Time Prinled 1'49 22 PM 
LINEDATA 9RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Llne Number: 1342 
Work Order: Work Order Dale: 
Descrbllon: NORTH DECATUR - WEST ILLiOPOLlS . l38KV LINE 1342 

Runs From: 
Runs To: 
Slruclure I - Firsl: 
Slruclure # - LasI: 
Number 01 Slruclures: 
Dislance in Miles: 
Structure Configuralion: 
Dale in Service: 
Service Area: 
Conductor. Size: 
Conductor -Tension: ' 

Conduclor - Temperature 'C: 
Conductor . Clearance Dale: 
Conduclor - Dale in Service: 
Shield Wire. Size: 
Shield Wire -Tension: 
Shield Wire. Dale in Service: 
Ruling Span. Feel: 
Insulator Tangenl No. MFR. 8 cal no.' 
lnsulalor Tangenl ANSI raling (LBS): 
lnsulalor Dead-End No. MFR. 8 cat no.: 
lnsulalor Dead-End ANSI raling (LBS). 
Owning Company: 

1342 
N. DECATUR 
STR. 581, L1566 
595 
561 
17 
1.42 
BLAW KNOX (5) #2 
10/31/1940 
DECATUR 

9000 
125 
11/01/1967 
10/31 /I 940 
"11/32""CWH.S.7" 
4696 
10/31/1940 
600 
10 -PINCO L1060 
15000 
22 - PlNCO L1060 #t 
15000 

477 ACSR 3on 

Foolnoles #I TWO INSULATOR STRINGS PER PhASE 
a2 TWR FILE NJMBER P7072 (882.413) 
*3 TWR F ~ L E  NUMBER ~ 2 0 5 2  (8ez -m)  

1342 
STR. 561. L1566 
STR. 589 
594 
589 
6 
0 53 
BLAW KNOX (4) 113 
07/18/1925 
DECATUR 

9000 
125 

477 ACSR 3017 

1 i/oi/i967 
11/01/1967 
3#7 E.H.S. CW. 
0 

660 
10 -PINCO L1060 
15000 
20. PiNCO L1060 #1 
15000 

or/i8/1925 

1342 
STR 589 
STR 552 
589 
552 
39 
4 48 
2 CPCL 18  3 (11 

DECATUR 

9000 
125 

02/07/1949 

477 ACSR 3on 

1 1 /o 111 967 
07/27/1949 

07/27/1949 

"(2) 5 / 1 6  STEEL" 
5600 

660 

Page: 1 
Dale Approved: Jan 15.2002 

Slat"%: Record 
KV Ratlng: 138.0 

1342 
STR. 552 
STR. 482 
551 
482 
70 
8.96 
2DFCL I 8  3 0 )  
12/10/1969 
DECATUR 
795 ACSR 45n 
9000 
125 
ii/oii196r 
12/10/1969 

4547 
12/1 Of1 969 
700 

2-7 x ,120 AW 

10 -PiNCO L1060 8 -143756 
15000 7500 
20 - PlNCO L1060 #1 8 - 143775 
15000 25000 

u4 
15 

STRS 467A. 482 WERE CLEARED 11/1/1967 
NUMBER OF INSULATORS VANES FROM 8 TO 11 



Dale Prinled: Jan 15. 2002 
Time Prinled: 1:49:22 PM 
LINEDATAQRP 

ILLiNOlS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Dala Sheet 

Line Number: 1342 
Work Order: Work Order Dale: 
Deocrlpllon: NORTH DECATUR .WEST ILLlOPOLlS .138KV LINE 1342 

Runs From: 
Runs To: 
Slruclure # . FirsI: 
Slruclure # - LasI: 
Number of Slrudurer: 
Distance in Miles: 
Slructure Configuralion: 
Dale in Service: 
Service Area: 
Conduclor - Size: 
Conduclor -Tension: 
Conduclor - Temperalure 'C. 
Conduclor. Clearance Dale: 
Conduclor - Dale in Service: 
Shield Wire -Size: 
Shield Wire -Tension: 
Shield Wire. Dale in Service. 
Ruling Span - Feel: 
lnsulalor Tanganl No. MFR. 6 cal no.: 
lnsulalor Tangent ANSI raling (LBS): 
Insulator Dead-End No. MFR. 6 cal no.: 
lnsulalor Dead.End ANSI raling (LBS) 
Owning Company: 

Foolnoles: 

1342 
STR. 482 
STR. 423 
481 
423 
59 
7.00 
2 WC S DF CL 1 6 3  (3) 
06/09/1949 
DECATUR 
477 ACSR 3on 
9000 
125 
11/01/1967 #4 

2-3x7 CW E.H.S. 
3961 
06/09/1949 
660 
10 -PINCO L1060 
15000 
8.143775 
25000 

06mg/i949 

1342 
STR. 423 
STR. 159 
1 
159 
159 
9.51 
WC CL 1 ( 6 )  
06/03/1976 
OECATUR 
1272 ACSR 45n 
10000 

06/03/1976 
3 6  AW 
3055 
06/03/1976 
350 
0 -OB 47410-3061 
0 
I 

0 .  OB 47410-3061 
25000 

1342 
STR. 159 
STR. 174 
160 
174 
15 
0 07 
WC CL 210 (6) 
06/03/1976 
DECATUR 
1272 ACSR 45n 
10000 
125 

0610311976 
1 IO 8 ACSR 12/7 
3793 
0610311976 
350 
0 -OB 32440 
15000 
0 
0 

Page: 2 
Dale Approved: Jan 15.2002 

Slalus: Record 
KV Rating: 138.0 

1342 
STR. 174 
W. ILLiOPOLlS SUB. 
175 
177 
3 
0.12 
WC CL 210 (6) 
06/03/1976 
DECATUR 
1272 ACSR 4517 
10000 
125 

06/03/1976 
110.8ACSR I2/7 
3793 
06/03/1976 
350 
0 -OB 32440 
15000 
0-0847410-3061 
25000 



Dale Printed: Jan 15. 2002 
Time Printed: 1:49:22 PM 
LiNEDATA QRP 

ILLiNOlS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Llne Dam Sheet 

Line Number: 1342 
Work Order: Work Order Dale: 
Oescrlpllon: NORTH DECATUR .WEST ILLIOPOLIS - 138KV LINE 1342 

Runs From: 
Runs To: 
Slruclure X .  Firs!: 
Slruclure X - Last: 
Number of Slruclurea: 
Distance in Miles: 
Slruclure Configuralion: 
Dale in Service: 
Service Area: 
Conduclor . Size: 
Conduclor .Tension: 
Conduclor . Temperalure ‘C. 
Conduclor . Clearance Dale: 
Conduclor ~ Dale In Service: 
Shield Wire - Size: 
Shield Wire. Tension: 
Shleld Wire. Dale in Service: 
Ruling Span ~ Feel: 
lnsulalor Tangenl No. MFR. d cal no.: 
lnsulalor Tangenl ANSI raling ILBS): 
lnsulalor Dead-End No. MFR. 8 cat no.: 
Insulalor Dead-End ANSI raling (LBS): 
Owning Company: 

Foolnoles: 

Page: 3 
Dale Approved: Jan 15.2002 

Stalus: Record 
K V  Rating: 138.0 

1342A 
STR. 467A 
LATHAM SUB 
1 
7 
7 
0.98 
2 DF CL 1 (3) 
08/15/1966 
DECATUR 
1414 ACSR 175 EXP 
16700 
175 
11/01/1967 
09/16/1966 
2-7X.12OAW 
5336 
09/16/1966 
740 
8 -NGK CA557MH 
15000 
8 - 143775 
25000 
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Dete Prlnled 7llsm8 
Tlme Prlnled: l041:oE AM 
LINEDATA.0RP 

!uns From: 
!uns To: 
,lructure 11 . Flrst: 
~ W C ~ S  n ~ ~ 0 t h  
lumber of Slruclures: 
)Istonce In Miles: 
lfucture Conflgurallon: 
)ate In Sewlce: 

:onductor. She: 
:onductor. Tenslon: 
:onductor -Temperature 'C 
:onductor - Clearance Dote: 
:onductor ~ Dale In Se~lce: 
hleld Wire. Ske: 
hleld Wlre ~ Tension: 
hleld Wlre - Dole In Sewlce: 
ullng won. Feet: 
isulator Tangent No. MFR. & cat no.: 
isulator lorgent ANSI rallng (LES): 
isulalor Dead-End No. MFR. & cat no 
aulator Dead-End ANSI rollno (LES): 
)wnlng Company: 

SNke Areo: 

1 

ILLINOIS POWER COMPANY 
ON.LINE LINE DATA SHEET Svslem 

Llne Data Sheet 

Llne Number: 1346 
Work Order: Work Order Dele: 
Descrlpllon: WEST MASON CITY. NORTH OECATUR .13EKV LINE - 1346 

oolnotes: 

1346 
W. MASON CITY 
STR. 421 
171 
421 
251 
29.91 
2WC&DFCLI &3(1)  
06/09/1949 
DECATUR 
477 ACSR 3017 
9 m  
93 
06/04/1970 
06/Wll949 
3117 CW E.H.S. 
3961 
06/09/1949 
660 
IO-PINCO L1060 
15000 
IO - PlNCO L I M O  
'5090 

1346 
STR. 421 
STR. 567 
422 
567 
147 
16.38 
2WCCL1&3(2) 
10/31/1940 
DECATUR , 
477 ACSR 3017 
8703 
93 
06/04/1970 
1013 1 I I940 
" I  1/3YCW. H.S." 
4696 
10131 /I 940 
6W 
IO.PINC0 LIOM) 
I5wO 
I 1  . PINCO LlObO 
15ooo 

1346 
SIR. 567 
SIR. 572 
568 
572 
5 
0.58 
2 WC & DF CL 1 (4) 
0211 811976 
DEC ATUR 
477 ACSR 3011 
9000 
I25 
02/18/1976 
02/18/1976 
3#7 CW E.HS. 
3961 
02/18/1976 
660 
8 -143756 
15wO 
0 - NONE 
0 

Page: 1 
Dale Approved: 

Status: Record 
KV Aallng: 138.0 

1346 
STR. 572 
STR. 585 
573 
505 
13 
I .75 
2 WC & DF CL 1 & 3 (1) 
06/09/1949 
DECAIUR 
477 ACSR 3017 
9000 
I25 
11/0111967 
06/09/1949 
3U7 CW EHS. 
3961 
06/09/1949 
660 
IO -PINCO L1060 
15wo 
0 - NONE 
0 



ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET System 

Dale Prlnled 7/15/98 
T h e  Prlnled: 10:41:09 AM 
LINEDATA.QRP Llne Data Sheet 

Llna Numbsr: 1R4R .. 
Work Ordsr: Work Order Dele: 
Descrlpllon: WEST MASON CITY. NORTH DECATUR. 138KV LINE - 1346 

?urn From: 
tuns To: 
ilructure W -First: 

dumber of Slruclures: 
)lstance In Mlles: 
ltructure Conflguratlon: 
late In SeNlce: 
ieNlCe Area: 
:onductor ~ Size: 
:onductor. lenslon: 
:onductor. remperoture 'C: 
:onductof - Clearance Date: 
:onductor. Dote In %Nbe: 
,hleld Wlre - Slze: 
ihleld Wlre ~ Tenslon: 
ihleld We - Date In Sewbe: 
lullng S p a n  ~ FeeI: 
Isulotor TanQent NO. MFR. &cot no.: 
vulator Tangent ANSI rotlng (~8s): 
isulator Dead.End No. MFR. & cot no 
wlator Dead-End ANSI rollng (LBS): 
>wnlng Company: 

l8NCtUle W .Last 

I346 
SIR. 585 
N. DECATUR SUB. 
506 
604 
19 
2.45 
BLAW KNOX (3) 
05/15/1949 
DECAIUR 
477 ACSR 3017 
9000 
I25 
11/01/1967 
06/09/1949 
3W7 CW E.H.S. 
3961 
06/09/1949 
6W 
IO-PINCO LIOM) 
15ooo 
11-PlNCOLlOW 
ISDO0 

Page: 2 
Dale Approved 

Slalus: Record 
KV h t h Q :  138.0 





Date Printed: May 30, 2002 
Time Printed: 9:lO:OB AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LiNE DATA SHEET SYSTEM 

Llne Data Sheet 

Llne Number: 1352 
Work Drder: Work Order Date: 
Description: HAVANA P.S.. BLOOMINGTON GLO OANVERS RO. LINE 1352 

Runs From: 
Runs To: 
Structure # - First: 
Structure # ~ Last: 
Number of Slructurer: 
Dirlanca in Miles: 
Slruclure Configuration: 
Date In Sewlce: 
Service Area: 
Conduclor - Size: 
Conductor. Tension: 
Conductor - Temperature 'C: 
Conductor ~ Clearance Dale: 
Conduclor . Date in Service: 
Shield Wire -Size: 
Shield Wire - Tension: 
Shield Wire -Dale in Service: 
Ruling Span ~ Feel: 
Insulator Tangenl No. MFR. (L cal no.: 
Insulator Tangent ANSI rating (LEIS): 
Insulator Dead-End No. MFR. &cat no.: 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1362 1352 ~ ~ ~~~ 

HAVANA P.S. 
STR. 6 
1 
6 
17 . .  
0.92 

#3 
1-wc CL I a3 (3) 

BLOOMINGTON 

110.8ACSR 1 W  
3359 
0110111997 
325 
0-143388 #2 
5000 
8-143775 # I  
25000 

STR. 6 
STR. 243 
7 
243 #4 
241 
28.10 
2 .  wc CL (I a 3) 

BLOOMINGTON 
1113ACSR 54119 
15015 
125 
0410711978 
04/07/1978 
3#7 CW EHS 
3961 
0811712047 
640 
8 -PiNCO L1060 
15000 
8 - 143775 
25000 

Foolnotes: # I  HAVANA DEAD END ~O-P~NCO ~ 1 0 6 0  
12 
13 
#4 
#5 
#6 

#8 

143785 ALSO USED ON THIS SECTiON. 
STRUCTURES MODIFIED WITU OUTER BRACES, CROSSTIES, AND B U T  ANCHORS, 
STR. 96 IS A GUYED STEEL LONGITUDIAL RESTRAINT STRUCTURE (STORM STR.) 
11 13 ACSR 54119, RECONDUCTORED STR. 243 TO TWR. 90 
E.S. = 19.58'. GMD = 25.53'. 

DOUBLE STRAIN STRINGS - CONTAINS 16 INSULATOR UNITS PER STRING. 
#7 ORAWING NO. 882.500~ a CE-1352-84.22 

Page: 1 
Dale Approved: May 20,2002 

Status: Record 
KV Rating: 138.0 

1352 1352 
STR. 243 
STR. 268 
244 
268 
0 
4.30 
NO DATA #6 

BLOOMINGTON 
477 ACSR 30/7 #5 
0 
0 

3#7 cw 
0 

0 
0- 

STR. 268 
STR. 372 
269 
372 
106 ~~ 

13.16 

12/0811951 
BLOOMINGTON 

z WCCL I a3(1) 

477 ACSR 30/7 
9000 
93 
1110511968 
1210811951 
"5116"' STEEL" 
4500 
12/08/1951 
640 
10 -PINCO L1060 

n 15000 
10 - PiNCO L1060 0 -  

0 15000 
COMMONWEALTH EDiSON COMPAN 



Date Printed May 30, 2002 
Time Printed: 9:10:08 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Llne Number: 1352 
Work Order: 
Descfiptlon: 

Work Order Date: 
HAVANA P.S. - BLOOMINGTON OLD DANVERS RD. LINE 1352 

Runs From: 
Runs To: 
Structure # - First: 
Structure # - Last 
Number of Structures: 
Distance in Miles: 
Structure Configuration: 
Date in Service 
Serviu, Area: 
Conductor. Size: 
Conductor - Tension: 
Conductor. Temperature 'C: 
Conductor ~ Clearance Date: 
Conductor - Date in Service: 
Shield Wire - Sire: 
Shield Wire -Tension: 
Shield Wire. Date in Service: 
Ruling Span ~ Feet: 
Insulator Tangent No. MFR. & cat no.: 
Insulator Tangent ANSI rating (LOS): 
Insulator Dead-End No. MFR. &cat no.: 
Insulator Dead-End ANSI rating (LES): 
Owning Company: 

Footnotes: 

1352 
STR. 372 
STR. 380 
373 
380 
8 
1.01 
RlUER CONLEY (2) #7 
01Mll lWfi . . . . . . . .. . 
OLOOMINGTON 
471 ACSR 300 
4500 
93 
11/05/1968 

"5116"' STEEL" 
4500 
05/02/1942 
640 
12 -PINCO L1060 
15000 
10-PINCOL1060 
15000 

0~10211942 

1352 
STR. 380 
OLD DANVERS RD. SW. STA. 
381 
495 
115 
15.65 
RITTER CONLEY (2) #7 
01/01/1926 
OLOOMINGTON 
336.4 ACSR 30l7 
0 
93 
11/0511968 

~~ . ~ .  
05/0211942 
"11flZCW7" 
0 
05/02/1942 
0 
10 -PINCO L1060 
15000 
11. PlNCOL1060 
15000 

Page: 2 
Date Approved May 20,2002 

Status: Record 
KV Rating: 138.0 
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Dale Printed: Mar 5~ 2001 ~~ 

t ime Prinled: 1:25:20 PM 
LINEDATA.QRP 

Llne Number: 1356 
Work Order: 
Descrlptlon: HAVANA P.S.. IPAVA (C.I.P.S.) - 138KV LINE 1356 

1356 
Runs From: HAVANA P.S. 
Runs To: STR. D 
Struclure P . First: 
Structure P - Last: 
Number of Struclures: 4 
Distance in Miles: 0.22 
Structure Configuralion: 
Dale In Service: 07/24/1974 
Service Area: DECATUR 
Conductor - Size: 
Conduclor .Tension: 9000 111 
Conductor - Temperalure 'C: 125 
Conduclor - Clearance Date: 11/01/1977 
Conduclor . Dale in Service: 1110111977 
Shield Wire. Size: 7X.120 AW 
Shield Wire. Tension: 3035 #2 
Shield Wire - Dale in Service: 07/24/1974 
Ruling Span. Feet: 300 
lnsulalor Tangenl No. MFR. 8 cat no.: 8 -143756 
lnsulalor Tangent ANSI rating (LBS): 15000 
Insulator Dead.End No. MFR. 8 cat no.: 8 .  143775 
lnsulalor Dead-End ANSI rating (LBS): 25000 
Owning Company: 

wc CL 1 (1) 

11 13 ACSR 54/19 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Work Order Dale: 

1356 
STR. D 
TWR. 3 

4 
0.61 
BETHLEHEM (2) 
07/07/1948 
DECATUR 
477 SSAC 2617 
9000 
237 
11/01/1977 
11/01/1977 
3#7 EHS CW 
3960 
07/07/1948 
n 
8 -143756 
15000 
10.143775 #3 
15000 

Fwlnoles: 111 
#2 
#3 

HAVANA SUB. TO STR. A. 3000P. 
HAVANA SUB. TO STR. A, 2000#. 
STATION SIDE OF TWR. #1.60000# F.S.I. 4 10 INS. SINGLE STRING ON TOP AND BOTTOM. 

1156 
TWR. 3 
IPAVA 

0 H-FRAME 14.08 (3) 

DECATUR 
556.5 ACSR 2617 
0 
0 

2-318' EHS ST. 
0 

0 
0 -  
0 
0- 

Page: 1 
Date Approved: Mar 5.2001 

Slatur: Record 
KV Rallng: 138.0 

0 
CENTRAL ILLINOIS PUBLIC SERVICE 
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Date Printed: Feb 27, 2002 
Time Printed 11:54:25AM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Line Number: 1362 
Work Order: Work Order Date: 
Descrlplion: HAVANA P.S. - GALESBURG MONMOUTH BLVO.. 138KV LINE 

Runs From: 
Runs To: 
Structure # - First: 
struc1ure n ~ Last: 
Number of Slructures: 
Dlslance In Miles: 
Slruclure Configuration: 
Date in Service: 
Service Area: 
Conduclor - Size: 
Conductor . Tension: 
Conductor. Temperalure 'C: 
Conductor. Clearance Dale: 
Conduclor . Dale In Service: 
Shield Wire. Sire: 
Shield Wire. Tension: 
Shield Wire. Dale in Service: 
Ruling Span ~ Feel: 
Insulator Tangent No. MFR. 8 cal no.: 
Insulator Tangent ANSI rating (LBS): 
lnsulalor Dead-End No. MFR. 8 cat no.: 
lnsulalor Dead-End ANSI rallng (LBS): 
Owning Company: 

1362 
HAVANA P.S. 
TWR. 1 
A 
0 
4 
0.45 

9000 #1 
120 
1012811977 ~ 

1012811977 
7X.12OAW 
3035 #2 
0712711974 
0 
8 -143756 
15000 
8.143775 
25000 

1362 
TWR. 1 
TWR. 3 
1 
3 
4 
0.44 

9000 
236 
1012811977 
1012811 977 
2-718 AW 
0 
0910111990 
0 
8 -143756 
15000 
10- 143775 
25000 

1362 
TWR. 3 
CUBA SW. STA. 
4 
171 
170 
19.56 
2 DFCL 1 8 3(3) 
0710711948 
GALESBURG 
1113 ACSR 54/19 
15015 84 
120 
1012811977 
1012811977 

0 
0713 111 994 
0 #6 
8 -PINCO L1060 
15000 
16-143775 #5 
25000 

Footnotes: #1 30W# BETWEEN HAVANA 8 STR. A. 
20001 BETWEEN HAVANA 8 STR. A. #2 

#3 FILE 882-309. 
u4 2000# BETWEEN STR 170AAND STR. 171A. 
#5 
#6 COND. 650'. S.W. 660'. 
#7 BUNDLED WiTH RECLAIMED 477,2-14-80 
18 29% NEW STRUCTURES 2-14-80. 
19 
# l o  

TWO INSULATOR STRINGS PER PHASE, 

STEEL STORM STRS. ON STRS. 255.287 8 336 ARE GUYED STEEL STORM STRS. (4R000) 
1272 ACSR 45f7 CONDUCTOR BETWEEN STR 453 8 GALESBURG. MONMOUTH BLVD ,4000# TENSION 

Page: 1 
Dale Approved: Feb 27.2002 

Status: Record 
KV Rating: 138.0 

1362 
CUBA SW. STA 
STR. 408 
171A 
408 #9 
227 
27.89 
2 D F C L 1 8 3 ( 4 )  #8 

GALESBURG 
2.477 ACSR 3017 
9000 
93 
0211411980 

3#7 CW E.H.S. 
0 
0710711948 #E 
660 

#7 

8 -PiNCO L1060 
15000 
20-143755 #5 
25000 



Dale Printed Feb 27. 2002 
Time Prinled: 11:54:25 AM 
LiNEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Llne Dala Sheel 

Line Number: 1362 
Work Order: Work Order Dale: 
Descriplion: HAVANA P.S.. GALESEURG MONMOUTH ELVD. - 138KV LINE 

Runs From: 
Runs To: 
Slruclure # ~ Firsl: 
Slruclvre t - Last: 
Number of Slruclures: 
Dislance in Miles: 
Struciure Conngurallon: 
Dale in Service: 
Service Area: 
Conduclor - Size: 
Conduclor . Tension: 
Conducior ~ Temperalure 'C: 
Conductor. Clearance Dale: 
Conductor. Date in Service: 
Shield Wire. Siza: 
Shield Wire .Tension: 
Shield Wire -Dale in Service: 
Ruling Span - Feel: 
Insulator Tangenl No. MFR. & cat no.: 
Insulator Tangenl ANSI raling (LES): 
lnsulalor Dead-End No. MFR. & cat no.: 
Insulator Dead-End ANSI raling (LES): 
Owning Company: 

1362 
STR 408 
STR. 447 
409 
447 
39 
4.81 
2 wc CL 1 (5 )  
05/17/1966 
GALESEURG 
2-477 ACSR 30/7 
9000 
93 
02/14/1980 

67 .. . 
7 X ,120AW 
5220 
05/17/1966 
660 
8 -PINCO L1060 
15000 
20-143775 L5 
25000 

1362 
STR. 447 
GALESBURG, MONMOUTH ELVD. SU 
448 
453 
8 
0.72 
2 WCCL 1(6) 
07/15/1973 
GALESBURG 
2-477 ACSR 30U 
9000 # i o  
93 
02/14/1980 

67 .. . 
7X.120AW 
5220 
07/15/1973 
660 
8 -143756 
15000 ~~~~ 

20-143775 d5 
25000 

status: Record 
KV Raling: 138.0 

1362 
CUBASW STA 
ClPS S CANTON 

0 
11.63 
(7) 

GALESBURG 
350 MCM CU 19 
0 
0 

Page: 2 
Dale Approved: Feb 27.2002 

318" EHS BETH. C 
0 

0 
0- 
0 
0- 
0 
CENTRAL ILLINOIS PUBLIC SERVICE 

Foolnoles: 
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Dale Prinled: Oct 25. 2001 
Time Printed 10:59:12 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Ltne Number: 1364 
Work Order: Work Order Date: 
Descripllon: SO. BLOOMINGTON ~ BLOOMINGTON OLD DANVERS RD. LINE 1 

Runs From: 
Runs To: 
Structure # - Firsl: 
Slruclure # . Last: 
Number of Slruclures: 
Dislance in Miles: 
Slruclure Conliguralion: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Conductor. Tension: 
Conductor ~ Temperature 'C: 
Conductor . Clearance Dale: 
Conductor ~ Date in Service: 
Shield Wire. Size: 
Shield Wire -Tension: 
Shield Wire. Dale In Service: 
Ruling Span ~ Feel: 
Insulator Tangenl NO. MFR. 6 cal no.: 
lnsulalor Tangcnl ANSI rating (LBS): 
ln6uialor Dead-End No. MFR. 6 cal no. 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1364 
OLD DANVERS RD. SW. STA 
TWR. 512 
496 ~~ 

512 
16 
2.25 
RlTER CONLEY (1) 
01/01/1926 
BLOOMINGTON 
336.4 ACSR 30R 
n 
93 
11/05/1968 
05/02/1942 
7 X ,120 AW 
0 
07/01/1985 
0 
10-PINCO Ll060 
15000 
11 ~ PlNCO L1060 
15000 

1364 ... . 
TWR. 512 
S. BLOOMINGTON SUB. 
512A 
541 
54 
3.33 

01/01/1926 
BLOOMINGTON 
336.4 ACSR 30/7 

R CONLEY (2) a ( 5 )  STEEL (4) #I 

n 
125 
10/21/1975 
05/02/1942 
7 X ,120AW 
0 
07/01/1985 
0 
0 -NONE 
0 
11 -PINCOLlOBO 
15000 

Page: 1 
Dale Approved: 0~125.2001 

sta1us: Record 
KV Rating: 138.0 

Fooinoles: H TUBULAR STEEL STRS. 512A. 513A. 515A. 516A. 517A. 518A. 520A. 521A. 522,522A. 523A. 524A. 525A. 527A. 528A. 529A. 530A. 531A. 532A 
533A. 534A, 535.537 536.539A. 540A - DATE IN SERVICE 10/30/98. 
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Dale Prinled: Jan 11,2002 
Time Prinled: 9.27:30AM 
LIN,EOATA.ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Line Number: 1366 
Work Order: Work Order Dale: 
Description: EAST GALESBURG - EAST KEWANEF - 138KV LINE - 1366 

Runs From: 
Runs To: 
Struclute 1) - First 
Slruclure # - Last: 
Number of Struclures: 
Dislance in Miles: 
Slruclure Configuration: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Conduclor .Tension: 
Conductor. Temperature 'C: 
Conduclor. Clearance Dale: 
Conduclor - Dale in Service: 
Shield Wire. Size: 
Shield Wire -Tension: 
Shield Wire -Dale in Service: 
Ruling Span. Feel: 
Insulator Tangent No. MFR. cal no.: 
Insulator Tangent ANSI rating (LBS): 
Insulator Dead-End No. MFR. a cal no.: 
lnsulalor Dead.End ANSI rating (LBS): 
Owning Company: 

1166 
EAST GALESBURG #I830 
STR. 1E 
1A 1E 

5 - 
0.20 
1 WRC CL 1 14) . .  
04/1612000 
GALESBURG 
477 ACSR 30/7 
4000 
125 
04/16/2000 
0411612000 
110.8ACSR 
2000 
04/16/2000 
215 
1-143388 
2800 
10.143775 
25000 

Footnotes: 

. . .. .. . 

1366 
STR 1E 
STR 52 
7 

06/09/1951 
GALESBURG 
477 ACSR 3017 
9000 
125 
0811411972 
06/09/195 1 

3960 
0610911 951 
640 

3n7 E.H S. cw 

10 -PINCO L1060 
15000 
20- PlNCO L1060 
15000 

1366 
STR. 52 
STR. 87A 
53 
87A 
37 
4 23 

06/09/1951 
GALESBURG 
477 ACSR 3017 
9000 
125 
O R ~ I ~ I I W ?  

~ W C C L  1 a3(1)  

. .. . . . . . . . 
06109/1951 
3#7 E.H.S. CW 
3960 
06109/1951 
640 
10 -PINCO L1060 
15000 
20. PlNCO L1060 
15000 

Page. 1 
Dale Approved Jan 11,2002 

Slatus: Record 
KV Raling: 138 0 

1366 
STR 87A ~~ 

STR 948 
88 
948 
18 
122 
1 WCCL 1 B z ( 3 )  
0110111978 
GALESBURG 
477 ACSR 3017 
6000 
125 
02/17/1978 
02/17/1978 
3#6 AW 
3221 
02/17/1978 
350 
8.143756 
15000 
8.143756 
15000 



Dale Prinled Jan 11. 2002 
Time Pnnled 9 27 30 AM 
LINEOATA ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Line Number: 1366 
Work Order: Work Order Dale: 
Descripllon: EAST GALESBURG . EAST KEWANEE .138KV LINE. 1366 

Runs From: 
Runs To: 
Slruclure #. Firsl: 
Slruclure #.  Last: 
Number 01 Slruclures: 
Distance In Miles: 
Slruclure Conliguralion: 
Dale in Service: 
Service Area: 
Conduclor - Sire: 
Conduclor ~ Tension: 
Conduclor - Temperalure 'C: 
Conductor. Clearance Dale: 
Conductor - Dale in Sewice: 
Shield Wire -Sire: 
Shield Wire -Tension: 
Shield Wire - Dale In Service: 
Ruling Span. Feet: 
lnsulslor Tangent No. MFR. 8 cal no : 
Insulator Tangent ANSI raling (LBS): 
lnrulalor Dead-End No. MFR. 8 cal no.: 
lnsulalor Dead-End ANSI raling (LBS): 
Owning Company: 

Foolnoles: 

Page 2 
Dale Approved Jan 11.2002 

Status: Record 
KV Rating: 138 0 

1366 
STR. 948 
E. KEWANEE 
95 
265 
171 
20.54 
2 WCCL183(1 )  
06/09/1951 
GALESBURG 
477 ACSR 3017 
9000 
125 
0811411972 

367 E.H.S. CW 
3960 
06l0911951 
640 
10 -PINCO L1060 
15000 
20. PlNCO L1060 
15000 

O ~ M ~ H  951 



I LL INOIS  POWER COMPANY 

S.0LOCUINGTON 
P.0.8. 

LINE DATA SHEE 

STR T O 1  
19.41 1 

STR 118 
116.12) 

STR 1211 
111.431 -\_I 

___cr CPIFIGURATICN 

I?) 

STR 112 
126.29) r 

A 0  SWITCH 
X1315 I 119.55) 

A 

122.081 

STR 150 

Ill Y 121.091 - 
STR 162 
I 2 Z . l f I  

SUBSTATION CLINTPI  R T . 4 4  k 
123.001 , 

n 

-&-& S.8LOOUINGTON -CLINTON RT. 54 
CLINTON SPUR 13728 LIM E . APPROVE0 

STR I 2 6  

TEMP. LOADING 

IO 

C i l  



Dale Printed: Dec 1, 1999 
Time Printed 11:24:41 AM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheel 

Line Number: 1372 
Work Order: Work Order Date: 
Description: SOUTH BLOOMINGTON . CLINTON ROUTE 54.138KV 

1372 
Runs From: SOUTH BLOOMINGTON 
Runs lo: STR. 70A 
Structure ti -First: 1 
Slructure U . Lost: 70A 
Number of Slructures: 70 
Dlrtonce In Miles: 9.41 
Structure Configuration: RIIERCONLEY (1) U6 
Dote In Service: 06/01/1926 
Service Area: BLOOMINGTON 
conductor - Size: 336.4 ACSR 3017 U2 
Conductor. Tenslon: 75w 
Conductor - Iemperolure "C: 93 111 
Conductor - Clearonce Dote: 11/03/1975 
Conductor. Dote In Service: 0811 5/1947 
Shield Wlre - Size: I 2X. 1 102' AW OPGW U5 
Shield Wlre . Tenslon: 5400 
Shield Wire . Dote in Service: 01/01 I 1  997 
Rullng Span - Feet: 750 n4 
Insulator Tongent No. MFR. & col no.: 9 -PINCO LloM) 
lnsulotor Tangent ANSI rofing (LBS): 150M) 
lruuiator Dead-End No. MFR. & c o t  no 10 - 143775 13 
Insulator Deod-End ANSI rating (LES): 25wo 
Owning Company: 

1372 
STR. 70A 
STR. 7 1 A 
708 
71A 
4 
0.19 
I-WC H2 (5) 
08/01 /I995 
BLOOMINGTON 
1-2 410 ACSR 6/1 
6000 
125 

300 
3-143388 
1400 
10- 143755 
I 5 o w  

1372 
STR. 7 I A 
STR. 72D 
718 
72D 
7 
0.33 
1 WC H 2  (7) 
08/01 I 1  995 
BLOOMINGTON 
1.2 4/0 ACSR 6/1 
60W 
125 
08/01 119% 
08/01 / I  995 
~ ~ X . ~ ~ O ~ ' A W O P G W  n5 
3 3 w  
08/01 /I 995 

3 -143388 
14W 
IO- 143755 

Page: 1 
Date Approved Dec 1.1999 

Status: Record 
KV Rating: 138.0 

1372 
STR. 72D 
SIR. 840 
73A 
848 
46 
2.48 
1 WC H2 & H4/LD STEEL (7) 
08/01 /I 995 
DECATUR 
1-2 410 ACSR 6/1 
6ocO 
125 
08/01 11995 
08/01 /I995 

3 3 w  
12x.1 IOYAW OPGW n5 

08/01/1995 
3 W  
3-143388 
I400 
I O -  143755 

15oM) I 5 w o  

Footnotes: ut 
U2 
#3 
14 

LINE LOADING RESTRICTED TO 424 AMPS FOR CLEARANCE REASONS, 
AIR FLOW SPOILERS (ANTI-GALLOPING) HAVE BEEN INSTALLED ON STR. 1 THRU 70A. 85 THRU 140 (4-3-86) AND STR. 140 THRU 162 (1985) 
STATION TERMINAL DEAD.ENDS. 13 PINCO L1060 SIN. 
650' R.S. USED ON SHIELD WIRE. 

w5 OPGW (24 FIBER) INSTALLED. 
16 
n7 
18 
#9 
Y10 

TWR FILE NUMBERS 75079. 69KV DOUBLE CIRCUIT TOWERS MODIFIED FOR SINGLE CIRCUIT. SEE HUGHES BROS. DWG. C1910-FL (IPC FILE 882-500). 
THREE A NUMBERED STRS. IN THIS SECTION. 
SIX A NUMBERED STRS. IN THIS SECTION. 
STR. 127A THRU 142A = 93 DEGREES, STR. 142A THRU RT. 54 SUB. = 125 DEGREES CELSIUS. 
R.S. IS 699 FT. FROM STR. 143 TO 150 703 FT. FROM STR. 150 TO 154; 754 FT. FROM STR. 154 TO 156 AND STR. 157 TO 162. 



Dale Prinled Dec I ,  1999 
Time Printed 11:24:41 AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Line Number: 1372 
Work Order: Work Order Date: 
Description: SOUTH BLOOMINGTON . CLINTON ROUTE 54.138KV I 

Runs From: 
Runs To: 
Structure # -First: 
Structure #.Last: 

1372 
STR. 848 
STR. 85 

85 
i 

08/01 / I  995 

Number of Structures: 
Distance In Miles: 0 05 
Structure Configuration: 
Dote In Service: 
Sewice Area: DECAIUR 
Conductor. Sire: 
Conductor. Tension: 6000 
Conductor. Temperature "C: 125 
Conductor -Clearance Date: 
Conductor - Date in Servlce: 
Shield Wire ~ Size: 
Shield Wlre . Tenslon: 

, Shield Wire - Date In Service: 
Ruling spon - Feet: 
Insulator Tangent No. MFR. & c a t  no.: 
Insulator Tangent ANSI rating (LES): 
Insulator Dead-End No. MFR. & cat n o  
Insulator Deod.End ANSI ratina (LES): 
Owning Company: 

1 WC H2 (6) 
08/01 / I  995 

7-2 4/0 ACSR 611 

08/01 /I W 5  

12X.lIO2"AWOPGW 15 
33w 
01/01/1997 . .  
3 w  
3-143388 
1 4M) 
IO- I43755 
15wO 

1372 
STR. 85 
STR. I18 
86 
118 
34 
4.48 
RlTER CONLEY (1) #6 . .  
06/01 / I  926 
DECAIUR 
336.4 ACSR 30/7 #2 
7500 
93 d l  
04/26/1993 
08/15/1947 
12X.1102" AW OPGW #5 
5400 
01 /01 /I997 
750 n4 
9 -PINCO L I060 
15WO 
I O -  143775 
25000 

1372 
STR. 118 
SIR. 122 
I I9 
I22 
7 87 
0.55 
I DF CL 1 (2) 
05/18/1968. 
DECAIUR 
336.4 ACSR 30/7 #2 

Page: 2 
Dale Approved Dec 1.1999 

status: Rocard 
K V  Ratlng: 138.0 

1372 
STR. 122 
SIR. 127A 
l22A 
127A 
11 118 
0.76 
1 DFCL l(2) 
05/18/1968 
DECATUR 
336.4 ACSR l8/l  62 

6CCO 4003 
125 # I  93 
11/03/1975 I 1/03/1975 
05/18/1968 05/18/1968 
12X 1102'AWOPGW #5 
4003 
01/01/1W7 

12X 1102'AWOPGW W5 
4000 
0110111997 

375 
8.143756 
15003 
8.143756 
15ooo 

375 
8.143756 
I5003 
8 - 143756 
I5003 



Dale Prlnled Dac 1. 1999 
Time Prinled: 11:2441 AM 
LINEDATA.(lRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATASHEET SYSTEM 

Line Data Sheet 

Line Number: 1372 
Work Order: Work Order Date: 
Description: SOUTH BLOOMINGTON. CLINTON ROUTE 5 4 .  138KV 

1372 
Runs From: STR. i27A 
Runs To: STR. 143 
StNCfUre # .First: 128 
Structure ii .Lost 142-2 
Number of Structures: 20 
Distance in Miles: 2.14 
Structure Configuration: RITERCONLEY (1) #6 
Date in Sewice: 06/01 11926 
Sewlce Area: OECATUR 

Conductor - Tension: 75w 

Conductor. Clearance Dale: 11/03/1975 
Conductor - Dote In Sewice: 
Shield Wire -Size: 12X.1102'AW OPGW #5 
Shleld Wire -Tension: 5400 
ShleM Wire - Dote In Service: 01/01/1997 
Ruling Span. Feet 750 114 
Insulator Tangent No. MFR. & c a t  no.: 9 -PINCO LID60 
lnsulotor Tangent ANSI ratlng (LES): 15030 
lnsulotor Dead-End No. MFR. & c o t  n o  I O .  143775 
Insulator Dead-End ANSI rating (LBS): 25030 
Owning Company: 

Conductor - size: 

Conductor. Temperature "C: o n9 

336.4 ACSR 3017 n2 

08/1 4/ 1947 

Fcolnoles: 

1372 
STR. 143 
CLINTON RT. 54 
143 
I62 
21 
2.62 
RlTER CONLEY (1) #6 
06/01/1926 
DECATUR 

7500 
0 #9 

336.4 ACSR 3017 n2 

11/03/1975 
08/14/1947 
12X.llOZAWOPGW 115 
54w 
01/01/1997 

9 -PINCOL1060 
15wO 
10- 143775 
25oW 

750 n i o  

Page: 3 
Dale Approved Dec i. 1999 

Status: Record 
KV Rating: 138.0 



i 

I I ! 



Dale Prlnled 7/15\98 
Tlme Prlnled: 10:45:22 AM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
ON.LINE LINE DATA SHEET System 

Llns Data Shesl 

Llne Number: 1376 
Work Ordsr: Work Order Dale: 
De?lcrlpllon: BLOOMINGTON BROKAW - MAHOMET. 13OKV LINE 1376 

1376 
Runs From: 
7uns To: 
Structure U . Flrll: 
Structure I .  Last: 
Number of Slruclures: 
Dlstance In Mlles: 
Slructure Conflgurallon: 
Dole In Servke: 
Servlce Area: 
Conduclor - Ske: 
Conduclor . Tenslon: 
Conductor. Ternperolure 'C 
Conductor - Clearance Dale: 
Conductor ~ Dale In Servlce: 
Shleld Wlre - %e: 
Shleld Wlre - lenslon: 
Shleld Wlre . Date In ServIce: 
Rullng Span. Feet: 
lnsulotor Tangent No. MFR. & cat no.: 
Insulator Tongent ANSI rotlng (LBS): 
lnsulotor Dead-End No. MFR. &cat no 
Insulator Dead-End ANSI rotlng (LBS): 
Ownlng Company: 

BROKAW SUB. 
SIR. 40 
I5 
40 
26 
I Ad .... 
1 WCCL l ( 1 )  
08/17/l971 
BLOOMINGTON 
477 ACSR 3017 
Mxx) 
125 
081 I 711 97 1 
08/17/1971 
12XO.ll OPGW 
3903 
06/01/1995 
325 
8 -1 43756 
15ooo 
8.143756 
15wO 

1376 
SIR. 40 
SIR. 201 
41 
201 
I A2 
. 
2WCCL1 &3(2)  
07/28/1951 
OLOOMINGTON 
477 ACSR'3017 
9 m  
125 
OA/O1/1971 
07/28/1951 
12XO.llOPGW # I  
6200 
06/01 /W95 
640 
IO-PINCO L1060 
15ooo 
20 - PINCO Lt060 
1m. 

1376 
SIR. 201 
MAHOMET SUB. 
201A 
318 
118 
14.14 
2WCCL1&3(2)  U3 
07/28/1951 
CHAMPAIGN 
477 ACSR 3017 
9 w o  
125 
06/01 1197 I 
07/28/1951 
12 x 0.1 I ~ 1 2  
6200 
06/01 11995 
640 
10 -PINCOL1060 
1 5 m  
20 - PlNCO 11060 
I5wO 

Page: i 
Dale Approved: 

sts1us: Record 
KV Rallng: 138.0 

Foomotes: # i  7c8 AW IS SOUTH SHIELD WIRE: INSTALLED 611195 TENSION IS 4950 

IS 4950 
ADDED ALUMINUM SPAR ARMS NO. 25480 

wz 717 ALUMOWELD FRM 2 ~ 3 . ~ 7 7  STORM DAMAGE REPAIR W.O. 25480 IS SOUTH SHIELD WIRE. 718 AW IS SOUTH SHIELD WIRE: INSTALLED 6/1/95 TENSION 

13 





Dale Prided: Ocl29, 2001 
Time Printed 10:16:56AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Llne Data Sheet 

Llne Number: 1382 
Work Order: Work Order Date: 
Dsscripllon: NORMAL RAAB RO. SW. STA.. OGLESBY - 138KV LINE 1382 

1382 I382 
Runs From: 
Runs To: 
Struclure t - First: 
Strutlure 6 . Last: 
Number of Structures: 
Distance In Miles: 
StrucIure Connguralion: 
Date in SeNice: 
ServiUt Area: 
Conduclor - Size: 
Conductor ~ Tension: 
Conductor ~ Temperalure 'C 
Conduclor ~ Clearance Dale: 
Conductor ~ Dale In Service: 
Shield Wire ~ Size: 
Shiekl Wire - Tension: 
Shield Wire ~ Dale In Service: 
Ruling Span. Feel: 
Insulator Tangent No. MFR. kcat no.: 
lnsulalor Tangent ANSI raling (LBS): 
lnsulalor Dead-End No. MFR. & caI no.: 
Insulator Dead-End ANSI rating (LBS): 
Owniw Company: 

NORMAL RAAB RD. SW. STA. STR. 126 
STR. 126 STR. 129 
60 126 
125 129 
66 2 
7 7R n m 

NORMAL RAAB RD. SW. STA. STR. 126 
STR. 126 STR. 129 
fin t7fi _ _  
125 
66 
7 7R 

129 
2 
n m . .. - 

2 wc CL 1 a 3 (2) 
03/03/1951 
BLOOMlNGTON 
477 ACSR 3on 
4712 
93 
04/22/1969 
03/03/195 1 
7#8 AW 
4900 # l  
11/01/1995 
640 
10 -PINCO L1060 
15000 
10-PlNCOL1060 
15000 

MEYER (4) f 2  
11/06/1970 
BLOOMINGTON 
477 ACSR 3on 
9000 
93 
04/22/1969 
11/06/1970 

11500 
11/06/1970 
2000 
0- 

417 ACSR 3on 

n 
12 ~ 143775 
25000 

Footnolss #1 CALCULATED TENSION BASED ON ORIGINAL STRING NG TEhSlON 
*2 DRAWING NO CE-1382.84 7 

I382 
STR. 129 
STR. 289 
130 
289 
160 
18.26 
2 wc CL 1 a 3 (2) 
03/03/1951 
BLOOMINGTON 
477 ACSR 3on 
9000 
93 
04/22/1969 
03/03/1951 
"5116"" STEEL" 
4172 # l  
03/03/1951 
640 
10 .PINGO L1060 
15000 
10 - PlNCO L1060 
15000 

Page: 1 
Dale Approved: Oct 29. 2001 

Status: Record 
KV Rating: 138.0 

1382 
STR. 289 
STR. 336 
2890 
397 
110 
13.24 
2 wc CL 1 & 3 (2) 
03m3~951 

477 ACSR 3on 
LASALLE 

9000 
93 .. 
04/22/1969 

"5/16"" STEEL" 
03/03/1951 

4172 #1 
03/03/1951 
640 
10 -PINCO L1060 
15000 
10 - PlNCO L1060 
15000 



Dale Printed Ocl 29.2001 
Time Prinled 101656 AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Dala Sheet 

Line Number: 1382 
Work Order: Work Order Date: 
Descrlollon: NORMAL RAAB RD. SW. STA. - OGLESBY - 138KV LINE 1382 

Runs From: 
Runs To: 
Structure # - First: 
Slruclure # ~ Lasl: 
Number of Slruclures: 
Distance In Miles: 
Slruclure Conliguralion: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Condudor - Tension: 
Conduuor . Temperalure 'C 
Conduclor ~ Clearance Dale: 
Conduclor ~ Dale in Serviut: 
Shield Wire - Size: 
Shield Wire - Tension: 
Shield Wire. Dale in Service: 
Ruling Span. Feel: 
lnsulalor Tangent No. MFR. (L cal no.: 
lnsulalor Tangent ANSI raling (LBS): 
Insulator Dead-End No. MFR. (L cat no.: 
Insulator Dead-End ANSi raling (LBS): 
Owning Company: 

Foolnoles: 

1382 
STR. 398 
STR. 402 
398 
402 
F. - 
0.65 
STEEL W E  (6) 
03/18/1988 
LASALLE 

9000 
125 
03/18/1988 

477 ACSR 3on 

. . . .. . . . . 
03/03/1951 
"5/16- STEEL" 
4112 11 
03103/1951 
640 
10 -143756 
15000 
0 - NONE 
0 

1382 
STR. 403 
STR. 454 
403 ~~ 

454 
52 
6.36 

03/03/1951 
ZWCCL I a 3  (2) 

LASALLE 
477 ACSR son 
9000 
93 
04/22/1969 
03/03/1951 
"5118'" STEEL" 
4172 # I  
03103/1951 
640 
10 .PINGO L1060 
15000 
0 -NONE 
0 

1382 
STR. 455 
STR. 459 
455 
459 
6 
0.65 
STEEL W E  (61 . ,  
04/0811988 
LASALLE 
477 ACSR 3017 
9000 
125 
04/08/1988 
03/03/1951 
"5/16"" STEEL" 
4712 11 
0310311951 
640 
10.143756 
15000 
0 -NONE 
0 

Page: 2 
Dale Approved: Od 29.2001 

Slatus: Record 
KV Rating: 138.0 

1382 
STR. 460 
OGLESBY SUB. 
460 
498 
38 
5.15 

03/03/1951 
LASALLE 

9000 
125 
04/22/1969 
03/03/1951 
"5116" STEEL" 
4172 11 
03/03/1951 
640 
10-PINCO L1060 
15000 
10. PINCO L1060 
15000 

2 WCCL I a3(2) 

477 ACSR 3on 



F
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Dale Prlnled 6/3/98 
T h e  Prlnled 22354 PM 
LINEDATA.ORP 

Llne Number: 1386 
Work Order: 
Deacrlptlon: NORTH CHAMPAIGN - SIDNEY. I38KV LINE. 1386 

Runs From: 
Runs To: 
Slruclwe Y ~ Flrsl: 
Slruclure 1 .  Lmt: 
Number of Slruclures: 
Dlstance In Mlles: 
Struclure Conflgurollon: 
Dote In Servlce: 
SeNlCe Area: 
Conductor - Slze: 
Conductor. Tenslon: 
Conductor. lemperolure 'C: 
Conduclor . Clearance Dote: 
Conduclor . Date In Servlce: 
Weld Wlre - Slze: 
Shleld Wlre . Tenslon: 
Shleld Wlre - Dote In Servlce: 
Rullng Span - Feet: 
Insulolorlangent No. MFR. &cot no.: 
Insuhlor Tangent ANSI rotlng (LBS): 
lnsubtor De&-End No. MFR. &cot no 

1386 
N. CHAMPAIGN 
PERKINS RD. 
I 
IPA-I 
21 
2.66 
2WCCL1&3(1) (2 
08/08/1963 
CHAMPAIGN 
795 ACSR 4517 
9m 
125 .. 
06/01 I1998 
08/08/1963 
318" AW STEEL 7 11 
5513 
08/08/1963 
650 
8 -PINCO L1060 
15000 
8 - PINCO L15M) 

ln~ulotor Dead-End ANSI roilno (18s): 25000 
Ownlng Company: 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET System 

Llne Data Sheet 

Work Order Date: 

1386 
PERKINS RD 
SIR. 59 
19B-l 
59 
43 
5.15 
2WCCL1&3(1) #2 
08/08/1963 
CHAMPAIGN 
795 ACSR 4517 
9WO 

5513 
08/08/1963 
650 
8 -PINCO L1060 
15mO 
8. PlNCO L15W 
25wO 

I386 
STR. 59 
74 
60 
74 
I h  .- 
2.m 
2 wc CL 1 & 3 0 )  

CHAMPAIGN 
795 ACSR 4517 
9wo 
150 
12/01 11997 
08/08/1963 
"318"" AW STEEL 7" 
5513 
08/08/1963 
650 
8 -PINCO L1060 
15000 
8 - PINCO L15W 
250M1 

Page: 1 
Dale Approved: 6/5/98 

Stalus: Record 
KV Rallng: 138.0 

1386 
SIR. 74 
STR. 163 
? A  
162 
RV _. 
5.58 
1 wc CL 210 (2) 
02/02/1P73 
CHAMPAIGN 
1272 ACSR 4517 
7503 
125 
02/02/1973 
02/02/1973 
3#6 AW 
3055 
02/02/1973 
325 
8 -143756 
15000 
8 - 143775 
25w0 

Footnotes: 81 
12 

FROM STR. i9A TO 198,316 AW 3220 LBS. INSTALLED 2.88. 
TWR. 224 (L1396) 882-420 BLAW KNDX IS BETWEEN THE N. CHAMPAIGN SUB. AND STR. #1 (L1386) AND TWR. 12,13,14 & 15 HAS REFERENCE TO DRWG. 
AE-1388.84.7.1 THRU -10. 



Dale Prinled 8/3/98 
Tlme Prlnted 22354  PM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATASHEET System 

Llna Data Sheet 

Llno Number: 1386 
Wark Order: Work Order Date: 
Deacrlption: NORTH CHAMPAIGN. SIDNEY. 138KV LINE. 1386 

Runs From: 
Runs lo: 
Structure Y . Flrst: 

N u m b r  of Structures: 
Distance In Miles: 
Structure Conflguratlon: 
Date in Sewlce: 

Conductor. She: 
Conductor - Tenslon: 

SfNCIUrB Y - Loft 

B N k e  Area: 

1386 
STR. 163 
SIDNEY 
163 
t 74 
12 
1.16 
2 wc CL 2 (3) 
02/02/1973 
CHAMPAIGN 
1272 ACSR.1517 
1 3 m  ~~ 

Conductor. Temperalure "c. I25 
Conductor - Clearonce Dote. 02/02/1973 
Conductor - Date In Sewke  02/02/1973 
Shleld Wlre . Slze: 7 X ,120 AW 
Shleld Wlre - Tenslon: 4250 
Shleld Wlre - Dote In %Nke:  02/02/ 1973 
Runng span -Feet 600 
Insulator lcrngent No. MFR. & c a t  no.: 8 -143756 
Insulator Tangent ANSI raling (18s)' 15000 
lnsulotor Dead.End No. MFR. & c a t  no 16 - 143775 
Insulator Dead-End ANSI rollcg (LES): 25000 
Ovmlng Company: 

Footnotes: 

page: 2 
Dale Approved: 6/5/98 

status: Record 
KV Rstlng: 138.0 
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Oale Prlnled 7/15/98 
Tlms Prlnled 10:48:05 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET Syslem 

Llne Dela Sheel 

Llne Number: 1392 
Work Order: Work Order Dale: 
Deacrlpllon: E. GALESBURG - QALESBURG MONMOUTH BLVD. 138KV LINE 1 

Runs From: 
Runs lo: 
Struclwe W - First: 
Structure X ~ Last 
Number 01 Structures: 
Olstance In Mlles: 
Structure Conflguralion: 
Date In Servlce: 
Servlce Area: 
Conductor. Slze: 
Conductor ~ Tenslon: 
Conduclor ~ lemperolure "C: 
Conductor. Cleoronce Date: 
Conductor. Date In Servlce: 
Shleld Wlre ~ We: 
?Meld Wlre ~ Tenrlon: 
Shield Wlre -Date In Servlce: 
Rullng Span .  Feet 
Insulator Tangent No. MFR. & cal no.: 
lnsulatar Tangent ANSI ratlng (LBS): 
Insulator Dead.End NO. MFR. &cat no 
lrsulator Dead-End ANSI fatlng (LBS): 
Ownlng Company: 

1392 
E. GALESBURG 
STR. 416 
451 
416 
35 
A 07 
2DFCLI &3(1) 
07/07/1948 
GALESBURG 
477 ACSR 3017 
m 
125 
08/14/1972 
07/07/1948 

0 
07/07/1948 
6M) 

3n7 E.H.S. cw 

10 .PINGO LlwO 
15ow 
26-PINCO LIW8 

1392 
SIR. 416 
STR. 381 
A15 
381 
35 
2.29 
1 wc CL 210 (2) 
07/15/1973 
GALESBURG 
1272 ACSR 4517 
8500 
125 
07/15/1973 
07/15/1973 
3U6 AW 
3055 
07/15/1973 
350 
0 -143756 
15000 
8 - 1 A3756 
15000 

1392 

. .  
12/01 /I983 
GALESBURG 
1272 ACSR 4517 
8500 
125 
12/01 11983 
12/01 11983 
3116 AW 
3245 
12/01/1983 . 
350 ~~~ 

8.143756 
15030 
IO- 143775 
25030 

Page: 1 
Dale Approved 

Slalus: Record 
KV Rallng: 138.0 

1392 
SIR. 372 
STR. 363 
371 
363 
10 
0.61 
I wc CL 2/0(2) . . ,  
07/15/1973 
GALESBURG 
1272 ACSR 4517 
8500 
I25 
07;15/1973 
0711 v i 9 7 3  
3n6 AW 
3055 
07/15/1973 
350 
8.143756 
15030 
8 - 143756 
15000 



Date Prlnled 7/15/98 
Tlme Prlnted: 10:46:05 AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET System 

Llne Dala Sheet 

Llne Number: 1392 
Work Order: Work Order Dale: 
Dascrlpflon: E. GALESBURG. GALESBURQ MONVtOUTH ELVO. 138KV CINE I 

Runs From: 
Runs To: 
Slructure P - F h f :  
Structure I .  Lasf: 
Number of Structures: 
Dlstonce In Mlles: 
Structure Conflguratlon: 
Date In Servlce: 
Servlce Area: 
Conductor. Slze: 
Conductor. Tenslon: 
Conductor. Temperature "C 
Conductm -Clearance Date: 
Conductor ~ Date In Servlce: 
Shleld Wlre ~ Slze: 
ShleM Wlre - Tenslon: 
Shield Wlre -Date In Servlce: 
Runng Span - Feet: 
Insuldor Tangent No. MFR. & cot no.: 
Insulator Tangent ANSI rating (LBS): 
lnsulafor OeOd-End No. MFR. &cot no 
Insulator Dead-End ANSI raling (LEIS): 
Ownlng Company: 

Foolno1es: 

I392 
SIR. 363 
SIR. 358 
362 
358 
5 
0.56 
2 wc CL I (4) 
07/15/1973' . 
GALESBURG 
1272 ACSR 45/7 
13wO 
125 
07/15/1973 
07/15/1973 
7 X ,120AW 
4397 
07/15/1973 
650 
8 -143756 
15ooo 
8-143115 
25ooo 

1392 
SIR. 358 
GALESBURG MONMOUTH BLVD. SUB. 
357 
354 
4 
0.51 
2 wc CL 1 (3) 
05/17/1966 
GALESBURG 
1272 ACSR 45/7 
13000 
125 
07/15/1973 
07/15/1973 
7 X ,120 AW 
4397 
07/ 15/ I973 
650 
8 -PINCO L1060 
l5ooo 
0.143775 
2 m  

Page: 2 
Dale Approved 

statua: Record 
KV Rsllng: 138.0 
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Dale Prinled Apr 10. 2000 
Time Prlnled 11:08:56 AM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
DN.LINE LINE DATA SHEET SYSTEM 

Llne Data Sheet 

Llne Number: 1396 
Work Order: Work Order Date: 
Descrlpllon: VERMILION P.S.. NORTH CHAMPAIGN. 138KV LINE 1396 

1396 
Runs From: VERMILION P.S. 
Runs To: STR. 99 
Structure 11 - Flrst: 1 
Structure 11. Last: 99 
Number of Structures: IM) 
Distance In Mlles: 14.97 
Structure Conflguratlon: 2WCCL1 &3(1)  
Date In Service: 08/19/1955 
Service Area: DANVILLE 
Conductor. Size: 477 ACSR 30/7 
Conductor. lenslon: woo 
Conductor - Temperature "C: 103 
Conductor. Clearance Dote: 02/19/1999 
Conductor - Date In Service: 08/19/1955 
Shleld Wire. Size: 5/16' STEEL 
Shleld Wire -Tendon: 4480 
Shleld Wire - Date In Service: 08/19/1955 
Ruling Span ~ Feet: MO 
Insulator Tangent No. MFR. & cat no.: IO -PINCO LIO60 
Insulator Tangent ANSI rating (LBS): 15x0 
Inwiator De&-End No. MFR. &cat no 20 - PINCO L1060 
Insulator Dead-End ANSI ratlng (LBS): 15wo 
Ownlng Company: 

111 

1396 
STR. 99 
SIR.216 
IW 
216 
117 
10.83 
2 WC CL 1 &3 ( 1 )  
08/19/ 1955 
CHAMPAIGN 
477 ACSR 30/7 
P W O  
103 
0211 9/  1999 
0811 91 I955 
5/16' STEEL 
4480 
081 19/ 1955 
640 
IO-PINCO L1060 
I5wO 
20. PlNCO L1060 
15000 

n i  

1396 
SIR. 216 
STR. 219 
216A 
219 
6 
0.42 
1 DF CL 1 (2) 
09/06/ 1968 
CHAMPAIGN 
477 ACSR 30/7 
5 m  ~~ 

103 
02/19/1999 
09/06/1968 
3n7 E.H.S. cw 
3150 

350 
I -LAPP 70149 
1120 

09/06/1968 

10 - PlNCO LIB60 
I5wO 

Page: 1 
Dale Approved Mar 28,2000 

stalus: Record 
KV Rating: 138.0 

Foolnoles: #I TWO INSULATOR STRINGS PER PHASE. 
12 S.W. R.S.=525,COND. R.S.=.640'. 
13 
04 
x5 

N. SIDE = S51'AF FOSW (24 FIBER): 57006 MTUHLC; R.S. - 525'. S. SIDE = 766 AW; 41001 MTUIILC; R.S.. 525. 
N. SIDE = 551' AF FOSW (24 FIBER): 570011 MTUHLC; R.S. .525'. S. SIDE = 7118 AW 41006 MTUHLC R.S. - 525. FIBER PATH 19. 
TWR. 224 . TWR. FILE NUMBER 882-420. 

1396 
SIR. 219 
N. CHAMPAlGN SUB. 
219A 
224 
6 
0.58 
2WCCL1 &3(1)  #5 
08/19/1955 
CHAMPAIGN 
477 ACSR 3017 
woo 
103 
02/19/1999 
O i l 1  9/1955 
7118 AW & FOSW 114 
0 n3 
0911 9/1994 
0 112 
IO-PINCO LlObO 
15ooo 
20-PlNCOL1060 111 
15wO 
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Dale Prlnled 7/15/98 
Tlme Prlnled 105 l : l l  AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON.LINE LINE DATA SHEET System 

Llne Date Sheet 

Llna Number: 1402 
Work Order: 
Deacrlptlon: 

Work Order Dale: 
UNION ELECTRIC CO.. DUPO FERRY ROAD - 138KV LINE 14 

Runs From: 
Runs lo: 
Structure A .  Flrrk 
Structure A - t a l :  
Number of Slructures: 
Dlstonce In Mlles: 
Slructure Conflguratlon: 
Date In SeMce: 
SeNlCe Area: 
Conductoi - Slze: 
Conductor ~ Tenslon: 
Conductor ~ Temperoture "C: 
Conductor. Clearance Date: 
Conductor ~ Date In SaMce: 
Shleld Wlre - 32%: 
Shlekl Wlre - Tenslon: 

Rulln~ Span - Feet: 
Insulntar Tonaent No. MFR. 8. cat no.: 

Shlekl Wlte - Dote In SNlCe: 

1402 
CAHOKIA 
STR. 4QA 

0 
7.10 
STEEL TOWER 

BELLEVILLE 
1 
0 
0 

1 
0 

0 
0- 

lnsulotor Tonient ANSI ratlng (LEIS): o 
lnsulotor Dead.End No. MFR. &cat no 0 

1402 
TAP STR. 4QA 
DUPO FERRYRD. SUB 
1 
4 
4 
0.27 
I WCCL I ( I )  
01/22/1973 
BELLEVILLE 
I272 ACSR 4517 
6wO 
I25 
01 /22/1973 
01I22ilQ73 
3U6AW 
2890 
01 /22/1973 
3w 
8 -143756 
15wO 
8 - 143756 

lrnulator Dead-End ANSI ratlng (LBS): 0 15oW 
Owlng Company: UNION ELEClRlC COMPANY 

Feolnoles: 

Page: 1 
Dale Approved 

Status: Record 
KV Rallng: 138.0 
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Dale Prlnted 7/15/98 
Tlme Prlnled 1051:23 AM 
LINEDATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET System 

Llne Data Sheet 

Llna Numbar: 1406 
Work Order: Work Order Dale: 
De8crlpIlon: HAVANA POWER STA. .WEST MASON CITY. 138KV LINE - 1 

Runs From: 
Runs To: 
Structure ti . Flrst: 
Structure (t . Last: 
Number 01 Structures: 
Dlstonce In Mllet: 
Structure conflgurotlon: 

SeNlce Area: 
Conductor ~ Slze: 
Conductor. Tendon: 
Conductor. Temperature "C: 
Conductor. Cleoronce Date: 
Conductor ~ Date In SNlCe: 

Dote In SeNlCe: 

1406 
HAVANA P.S. 
STR. 3 
I A  
3 
4 
0.38 
RlIER CONLEY (3) 
07/28/1947 
DECAIUR 
954 ACSR 4517 
107m 
125 
cd118/1977 
04/18/19?? 

Weld We. Ske: 
Shleld Wlre ~ Tenslon: 
Shleld Wlre - Dote In Sewlce: 
Rulng Span. Feet: 
lnsulotor lmoent No. MFR. & cot no 

3n7 cw 
3961 
07/28/1947 
650 

.: 0-NONE 
Insulator Tan;)ent ANSI rotlng (La$): o 
Insulolof Deod.End No. MFR. & cot no 10.143775 
Insulator Dead-End ANSI ratlng (LBS): 25ooo 
Ownlng Company: 

1406 
SIR. 3 
SOUTH HAVANA 
4 
14 
1 1  . .  
1.41 
2 W C & D F C L I  &3(2) 
06/09/1949 
DECATUR 
954 ACSR 4517 
10760 
125 
04/18/1977 
04/18/1977 
3ti7 cw 
3961 
OblO9/1949 
650 
8 -PINCO LIOM) 
15003 
I O -  143775 

1406 
SOUTH HAVANA 
W. MASON CITY 

I70 
'15 

156 
18.41 
2WC&DFCLI &3(1) 
06/09/1949 
DECATUR 
477 ACSR 3017 
9003 
93 
Ob/04/1970 
06/09/1949 
3w7 cw 
3961 
06/09/1949 
660 
10~PINCOL1060 
15033 
20-PlNCO L1060 
15003 

Page: t 
Dale Approved: 

ste1u.l: Record 
KV Ratlng: 138.0 

Footnoles: 
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Oate Prlnted 7/15/98 
Tlme Prlnted 1051:34 AM 
LINEOATA.0RP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET Svslem 

Llne Data Sheet 

Llne Number: 1416 
Work Order: Work Order Date: 
Descrlptlon: OECATUR E. MAIN ST.. OECATUR RT. 51 . 138KV LINE - 

1416 
DECAIUR EAST MAIN SI. SUB. 
DECAlUR RT. 51 SUE. 

Runs From: 
Runs To: 
StNCfUre #. FlSk I 
SlNCtUre # ~ LOSk 57 
Number of Structures: 58 
Dbtance In Mlles: 2.44 
Structure Conflguratlon: 1 wc CL 1 (I &2), 
Date In Servlce: 
%NlCe Area: OECATUR 
Conductor - Slze: 
Conductor - lenslon: ' Mxx) 
Conductor ~ Temperature 'C 125 
Conductor - Clearance Dde: 10/31/1975 
Conductor ~ Dale In Sewke: Wll5/1969 
Shleld Whe - She: SINGLE MODE OPGW 24 
Shleld W e .  lenslon: 4475 
Shleld Wlre . Date In Se~ke:  07/22/1959 
Rutlng Span ~ Feet 250 
Insulator Tangent No. MFR. & cot no.: 8 -PINCO L1060 
Insulator Tangent ANSI ralhg (LBS): lsaX, 
Insulator Dead-End No. MFR. &cat no 8 - PINCO L1060 
Insulator Dead-End ANSI ralhg (LE%: 15W3 
Owntng Cornpony: 

1272 ACSR 4517 

Footnotes: 

Page: 1 
Dale Approved 

Stalul: Record 
KV Rsllng: 138.0 



U
 

N
 

T
 

n
 

;I 



Dale Printed: Nov 1.2001 
Time Prinled 3 5 0 5 8  PM 
LINEDATA.QRP 

Line Number: 1422 
Work Order: 
Detcrlpllon: HAVANA P 

Runs From: 
Runs To: 
Slruclure # ~ First: 
Slwclure # - Lad: 
Number of Slruclures: 
Distance in Miles: 
Slruclure Conflguralion: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Condunor - Tension: 
Conductor. Temperature .C': 
Conductor - Clearance Dale: 
Conduclor ~ Dale in Service: 
Shield Wire - Size: 
Shield Wire -Tension: 
Shield wire ~ Dale In Sewice: 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Dala Sheel 

Work Order Dale: . ELKHART SW. STA. (CILCO) 138KV LINE 14 

1422 
HAVANA P.S. 
TWR. 3 
1A 
3 

477 ACSR 3017 
9000 
93 .. 
06/04/1970 
07/28/1947 
3#7 E.H.S. CW 
3961 
07/28/1947 

Ruling Span -Feel: 650 
lnsulalor Tangenl No. MFR. & cat no.: 
lnsulalor Tangenl ANSI rating (LEIS): 
Insulalor Dead-End No. MFR. 6, cat no.: 
lnsulalor Dead-End ANSI rating (LEIS): 
Owning Company: 

10 -PlNCO L1060 
15000 
10. PINCO L1060 
15000 

1422 
TWR. 3 
STR. 273 
5 #2 
273 
269 
31.71 
2 wc CL 1 8  3 (2) 
0712811947 
DECATUR 
477 ACSR 3017 
9000 
93 ~~ 

06/04/1970 
07/28/1947 
3#7 E.H.S. CW 
3961 
0712811947 
640 
10 -PINCO L1050 
15000 
10 - PINCO L1060 
15000 

4422 
STR. 273 
STR. 287 
274 
287 

Page: 1 
Dale Approved: NOv 1,2001 

status: Record 
KV Rating: 69.0 

1422 
STR. 287 
E. SPRINGFIELD 
287-1 

14 
14.62 
0 

477 ACSR 3017 
9000 
93 ~~ 

06104/1970 
1013111940 
7#7 AW 
5593 
10/29/1985 
600 
10 -PINCO L1060 
15000 
11 - PlNCO L1060 
15000 

DECATUR 
477 ACSR 3017 
0 
0 

318" STEEL 
0 

0 
0- 
0 
0- 
0 
CENTRAL ILLINOIS LIGHT COMPANY 

Foolnoles: 111 
#2 
#3 

TWR. FILE NUMBER 75971 (882-511). 
A GROUND LINE INSPECTION AND TREATMENT WAS COMPLETED ON 7/12/85, STEEL CAN GND LINE REINFORCEMENT WAS INSTALLED ON REJECTED POLES. 
A GROUND LINE INSPECTION AND TREATMENT WAS COMPLETED ON 10/10/84. AN 8" ALUMINUM TUBULAR CROSSARM WAS INSTALLED ON ALL H-FRAME STRUCTURES 
STR. #331, #332. #347 AN0 SWITCH STRUCTURES. 



Date Printed: Nov 1. 2001 
Time Printed: 3:50:58 PM 
LINEDATA.ORP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Llne Number: 1422 
Work Order: Work Order Date: 
Descrlption: HAVANA P.S.. ELKHART SW. STA. (CILCO) 138KV LINE 14 

Runs From: 
Runs To: 
Structure #. First: 
Structure f ~ Last: 
Number of Struclures: 
Distance in Miles: 
Structure Configuration: 
Date in Service: 
Service Area: 
Conductor - Size: 
Conductor - Tension: 
Conductor. Temperature "C: 
Conductor ~ Clearance Date: 
Conductor. Dale In Service: 
Shield Wire - Size: 
Shield Wire. Tension: 
Shield Wire ~ Dale in Service: 
Ruling Span - Feel 
Insulator Tangent No. MFR. 8 cat no.: 
Insulator Tangent ANSI raling (LBS): 
Insulator Dead-End No. MFR. 8 cal no.: 
Insulator Dead-End ANSI rating (LEIS): 
Owning Company: 

Footnotes: 

1422 
WlPCO TAP 
TURRIS COAL 
347-1 

0 
0.00 
0 

DECATUR 
0 
0 
0 

0 
0 

0 
0- 
0 
0 -  
0 
WESTERN ILLINOIS POWER COOPER 

Page: 2 
Date Approved: Nov 1.2001 

Stalus: Record 
KV Rating: 69.0 
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Dale Prlnled 7/14/98 
The PM&. 1041:57 AM 
LINE0ATA.QRP 

ILLINOIS POWER COMPANY 
ON.LINE LINE DATASHEET Svtlern 

Llne Data Sheel 

Llne Numbnr: 1426 
Work Order: Work Order Oslo: 
Oescrlpllon: STALLINQS. E. COLLlNSVlLLE . 13EKV LINE. 1426 

Runs From: 
Runs To: 

Structure n . L O S ~  
Number of Structures: 
Dktance In Mlles: 
SfructUre conflguratlon: 
Dote In Servlce: 
Selvlce Area: 
Conductor. Slze: 
Conduclor - Tenslon: 
Conductor. Temperature "C: 
Conductor. Clearance Date: 
Conductor. Date In Servlce: 
Shleld Wlre . Slze: 
Shleld Wlre .Tendon: 
Weld Wre. Date In Servlce: 
Rulhg Span - Feef: 
Insulator Tanmnf NO. MFR. &cot no.: 

SfNCtUre I f .  Flrst: 

1426 
STALLINGS SUB 
E. COLLINSVILLE SUB. 
I 
71 
71 
8.60 
2WCCLI&3 

GRANITE CIIY 
1272 ACSR 4517 
14IM) 
93 
0712011972 
07/20/1972 
317 E.H.S. CW 
3 m  

650 
8 -PINCO LIMO 

insulator Tangent ANSI ratlng (~8s): 1 5 ~ x )  
Insulator Dead-End NO. MFR. & cot no 16.143775 
Insulator Decd.End AN3 ratlng (LEIS): 25000 
0v.n~cOmFQnv: 

Foolnoles: 

1426 
SIR. 408 
MARWILLE R.E.A. 

0 
0.W 
0 
01101/1984 
GRANITE CllY 
410 ACSR 
0 
0 

01/01/1984 
0 
0 
01/01/1984 
0 
0- 
0 
0 -  
0 
SOUTHWESTERN IL1lNOIS.ELEClRIC CO 

Page: 1 
Dale Approved: 

status: Record 
KV Rsllng: 138.0 
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Dale Prinled Jul 16. 1999 
lime Printed: 15727  PM 
LINEDATA.0RP 

Llne Number: 1432 
Work Order: 
Description: E. COLLINSVILLE-PORTER RD.-138KV LINE 1432 

Runs From: 
Runs To: 
Structure I -First: 
Structure I .  Lost: 
Number of Structures: 
Distance in Miles: 
Structure ConRguratlon: 
Date In Service: 
Service Area: 
Conductor. Slze: 
Conductor - Tension: 

E. COLL~NSVILLE sua. 
STR. 110 
72 
110 
40 
4.82 
2WCCL I & 3 ( l )  
10/05/1949 
GRANITE CITY 
477 ACSR 30/7 I1 
m 

Conductor - Temperature "C: 125 
Conductor - Clearance Dote: 
Conductor ~ Date In Service: 
Shleld W e  - Slze: 
Shield Wire. Tension: 3poo 
Shleld Wire. Date in Service: 
Ruling Spon - Feet: 640 
lnsulotor Tangent No. MFR. & c a t  no.: 10 -PINGO L1060 
Insulator Tangent ANSI rating (LBS): 15wo 
Insulator Dead-End No, MFR. & cat n o  IO - 143775 
Insulator Dead-End ANSI rating (LSS): 25Mx1 
Owning Cornpony: 

1 I / I  811975 
10/05/1949 
3#7 E.H.S. CW 

l0/05/1949 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATASHEETSYSTEM 

Line Dala Sheet 

Work Order Date: 

1 A32 
STR. 110 
PORTER RD 
I l l  
119 
10 .~ 
I .05 
2 W C C L I & 3 ( 1 )  
lO/O5/ 1949 
OELLEVlLLE 
477 ACSR 30/7 
9000 
125 
11/18/1975 
lO/O5/1949 
3#7 E.H.S. CW 
3900 
l0/05/1949 
640 
10 -PINCO LIOM) 
15wO 
10- 143775 
25000 

Footnotes: # I  TAP TO LOCHMANN RD. SWITCHING STATION (IMEA) IS 795 AAC:MTUHL APPR. 2000w 

Page: 1 
Dale Approved Jul7, 1999 

status: Record 
KV Retlng: 138.0 
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Date Prinled: Jun 6. 2002 
Time Prinled: 7:42:11 AM 
LINEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Data Sheet 

Llne Number: 1434 
Work Order: Work Order Date: 
Description: PORTER RD. E BELLEVtLLE ~ 138 KV LiNE 1434 

Runs From: 
Runs To: 
Structure # ~ First: 
Structure # - Last; 
Number of Slructures: 
Distance in Miles: 
Structure Configuration: 
Date in Service: 
Service Area: 
Conductor ~ Size: 
Conductor - Tension: 
Conductor - Temperalure T;' 
Conductor. Clearance Date: 
Conductor - Dale in Service: 
Shield Wire ~ Size: 
Shield Wire. Tension: 
Shield Wire. Date In Service: 
Ruling Span - Feet: 
insulator Tangent No. MFR. (L cat no.: 

1434 
PORTER RD. 
E. BELLEVILLE 
120 
156 
37 
4 38 
2 SYP CL 1 (1) 
04/22/2002 
BELLEVILLE 
795ACSR 45f7 
9000 
125 
04/22/2002 
04/22/2002 
7#7 AW 
4835 
04/22/2002 
640 
8-143756 

Insulator Tangent ANSI rating (LBS): 
Insulator Dead-End No. MFR. (L cat no.: 
insulator Dead.End ANSI rating (LBS): 
Owning Company: 

15000 
10 - 143775 
25wo 

Footnotes: 

Page: 1 
Date Approved: Jun 5,2002 

Status: Record 
KV Rating: 138.0 
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Dale Printed Ocl 29. 2001 
Time Prinled: 10:16:08 AM 
LtNEDATA.QRP 

ILLINOIS POWER COMPANY 
ON-LINE LINE DATA SHEET SYSTEM 

Line Dala Sheet 

Llne Number: 1436 
Work Order: Work Order Date: 
Description: WOOD RIVER P.S. - NORTH STAUNTON. 138KV LiNE 1436 

Runs From: 
Runs To: 
Structure X . First: 
Slruclure # - Last 
Number of Slruclures: 
Dislance in Miles: 
Slruclure Configuralion: 
Dale in Service: 
Service Area: 
Conductor - Size: 
Conductor - Tension: 
Conductor - Temperature 'C 
Conductor. Clearance Date: 
Conductor ~ Dale in Servim: 
Shield wire. Size: 
Shield Wire -Tension: 
Shield Wire. Dale in Service: 
Ruling Span - Feel: 
InrulalorTangenl No. MFR. h cat no.: 
lnsulalor Tangenl ANSI raling (LBS): 
Insulator Dead-End No. MFR. h cat no. 
lnruialor Dead-End ANSi rating (LEIS): 
Owning Company: 

1436 
WOOD RIVER P.S. 
STR. 8A 
1A 
8A 
10 
1.24 
BLAW KNOX (1) 
03/27/1950 
GRANITE CITY 

130W 
150 
10/17/1975 
10/08/1965 
3#7 E.H.S. CW 
3900 
03/27/1950 
700 

1272 ACSR 45n 

1436 
STR. 8A 
STR. 10 
9 
10 
2 
0.22 
BLAW KNOX (2) 
03/27/1950 
GRANITE CITY 
477 ACSR 30/7 
9000 
125 
1 O H  7/1 975 
03/27/1950 
3U7 E.H.S. CW 
3900 
03/27/1950 
0 
12 -PiNCO L1060 
15000 
13. PlNCO L1060 
15000 

1436 
STR. 10 
STR. 14 
11 
14 
S - 
0.54 
CEAP ST. POLES (7) 
. . . . . . . . . . 
GRANITE CITY 
477 ACSR 30/7 
9000 
125 
03/01/1986 
03/27/1950 
7 X ,120 AW 
3900 
03/01/1986 
800 
10.143756 
15000 
10-143775 
15000 

Page: 1 
Dale Approved: 0cl29.2001 

Status: Record 
KV Rating: 138.0 

1436 
STR. 14 
STR. 29 
15 
29 
15 
2.29 
ELAW KNOX (2) 

GRANiTE CITY 

9000 
125 
10/17/1975 
03/27/1950 
3#7 E.H.S. CW 
3900 
03/27/1950 
0 
12 -PINCO L1060 
15000 
13. PlNCO Li060 
15000 

477 ACSR 3on 

Foolnoles: 



Dale Prlnled: Ocl29. 2001 ILLINOIS POWER COMPANY 
Time Prinled: 10:16:08AM ON-LINE LINE DATA SHEET SYSTEM 
LINEDATA.QRP Line Data Sheet 

Llne Number: 1436 
Work Order: Work Order Date: 
Oescrlpllon: WOOD RIVER P.S. ~ NORTH STAVNTON - 138KV LINE 1436 

Runs Fmm: 
Runs To: 
Slruclure # - First: 
Slruclure X - Last: 
Number of Struclures: 
Dlslance In Miles: 
Slruclure Configuration: 
Dale in Servicn 
ServIce Area: 
Conductor - Size: 
Conduclor . Tension: 
Conduclor ~ Temperalure 'C: 
Condudor ~ Clearance Dale: 
Conductor - Dale in Service: 
Shlcld Wire. Size: 
Shield Wire -Tension: 
Shield Wire. Dale In Service: 
Ruling Span ~ Feel: 
lnsulalor Tangenl No. MFR. .3 cal no.: 
Insulator Tangent ANSI rating (LBS): 
lnsulalor Dead-End No. MFR. .3 cat no.: 
Insulalor Dead-End ANSI reling (LEIS): 
Owning Company: 

Footnoles: 

1436 
STR. 29 
STR. 65 
30 
65 
36 
4.25 
2 WC CC 1 6  3 (3) 
1112011951 
GRANITE C I M  
477 ACSR 30/7 
9 o w  
125 
1 011 711975 
1112011951 
"5116"" STEEL" 
4480 
11R011951 
700 
10 -PINCO L1060 
15000 
13-PlNCOL1060 
15000 

1436 
STR. 65 
N. STAUNTON SUB 
66 
209 
145 
16.92 

93 
06/01/1968 
1211 111963 
"5/16"' STEEL" 
4480 
1112011951 
700 
8 -PINCO L1060 
1 m o  
8 .  PlNCO LIS00 
25000 

Page: 2 
Dale Approved: OcI29. 2001 

Stalus: Record 
KV Rating: 138.0 
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1 FRCU 

2 TO 

3 STRUCTURE NUMBER FIRST-LAST 

4 NWBER OF STRUCTURES 

5 DISTANCE I N  M I L E S  

6 CIRCUIT  NO'S ON SANE STR. 

7 STRUCTURE - CONFIWRATION 

8 SERVICE AREA 

9 STRUCTURE . DATE IN SERVICE 

10 CONDUCTOR-SIZE, TYPE STRANDING 

11 

12 CONDUCTOR-MAX OPERATING TEHP.,'C 

13 CONDUCTOR-DATE CLEARANCE CKD. 

14 CONDUCTOR-DATE I N  SERVICE 

15 SHIELD UIRE-S IZE,  TYPE STRANDING 

16 SHIELD U l R E  HA% DESIGN TENSION LBS. 

17 SHIELD UlRE - D&TE I N  SERVICE 

18 RULING SPAN - FEET 

19 INSULATOR-TANGENT NO. HFR.  & UT. NO. 

20 INSULATOR-TANGENT ANSI RATING (LBS.) 

21 INSULATOR DEAD-END NO. MFR. a CAT. NO. 

22 INSULATOR DEAD-END ANSI RATING (LBS.) 

23 

24 L I N E  NUMBER 

CONDUCTDR MAX. DESIGN TENSION LBS. 

I L L I N O I S  POVER CCMPANY L I N E  DATA SHEET 

STR. 2 

STR. 21 

2-21 

20 

1.08 

3308 '1 

1-UC CL H3.H4 (1) 

BELLEVILLE 

4 / 9 3  

*2 

NO DATA 

NO D A l A  

NO DATA 

NO DATA 

110.8 ACSR 12/7 

3000 

41 193 

300 

14 3388 

1100 

'3 

NO DATA 

1 4 4 2  

SHEET 2 OF 2 AE-LDATA-81 .3 -1462  

FMTNOTES: *1 S K I P  SPAN CONSTRUCTION FOR 34KV L I N E  

*2 CONDUCTOR UlLL BE INSTALLED ,IN FUTURE-DESIGNED FOR 954 ACSR 1-2 300 FT.  RS TENSION 9500 LBS. 
*3 POLE BANDS INSTALLED 
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Date Printed Mar 28.2002 ILLINOIS POWER COMPANY 
Time Printed: 3% 25 PM ON-LINE LINE DATA SHEET SYSTEM 
LINEDATA.QRP Line Data Sheet 

Line Number: 1446 
Work Order: Work Order Date: 
Description: NORTH STAUNTON - MIDWAY. 138KV LINE - 1446 

Runs From: 
Runs To: 
Structure # . First: 
Structure # . Last: 
Number of Slruclures: 
Distance in Miles: 
Slruclure Configuration: 
Date in Service: 
Service Area: 
Conductor. Site: 
Conductor - Tension: ' 

Conductor. Temperature 'C: 
Conductor. Clearance Date: 
Conductor. Date in Service: 
Shield Wire - Site: 
Shield Wire .Tension: 
Shield Wire ~ Dale in Service: 
Ruling Span ~ Feet: 
Insulator Tangenl No. MFR. &cat no.: 
Insulator Tangent ANSi raling (LBS): 
Insulator Dead-End No. MFR. & cat no.: 
Insulator Dead-End ANSI rating (LBS): 
Owning Company: 

1446 
N. STAUNTON 
MiDWAY SUB. 
209A 
334 # I  
126 
14.92 

11/20/1951 
HILLSBORO 

2 wc CL 1 a 3 (2) 

1272 ACSR 45n 
14160 
125 
12/31/1980 
1211 111963 
'WIVSTEEL" 
4480 
11/20/1951 
700 . .. 
8 -PINCO L1060 
15000 
8. PlNCO L1500 
25000 

Page: 1 
Dale Approved: Mar 28,2002 

Status: Record 
KV Ratfng: 138.0 

Footnotes: # I  STR. 295 IS A GUYED STEEL LONGifUDiAL RESTRAINT STRUCTURE (STORM STR.) 
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