
010-Pole 10A Damaged (20) 10B Damaged (30) 10C Excess Leaning (30)  10D Pole Steps Removed 10E Pole Steps (20) 10F Staging 10G Top Split (20) 10H Top Split (30)

020-Pole Top Extension 20A Broken (20) 02B Damaged/Leaning (30)

030-Conductors - Pri. Open Wire 30A > 2 Splices/Span Per Phase 30B Automatic Splice in Slack 
Span (30) 30C Damaged (30) 30D Excessive Slack (30) 30E Floating (20)

040-Conductors - Secondary 40A Damaged (30) 40B Floating (20) 40C Lashing Damage (40) 40D Spreader Damage (40) 40E Criss-Crossed Open Wire 
(40)

050-Conductors - Neutral 50A > 2 Splices/Span Per Phase 50B Damaged (30) 50C Floating (20)

060-Conductors - Spacer Cable 60A Broken Bracket (30) 60B Damaged (30) 60C Spacer Broken/Missing (30) 60D Tangled (30) 60E Wildlife Protection Missing 
(30)

065-Conductors - Aerial Cable 65A Damaged Jacket/Bracket/ 
Lashing (30) 65B Splice Leak (Lead 

Conductor) (30)

070-Arms (Alley/X-arm) 70A Broken (20) 70B Damaged (30)

080-Arms - Braces 80A A-Arm Broken/Missing (20) 80B X-Arm Broken/Missing 2 or 
More (20) 8C X-Arm Broken/Missing 1 (40)

090-Insulators / Deadends 90A Broken (30) 90B Tracking (30)

100-Pin 100A Damaged Arm Pin (20) 100B Damaged Ridge Pin (20)

110-Tie Wire 110A Broken (20)

120-Connectors / Splices / Sleeves 120A Damaged (30) 120B Split Bolt Connector on 
Primary Run

130- Arresters 130A Damaged#______ (30)

140 Fuse / Cutouts 140A AB Chance w/SS 
Hood#_____ 140B Blown at Cap Bank (30) 140C Damaged Cutout (30) 140D Unfused Tap 140E 3:1 LV No Fuse or Disc 140F 3:1 LV Solid Blade Disc

150-Equipment (Trf/Reg/Recl/Cap) 150A Damaged (30) 150B Leaking (30) 150C Tracking Voltage Sensor (30) 150D Unused

160-Non-Oil Term 160A Damaged Non-lead Term (30) 160B Tag Damaged Lead Term (20) 160C Tag Lead Sleeve Slip (20)

170-Wildlife Protection 170A Missing/Damaged (40)

180-Fault Indicators 180A Improper Installation (P40 for 
1%) 180B Missing/Damaged (P40 for 

1%)

190-Grounding 190A Broken/Missing Down 
Ground (P40 for 1%) 190B Broken / Missing - 8 or More 

(No Equipment) (30) 190C Broken or Missing 
Equipment Ground (40) 190D Molding Damaged/Missing 

(40) 190E Molding Replaced 190F Not Connected to System 
Neutral (30)

200-U-Guard / Riser Shield 200A Ground / Bond (40) 200B Primary Damaged/Missing 
(30) 200C Secondary Damaged/Missing 

(40)

210-Guy Wires / Anchors 210A Damaged/Missing (30) 210B Insulator Needed/ Improper 
Installation (40) 210C Loose/Sagging/Slack (40) 210D Missing Guy Protector 

Installed

220-Highway & R.R. Crossings 220A Automatic Splice in Crossing 
(30) 220B Grade B-Const. Needed (30)

230-Labeling 230A Replaced

240-Clearances 240A Check Primary (20) 240B Check Primary (30) 240C Check Primary (40) 240D Check Secondary or Neutral 
(20) 240E Check Secondary or Neutral 

(40) 240F Check Service (20) 240G Check Service (40) 240H Cust Work Req (20) 240I Cust Work Req (40) 240J Primary - Check Wire 
Spacing (30)

250-Vegetation ** 250A Primary (Contact) 250B Primary (Dead Limb Over) 250C Primary (Zone) 250D Secondary (In Between 
Tri/quadraplex Conds) 250E Secondary (Into Open Wire) 250F Vine Growth 250G Vine Snipped

260-Osmose Red Tag 260A Yes

B C
Truck Access Yes No
Mainline / Tap On Mainline On Fused Tap

** ComEd also uses separate Veg form
Priority 20
Priority 30
Priority 40
Information only, does not create a CM in the PassPort system
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